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Danfilh

BeepeHune

VLT® HVAC Basic Drive FC 101

PykoBoacTBO No aKcnyatayum

1 BBepgeHue

1.1 Uenb 3TOro pykosoacTBa rno sKkcnayaTaymm

3TO PyKOBOACTBO MO KCMITyaTaLMmn COAEPXKUT CBEAEHUA No 6e30MacHOMY MOHTaXy 1 BBOZY B 3KCMlyaTauuio npeobpa3osaTtens
yacToTbl. OHO NpefHa3HauYeHo ANA UCNOMNb30BaHWA KBanoULMPOBaHHbBIM NepcoHanom. MpounTaiTe MHCTPYKLMMN U ClefyinTe um,
yTo6bI 06ECNeunTb 6e30nacHoe 1 NpodeccroHanbHOe NCNoMb30BaHVe NpeobpasoBaTtens YacToTbl. Obpallaiite ocoboe BHUMaHMe
Ha VHCTPYKLMKM MO TeXHUKe 6e30nacHocTy 1 obLyme npeaynpexaeHus. [lepxute 3To pykoBOACTBO N06GAM30CTY OT
npeobpasoBaTesnia YaCTOTbl, YTOOLI BCeraa MMeTb BO3MOXXHOCTb 06paTUTbCA K HEMY.

1.2 ToBapHble 3HaKK
VLT® aBnsaeTcs 3aperncTprpoBaHHbIM TOBapHbIM 3Hakom Danfoss A/S.

1.3 lononHuTenbHble pecypcbl

1.3.1 JononHuTenbHble pecypcbl
CylecTByeT AONONHMUTENbHAA MHOPMALMA O PacIMPEHHbIX GYHKLMAX U NPOrpaMMUPOBaHMM Npeobpa3oBaTteneil YacToTbl.

«  PykoBoactBo no nporpammupoBaHuio VLT® HVAC Basic Drive FC 101 cofepunT cBefieHVA MO NPOrpaMMUPOBAHMIO 1 MOJTHbIE
OnMcaHuA NapameTpoB.

«  PykoBopncTso no npoektuposaHuto VLT® HVAC Basic Drive FC 101 conepuT BCto TeXHUYECKYI0 MHGOPMaLMio O
npeobpasoBaTene YacToTbl. Kpome Toro, 3gecb nepeumcieHo AoNoaHUTENIbHOe 060pyLOoBaHME U MPUHALNEXHOCTY.

TexHUYecKas [OKYMEHTaLMs B SNEKTPOHHOM dopmate gocTyrnHa B MiHTepHeTe no agpecy www.danfoss.com.

1.3.2 NopaepxkKa nporpammbl HacTponkn MCT 10
MporpammHoe obecneyeHue B pasgene CepsuUc 1 nogaepxkKa Ha cante www.danfoss.com.

Bo Bpems ycTaHOBKM NporpammHoro obecrneueHus BeegnTe Kog aoctyna 81463800, utobbl akTBMpoBaTb GyHKUmn VLT® HVAC Basic
DriveFC 101. ina ncnonb3oBaHua ¢yHkuymn VLT® HVAC Basic DriveFC 101 kntou nuueH3un He Tpebyetcsa.

MocnenHwe Bepcrm NporpaMMHOro obecrneyeHns He Bcerga cogepat obHoBeHMA. YTobbl nonyunTb nocnegHme o6HOBNEHNA
(dainbl *.upd) ans npeobpasoBaTenein YacToTbl, 06PATUTECH B MECTHDIN 0GUC NPOAAX UK 3arpy3nTe 06HOBNEHNA B pa3gene
CepBuC 1 NofaepKKa Ha caiite www.danfoss.com.

1.4 Bepcysa JOKYMEHTa 1 NPOrpamMMHOro obecneyeHuns

7O PyKOBOACTBO M0 SKCMUTyaTaLumm perynapHo nepecMatprBaeTca n obHoBnAETCA. Bce npeanoxeHna no ero ynyudweHuto 6yayt
MPUWHATbI Y1 PaCCMOTPEHDI.

McxopHbIM A3bIKOM 3TOTrO PyKOBOACTBA ABNAETCA aHIIUACKUIA.

Tabnuua 1: Bepcua goKymeHTa 1 nporpaMmMHoro obecrneyeHus

Pepgakuynsa KommeHTapun Bepcua MO

AQ275641848264en-000101 O6HOBNEHME NPOrPaMMHOro obecneyeHns 4O HOBOW BEPCUMN. 4.4x

HaunHas ¢ Bepcum nporpammHoro obecneveHus 4.0x u Bbiwe (Hegensa npoussoacTsa 33 2017-ro roga v Nosxe), B
npeo6pasoBaTensax YaCTOTbl MOLHOCTLIO OT 22 KBT (30 5. ¢.) 400 B IP20 1 Huxe, 18,5 KBT (25 n1. ¢.) 400 B IP54 i Huxe 1 11 KBT (15
. c.) 200 B IP20 v Huxe peanm3oBaHa GyHKLMA NepemMeHHON CKOPOCTU AN BEHTUNATOPa paamnaTopa oxnaxaeHua. 31a GyHKUmMA
TpebyeT 06HOBNEHNA MPOFPaMMHOIO U annapaTHOro obecrneyeHrs 1 BBOAWUT OrpaHNYEHNA B OTHOLLEHMU 06PaTHOIA
coBmecTUMOCTu ans Kopnyco H1-H5 1 12-14, OrpaHnyeHns cm. B criegyioleit Tabnuue.

Ta6nuua 2: COBMeCTUMOCTb nporpaMmmMHOro n annapaTtHoro obecneyeHus

CoBMeCTMMOCTb MPOrpPaMMHOro
obecneueHus

Crapas nnata ynpasneHua (Hegensa
npounssogctea 33 2017-ro roga nnu
paHbLue)

HoBasa nnaTta ynpaBneHus (Hegensa
npounssogctea 34 2017-ro roga nnu
nosxe)

OSS-daina 4.xx nnu Bbliwe)

Crapoe nporpaMmmHoe obecneveHune(sepcus | [da Het
OSS-dainna 3.xx 1 Hxe)
HoBoe nporpammHoe obecneueHne(Bepcmsa Het Ha
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PykoBoacTBO No aKcnayataymum

Danfilh

BeepeHune

CoBMeCTUMOCTb anmnapaTHoro
obecneyeHunsa

Crapas nnata ynpaBneHus (Hepgens
npounssopctea 33 2017-ro roga nnmn
paHbLue)

HoBas nnaTa ynpaBneHus (Hegens
npounssopctea 34 2017-ro roga nnun

nosxe)

Crapas cunoBas nnata nuTaHusA (Hegensa
npowussogcTea 33 2017-ro roga unm paHbLue)

[a (TonbKo Bepcus NporpaMmHoOro
obecneyeHuns 3.XX UMK HUXKe)

Ja (nporpammHoe obecneyeHne
JOJTXHO 6biTb 06HOBNEHO A0
BepCum 4.XX U BblLLE)

HoBas cunoBas nnata nutaHua (Hegens
npowussofcTea 34 2017-ro rofa unm no3sxe)

[a (nporpammHoe obecrneyeHne
JOTKHO 6bITb 06HOBEHO [0 BEPCUU
3.XX WU HWXKE, BEHTUNATOP MOCTOSAHHO
paboTaeT Ha MOMHONM CKOPOCTY)

[a (TonbKo Bepcua NporpaMmmHOro
obecneyeHnsa 4.XX UK BbllLe)

1.5 CeptndurKaTbl 1 paspeLieHmna

Tabnuua 3: CepTduKaTbl n paspelueHns

Ceptndukayus 1P20 IP54
Jeknapauuna cootsetcTeus EC C € v v
UL Listed V4 _
RCM v v
EAC [ H [ v v
UkrSEPRO v v
089

Mpeo6pasosaTtenb yacToTbl yaosneTsopseT TpebosaHmam UL 508C B oTHOLWEHMM TeNN0BOM NamaATK. MogpobHee cM. pasgen
Tensioeas 3aujuma 0suzamesns B PyKOBOACTBE MO NMPOEKTNPOBAHMI0 COOTBETCTBYIOLLErO MPOAYKTa.

1.6 YTnnusauus

O6opynoBaHue, copeprkallee sneKTpruUecKe KOMNOHEHTbI, HeNb3A YTUAN3MPOBaTb BMecTe C ObITOBbIMU OTXOAaMM.
E Ero cnepyet cobupaTb Ana ytunmnsauuy oTaesIbHO B COOTBETCTBUM C AENCTBYIOLWMMI MECTHBIMM NPaBOBbIMU aKTaMU.
]
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PykoBoACTBO Mo SKCnnyaTaumm TexHuka 6e3onacHoOCTM

2 TexHUKa 6e30MacHOCTUN

2.1 CumBornbl 6e3onacHOCTU
B satom PYKOBOACTBE NCMONb3YOTCA cieayowe CMMBOJbI:

AONACHOA

YKa3biBaeT Ha OnacHy CNTyauuto; ecsii He MPUHATb MepPbl NPefOCTOPOXHOCTH, CyLLeCTByeT PUCK JIeTallbHOro ncxoga nnv
Cepbe3HbIX TPaBM.

ANPEAOYNPEXAOEHWEA

YKa3blBaeT Ha OnacHy CUTyauuto; ecsii He MPUHATb MepPbl NPefOCTOPOXHOCTH, CyLLeCTByeT PUCK JIeTallbHOro ncxoda nnm

Cepbe3HbIX TPaBM.

ABHUMAHMWEA

YKa3blBaeT Ha OnacHy CUTyauuto; ecsii He MPUHATb Mepbl ANA ee HeaonyweHnA, BO3SMOXKHO NoJlyYeHne He3HAaYUTEeNIbHbIX TPaBM

VNN TPaBM CPeAHEN TAXKECTU.

YBEOOMINEHMWUE

O603Hayaet BaXKHYO I/IHd)OpMaLI,I/IIO, He CBA3aHHYI0 C npefoTBpaleHnemM onacHOCTU ANnA XXU3HW U 300P0BbA (Hanpmmep,

COOBLLEHNA O BO3MOXHOCTY MOBPEXAEHNSA VMYLLECTBA).

2.2 KBanndumMpoBaHHbI NepCcoHan

[lna obecneyeHusn 6ecnepeboiiHoi 1 6e30MacHO IKCNNyaTaLun YCTPOMCTBA TPAHCMOPTMPOBKA, XpaHeHre, cO0pKa, yCTaHOBKa,
nporpaMmmMmmpoBaHmne, BBOA B 3KCNNyaTayuio, 06C11y)KI/IBaHI/Ie 1 BbIBOA 13 3KCnlyaTalm 3TOro 060py,lJ,OBaHVlﬂ MOTYT BbINOTHATbCA
TONbKO KBaﬂI/I(I)I/ILl,I/IPOBaHHbIM nepcoHanom C npoBepeHHbIMU HaBblKaMu.

MNopn KBaﬂI/I(I)VILl,VIpOBaHHbIM nepcoHasioMm nogpasymeBatoTcaA:

+  KBanMOULMPOBAHHbIE NHXKEHEPbI-INEKTPUKU UAW NLA, MPOUHCTPYKTUPOBaHHbIE KBanndULMPOBaHHBIMU NHXKeHepamu-
3NeKTPMKamu 1 UMetoLLMe OrbIT ynpaBfieHNA yCTPOoNCTBaMU, CUcTeMamMu, ycTaHOBKamMm 1 060pyoBaHeM B COOTBETCTBUN C
AeNCTBYIOWMM 3aKOHOAATENIbCTBOM 11 HOPMamM,

+  XOPOLLO 3HaloLme OCHOBHbIE HOPMbI U MPaBia TEXHUKM 6e30MacHOCTY, OTHOCALLMECA K MPpeaynpeXAeHNI0 HECYAaCTHbIX
CNlyyaes,

. O3HaKOMUBLUNECA C UHCTPYKUUAMN NO TEXHNKE 6e30nacHoCTH, npuBefeHHbIMKW BO BCEX PYKOBOACTBAX, NOCTaBAEMbIX C
yCTpOIZCTBOM, 0CobeHHO ¢ NHCTPYKUMAMU, N3NTOKEHHBIMU B PYKOBOACTBE MO 3KCMlyaTauunm,

. XOpOoLWo 3Hawwne o6u.||/|e 1 cneynanbHble CTaH4apPTbl, OTHOCALWMECA K TeM U UHbIM NPUMEHEHUAM.

2.3 Mepbl NpefoCTOPOXKHOCTHN

ANPEOYNPEXOEHWEA

BbICOKOE HAMPAMEHWUE!

MpeobpaszoBaTenu YacTOTbl, NOAK/OYEHHbIE K CETV NePeMeHHOro TokKa, MICTOYHUKY NOCTOAHHOIO TOKa U Lienu pasgeneHns
HarpysKku, HaxXoAATCA NOJ BbICOKUM HanpsXeHneMm. YCTaHOBKa, MycKoHanaaka v TexobcstyKrnBaHme JOMKHbI BbIMOMHATLCA
KBanMGMULMPOBaHHbIM NEePCOHaNOM; HeCObMIOAEHE 3TOrO TPeHOBaHNA MOXET MPUBECTY K NeTalbHOMY VCXOAY UM NOMYyYeHMIo
Cepbe3HbIX TPaBM.

- YcTaHoBKa, nyCKOHanagKka n TexHn4yeckoe 06Cﬂy)KVIBaHI/Ie [OMKHbI BbINONTHATLCA TOJIbKO KBaHVI(I)VILI,VIpOBaHHbIM nepcoHanaom.
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PykoBogCTBO No aKcnnyaTauum TexHnKa 6e3onacHoOCTU

ANPEJOYNPEXAOEHWUEA

HENPEQHAMEPEHHbBIV MYCK
Ecnn npeobpasoBaTenib YaCTOTbl MOAKIIOUEH K CETU NUTaHUA NePEeMEHHOr0 TOKa, UCTOUYHMKY NOCTOAHHOTO TOKa AW Lieni

pasfeneHnsa HarpysKu, ABUraTeslb MOXET BKIOUMTbCA B 0601 MOMeHT. CryyaiiHbli NYCK BO BPeEMs MPOrpamMmMUpOBaHis,
TEXOOCNY>KMBAHUSA IV PEMOHTHBIX PabOT MOXET NPUBECTM K SIeTaribHOMY UCXOAY, MONYYEHMIO CEPbe3HbIX TPAaBM Un nopye
nMyLecTBa. [lBuratenb 3anycKaeTca BHELHUM MepeksoyaTenem, KOMaHAoN Mo WiHe NocsiefoBaTeNbHON CBA3M, BXOAHbIM
curHanom 3aganua ¢ LCP, B pesynbTaTe AUCTaHUMOHHOW paboTbl nporpamMmmHoro obecneueHnsa MCT 10 nn6o nocne ycTpaHeHus
HencrnpaBHOCTU.

- OTKknouuTe NpeobpasoBartesb YacTOTbl OT CETU MUTAHUA.
- Tepep nporpammmpoBaHuem napameTpoB obsa3aTenbHo HaxkmuTe Ha LCP kHonKy [Off/Reset] (Bbikn./c6poc).

- I'Ipe>K,qe yem nogknwyaTtb npeo6pa3OBaTenb 4acCTOTbl K CETU NepeMeHHOro Toka, NCTOYHUKY MOCTOAHHOIO TOKa 1in uenun
pasgeneHna Harpysku, y6€£|I/ITECb, YTO nofgknveHmne NpoBoaKN N MOHTaX KOMIMOHEHTOB I'IpEOGpEBOBaTEJ'IH 4acToTbl
NMOJIHOCTbIO 3aBePLUEHDI.

ANPEAOYNPEXAOEHUWUEA

BPEMA PA3PALKN
B Lenun nocToaHHOro Toka npeobpasosaTtens YacTOTbl yCTaHOB/EHbl KOHAEHCATOPbI, KOTOPbIE OCTAOTCA 3aPAXKEHHbIMM Jaxe

nocsne oTKYeHUs NuTaHuA. Boicokoe HanpAXeHne MOXXeT NMPUCYTCTBOBaTb faxe B TOM C/yyae, e UHOWKaTopPbl
npenynpe)K,quVlVl noracnw.

HeCO6J'IIOFI.EHI/IE YCTaHOBNEHHOIO Nepmnofa oXnaaHuA nocsie OTKAKYEeHUA NNTaHWA nepen HavdyaioM 06CJ1y)KIABaHI/IF| nnn pemoHTa
MOXeT NMPpUBECTN K NeTasibHOMY NCXody nnm cepbe3HbiM TpaBMam.

- OcTaHoBUTe fBUraTENb.

- OTKNoumMTe CeTb NepeMeHHOTr0 TOKa, ABUraTeNn C MOCTOAHHBIMW MarHUTaMm v AUCTaHLMOHHO PaCroNIOKEHHbIE UCTOYHUKM
NMTaHUA 3BEHA MOCTOAHHONO TOKa, B TOM UKC/Ie pe3epBHble akKymMynaTopbl, MBI 1 noaknoueHns K ceT NOCTOAHHOIO ToKa
Apyrvx npeobpasosaTenei 4acToTbl.

- [oxauTecb NONHOW Pa3psaaKM KOHAeHCAaToOPoB. MUHMMAasbHaA NPOJOMKNATENIbHOCTD BPEMEHN OXKMAAHMA yKa3aHa B Tabnuue
Bpems paspsadKu, a TakxKe Ha MacnopTHOMN TabnnyKke B BepXHEN yacTy NpeobpasoBaTesns YacToTbl.

- I'Iepen BbIMOJIHEHNEM N0ObIX pa60T no 06Cl1y)KI/IBaHVI}0 Nnn pemMmoHTYy yaoCcToBepbTeCh C MOMOLLbIO yCTpOIZCTBa onAa
M3MepeHNA HanpAXeHNA, YTO KOHAeHCATOPbI MOJIHOCTbIO Pa3pAKeHbl.

Ta6bnuua 4: Bpemsa paspagku

Hanps»xeHue [B] [Ounana3oH mowHocTu [KBT (n. c.)] MwuHuManbHoe BpeMsA oXXuaaHuA (B MUHYTaxX)
3x200 0,25-3,7 (0,33-5) 4

3x200 5,5-11 (7-15) 15

3x400 0,37-7,5(0,5-10) 4

3x400 11-90 (15-125) 15

3x600 2,2-7,5(3-10) 4

3x600 11-90 (15-125) 15

OMNACHOCTb TOKA YTEYKU

Tokn yTeukn npesbillaloT 3,5 mMA. HenpanmbHo BbIMNOJIHEHHOE 3a3eM/ieHne npeo6pa303aTenﬂ YaCTOTbl MOXET NpPUBeCTU K
JieTalbHOMY ncxogy nnm cepbesHbiM TpaBMaM.

- I'IpanmbHoe 3a3emjieHne O60pyﬂ,OBaHI/IFI OOJTKHO ObITb YyCTpOeHoO CepTVId)I/ILI,I/IpOBaHHbIM cneunanncTom-
2JIEKTPOMOHTaKHUKOM.
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PykosopacTso o skcnnyatauuu TexHuka 6e3onacHoCTM
ANPEOYNPEXAOEHUWUEA
OIMNMACHOE OBOPYJOBAHUE

npl/lKOCHOBEHVIe K Bpaljalownumca Banam n anieKTpnyeckomy O60py,D,OBaHVIlO MOXeET NPpMBECTU K NNIeTalibHOMY NCXOoAy Unn
Cepbe3HbIM TpaBMaM.

- ObecneybTe, YTOObI MOHTaX, nyCcKoOHanagka n tTexHnyeckoe O6Cﬂy)KVIBaHVIe BbIMOJIHANNCD TONIbKO 06yHEHHbIM n
KBaJ'IVId)VIU,VIpOBaHHbIM nepcoHanom.

- y6€F|I/ITECb, YTO 2N1EKTPOMOHTa>KHble pa6OTbI BbINONIHAKTCA B COOTBETCTBUN C rOCyfapCTBEHHBIMU N MECTHBbIMUN
2JIEKTPOTEXHNYECKMMU HOPMaMW.

- Cobniogaiite NnpoLeaypbl, ONCaHHbIE B HACTOALLEM PYKOBOACTBE.

ABHVUMAHUWNUE A

OMACHOCTb B CJTYYAE BHYTPEHHEIO OTKA3A

Ecnun npeobpasoBaTesib YaCcTOTbl HE 3aKPbIT JOMKHBIM 06Pa30oM, BHYTPEHHAA HENCNPaBHOCTb B HEM MOXET MPUBECTU K

Cepbe3HbIM TpaBMaMm.

- I'Iepe,q BKNo4YeHmnem B CeTb y6e,qmer, YTO BCe 3allNTHbIE€ KPbILWKN YCTaHOBNIEHbI Ha CBON MeCTa U HafeXHO 3aKpernieHbl.

2.4 TennoBas 3awWunTa gBuratens
Npouepypa

1. YT06bl BKNIOUMTD GYHKLMIO TEMNOBOWA 3aLMTbl ABUraTeNA, yCTaHOBWTE ANiA napameTpa 1-90 Motor Thermal Protection
(Tennosas 3awuTta aBuratens) s3HaueHwe [4] ETR trip 1 (3TP: otknioueHwue 1).

10 | Danfoss A/S © 2019.11 AQ275641848264ru-000101 / 132R0078



VLT® HVAC Basic Drive FC 101

PykoBoacTtBO No aKkcnayatayum

Danifi

MoHTax

3 MoHTaXx

3.1 MexaHnyecKnin MoHTaxK

3.1.1 MoHTaX pAAoM BMJIOTHYIO
MpeobpasoBaTeny YacToTbl MOXKHO YCTaHaB/IMBaTb BMIOTHYIO APYT K APYTY, HO B 3TOM CJlyyae Afia oxflaxkaeHua TpebyeTca

CBO60}J,HOE NPOCTPAHCTBO Hah Kopnycom 1 nog HUM.

Ta6nuua 5: 3a30pbl, HEO6X0ANMbBIE ANA OXNAXKAEHUA

MouwHocTb [KBT (5. c.)] CB06OJHOE NPOCTPAHCTBO Haf
Kopnycom/nog Hum [mm (grorimbi)]
Pasmep | Knacc 3awumtbi (IP) | 3 x 200-240 B 3x380-480B 3x525-600B
H1 1P20 0,25-1,5(0,33-2) | 0,37-1,5(0,5-2) | - 100 (4)
H2 1P20 2,2(3) 2,2-4(3-5) - 100 (4)
H3 1P20 3,7(5) 55-7,5(7,5-10) | - 100 (4)
H4 1P20 5,5-7,5(7,5-10) 11-15 (15-20) - 100 (4)
H5 1P20 11(15) 18,5-22 (25-30) | - 100 (4)
H6 P20 15-18,5 (20-25) | 30-45 (40-60) 18,5-30 (25-40) | 200 (7,9)
H7 1P20 22-30 (30-40) 55-75(70-100) | 37-55(50-70) 200 (7,9)
H8 P20 37-45 (50-60) 90 (125) 75-90 (100-125) | 225(8,9)
H9 1P20 - - 2,2-7,5(3-10) 100 (4)
H10 1P20 - - 11-15 (15-20) 200 (7,9)
12 IP54 - 0,75-4,0 (1-5) - 100 (4)
I3 IP54 - 55-7,5(7,5-10) | - 100 (4)
14 P54 - 11-18,5(15-25) | - 100 (4)
16 IP54 - 22-37 (30-50) - 200 (7,9)
17 P54 - 45-55 (60-70) - 200 (7,9)
I8 IP54 - 75-90 (100-125) | - 225(8,9)
C ycTaHOB/EHHbIM AOMOSIHUTENBbHBIM KoMMeKToM IP21/Nema Tvn 1 Heobxoamnmo pacctosHre 50 MM (2 foiMa) Mexay 6okamu.

Danfoss A/S ©2019.11
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PykoBogCTBO No aKcnnyaTauum MoHTax

3.1.2 TabapuTbl NpeobpasoBaTenei 4acToTbl

e 3
- B . 4h - 2
b 00— T — | :
| 7 - e
C & o o {§ N ! L \;/
1 d
= ©
[]
©| <
—
/t\ ﬁ_/
000 : € e
PucyHok 1: Pasmepbi
Tabnuua 6: labaputHbie pa3mepbl, kopnyca H1-H5
Pa3mep kopnyca H1 H2 H3 H4 H5
Knacc 3awuTbi (IP) IP20 1P20 P20 IP20 1P20
MouwHocTb [KBT (n. c.)] 3x200-240B | 0,25-1,5 2,2(3,0) 3,7(5,0) 5,5-7,5 11 (15)
(0,33-2,0) (7,5-10)
3x380-480B | 037-1,5 2,2-4,0 5,5-7,5 11-15 18,5-22
(0,5-2,0) (3,0-5,0) (7,5-10) (15-20) (25-30)
3x525-600B - - - - -
BbicoTa [Mm (atoiim)] A 195 (7,7) 227 (8,9) 255(10,0) | 296 (11,7) 334(13,1)
A 273(10,7) | 303(11,9) | 329(13,0)0 | 359(14,1) 402 (15,8)
a 183 (7,2) 212 (8,3) 240 (9,4) 275(10,8) 314(12,4)
WupwrHa [mm (aoim)] B 75(3,0) 90 (3,5) 100 (3,9) 135 (5,3) 150 (5,9)
b 56 (2,2) 65 (2,6) 74 (2,9) 105 (4,1) 120 (4,7)
ny6uHa [Mm (aioiim)] C 168 (6,6) 190 (7,5) 206 (8,1) 241 (9,5) 255(10)
MoHTaxHoe oTBepcTume [Mm (gtoiim)] d 9(0,35) 11(0,43) 11(0,43) 12,6 (0,50) | 12,6 (0,50)
e 4,5(0,18) 5,5(0,22) 5,5(0,22) 7 (0,28) 7(0,28)
f 5,3(0,21) 7,4(0,29) 8,1(0,32) 8,4(0,33) 8,5(0,33)
Makc. macca, Kr (pyHT) 2,1(4,6) 3,4(7,5) 4,5(9,9) 79(017,4) 9,5(20,9)
1 C pa3BA3blBaloLLeN NaHenbHo.
Tabnuua 7: FabaputHble pa3mepbl, kopnyca H6-H10
Pa3mep kopnyca Hé6 H7 H8 H9 H10
Knacc 3awuTbi (IP) P20 P20 IP20 IP20 IP20
MouwHocTb [KBT (1. ¢.)] 3x200-240B | 15-18,5 22-30 37-45 - -
(20-25) (30-40) (50-60)
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VLT® HVAC Basic Drive FC 101

Danifi

PykoBoacTtBO No aKkcnayataymum MOHTax
Pa3mep Kopnyca H6 H7 H8 H9 H10
3x380-480B | 30-45 55-75 90 (125) - -
(40-60) (70-100)
3x525-600B | 18,5-30 37-55 75-90 2,2-7,5 11-15
(25-40) (50-70) (100-125) | (3,0-10) | (15-20)
BbicoTa [Mm (pronm)] A 518 (20,4) 550 (21,7) 660 (26) 269 (10,6) | 399 (15,7)
A® 595 (23,4)/635 (25), | 630 (24,8)/690 800 (31,5) | 374(14,7) | 419(16,5)
45 kBt (27,2), 75 kBT
a 495 (19,5) 521(20,5) 631(24,8) | 257 (10,1) | 380 (15)
WnpwunHa [mm (aroinm)] B 239 (9,4) 313(12,3) 375(14,8) | 130(5,1) | 165(6,5)
b 200(7,9) 270(10,6) 330(13) 110 (4,3) 140 (5,5)
ny6uHa [Mm (atoiim)] C 242 (9,5) 335(13,2) 335(13,2) | 205(8,0) | 248(9,8)
MoHTaxHoe oTBepctue [Mm | d - - - 11(0,43) | 12(0,47)
(ntoiim)]
e 8,5(0,33) 8,5(0,33) 85(0,33) | 55(0,22) | 6,8(0,27)
f 15(0,6) 17 (0,67) 17 (0,67) | 9(0,35) 7,5(0,30)
Makc. macca, Kr (pyHT) 24,5 (54) 36 (79) 51(112) 6,6 (14,6) | 12(26,5)
1 C pa3BA3blBatoLLei NaHenblo.
Ta6nuua 8: labapuTHble pa3mepbl, pa3mepbl Koprycos 12-18
Pasmep Kopnyca 12 13 14 16 17 18
Knacc 3awurbi (IP) IP54 IP54 IP54 P54 P54 IP54
MouwHocts [KBT (n. c.)] 3x380-480B | 0,75-4,0 5,5-7,5 11-18,5 22-37 45-55 75-90
(1,0-5,0) (7,5-10) | (15-25) (30-50) (60-70) (100-125)
BbicoTa [Mm (pronm)] A 332(13,1) 368 (14,5) | 476 (18,7) 650 (25,6) | 680 (26,8) | 770 (30)
a 318,5(12,53) | 354(13,9) | 460(18,1) | 624(24,6) | 648 (25,5) | 739 (29,1)
LWnpwuHa [mm (groim)] B 115 (4,5) 135(5,3) 180 (7,0) 242 (9,5) | 308(12,1) | 370(14,6)
b 74 (2,9) 89 (3,5 133(5,2) 210(8,3) | 272(10,7) | 334(13,2)
Mmy6uHa [Mm (gronm)] C 225(8,9) 237(9,3) | 290(11,4) 260(10,2) | 310(12,2) | 335(13,2)
MoHTaxHoe oTBepcTume [Mm d 11(0,43) 12(0,47) | 12(0,47) 19(0,75) | 19(0,75) | 19(0,75)
(nroiim)]
e 5,5(0,22) 6,5(0,26) | 6,5(0,26) 9(0,35) 9(0,35) 9(0,35)
f 9(0,35) 9,5(0,37) | 9,5(037) 9(0,35) 9,8(0,39) | 9,8(0,39)
Makc. macca, Kr (pyHT) 53(11,7) 7,2(159) | 13,8(30,42) | 27(59,5) | 45(99,2) | 65(143,3)

MpriBedeHHble pa3mepbl OTHOCATCA K pr3NYECKUM pa3mepam YCTaHOBOK. Mpur yCcTaHOBKe B COCTaBe CUCTeMbl OCTaBbTe ANA
oxNaxaeHunA oNoNHMTeNbHOE MPOCTPAHCTBO NOJ YCTaHOBKaMM U Hag HUmK. Konnyectso npocTpaHCcTBa Ana ceoboaHOro foctyna
BO3yxa yKa3aHo B pasfene 3.1.1 MoHTa) pAAOM BIIOTHYIO.

Danfoss A/S ©2019.11
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PykoBoacTBO No aKcnayataymnm

Danfilh

MoHTax

3.2 DneKkTpuyeCcKnin MOHTaX

3.2.1 O6wme cBeeHUA NO NEKTPOMOHTAXY
Bca cuctema Kabenen AOJ1’KHa COOTBETCTBOBATb rOCyAapCTBEHHbIM 1 MECTHbIM HOPMaM 1 NpaBuiaM B OTHOLLEHNN CEYEHNA

Kabeneil 1 TemnepaTypbl OKpy»atoLiein cpefbl. HeobxoarMmo Ncnonb3oBaTb MeAHble NPOBOAHUKIN. PeKOMeHAyeTCA NCMob30BaTb
NPOBOAHVKM, paccumTaHHble Ha 75 °C (167 °F).

Tabnuua 9: Ycunusa 3ataxkn ana kopnycos pasmepa H1-H8, 3 x 200-240 B n 3 x 380-480 B

MouwHocTb [KBT (5. c.)] Ycunue [H-m (Aronm-¢dyHT)]
Pasmep Knacc 3x200- | 3x380- | Cetb Oeuratenb | MopgknioueHne Knemmbli 3emnsa | Pene
Koprnyca | 3awmTbl 240B 480B nuTaHua NOCTOAHHOIO ynpasneHusa
(IP) TOKa
H1 IP20 0,25-1,5 | 0,37-1,5 | 0.8(7) 0,8(7) 0,8(7) 0,5 (4) 08(7) | 0,5(4)
(0,33-2) (0,5-2)
H2 P20 2,2 (3) 2,2-4,0 0,8(7) 0,8(7) 0,8(7) 0,5 (4) 08(7) | 05(4)
(3-5)
H3 1P20 3,7(5 5,5-7,5 0,8 (7) 0,8(7) 0,8(7) 0,5 (4) 08(7) | 05(4)
(7,5-10)
H4 1P20 5,5-7,5 11-15 1,2(11) 1,2(11) 1,2(11) 0,5(4) 0,8(7) | 0,5(4)
(7,5-10) (15-20)
H5 1P20 11(15) 18,5-22 1,2(11) 1,2(11) 1,2(11) 0,5(4) 0,8(7) | 0,5(4)
(25-30)
Hé6 IP20 15-18,5 | 30-45 4,5 (40) 4,5 (40) - 0,5 (4) 3(27) | 0,5(4)
(20-25) (40-60)
H7 1P20 22-30 55(70) 10 (89) 10 (89) - 0,5 (4) 3(27) | 0,5(4)
(30-40)
H7 1P20 - 75 (100) 14 (124) 14 (124) - 0,5(4) 3(27) 0,5 (4)
H8 1P20 37-45 90 (125) | 24 (212)™ 24 (212)™m - 0,5 (4) 3(27) | 0,5(4)
(50-60)
1 CeyeHvie Kabeneil > 95 Mm2.
Tabnuua 10: Ycunua 3aTaKKu ana Kopnycos pasmepa 12-18
MouwHocTb [KBT (1. c.)] Ycnnue [H-m (aronm-¢dyHT)]
Pasmep Knacc 3 x380- Cetb Oeuratennb MogknioueHne Knemmbli 3emnsa | Pene
Kopnyca 3aWunThbl 480B nuTaHus NOCTOAHHOIO ynpasneHunsa
(1P) TOKa
12 IP54 0,75-4,0 0,8 (7) 0,8(7) 0,8(7) 0,5 (4) 08(7) | 0,5(4)
(1-5)
I3 IP54 55-7,5 0,8(7) 0,8(7) 0,8(7) 0,5 (4) 08(7) | 05(4)
(7,5-10)
14 IP54 11-18,5 1,2(11) 1,2(11) 0,8(7) 0,5(4) 0,8(7) | 0,5(4)
(15-25)
16 IP54 22-37 (30- | 4,5(40) 4,5 (40) - 0,5 (4) 3(27) | 06(5)
50)
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VLT® HVAC Basic Drive FC 101 M

PykoBoacTtBO No aKkcnayataymum MoHTax
MowHocTb [KBT (1. c.)] Ycunue [H-m (gronm-dyHT)]
17 IP54 45-55 (60- | 10(89) 10 (89) - 0,5 (4) 3(27) [ 06(5)
70)
18 IP54 75-90 14 (124)/24 14 (124)/24 - 0,5 (4) 3(27) 0,6 (5)
(100-125) (212)™ (212)™m

' CeyeHue Kabenei < 95 Mm2.

Ta6nuua 11: Ycunua 3atsaxkm ana kopnycos pasmepa H6-H10, 3 x 525-600 B

MouwHocTb [KBT (n. c.)] Ycunue [H-m (gronm-dyHT)]

Pasmep Knacc 3x525-600 | Cetb [Buratenb MoaknioueHne Knemmbli 3emnsa | Pene

Kopnyca 3aLuThbl B nuTaHua NOCTOAHHOIO ynpasneHuna

(1P TOKa

H9 1P20 2,2-7,5(3- 1,8(16) 1,8 (16) He 0,5(4) 3(27) [ 0,6(5)
10) pekomeHayeTcA

H10 1P20 11-15 (15- 1,8(16) 1,8 (16) He 0,5(4) 3(27) [ 0,6(5)
20) pekomeHpyeTcsA

H6 1P20 18,5-30 (25— | 4,5 (40) 4,5 (40) - 0,5(4) 3(27) | 0,5(4)
40)

H7 1P20 37-55 (50- 10 (89) 10 (89) - 0,5(4) 3(27) | 0,5(4)
70)

H8 1P20 75-90 (100- | 14 (124)/24 | 14(124)/24 - 0,5(4) 3(27) [ 054
125) (212)™ (212)m

1 CeyeHnie Kabeneil < 95 Mm2.

3.22Cetb IT

ABHUMAHMWEA

CETbIT
MoOHTaX Ha N30NMPOBAHHOW CETV SNEKTPONUTaHKA, TO ecTb cetn IT.

- Y6epuTech, UTO NPU NOAKIYEHUN K CETU HamnpseHre NuTaHuA He npesbiwaeT 440 B (y 610K0B, paccuMTaHHbIX Ha 3 x 380-
480 B).

[na yctponcts IP20 200-240 B 0,25-11 kBT (0,33-15 n. ¢.) n 380-480 B 1P20 0,37-22 kBT (0,5-30 n. c.) B IT-ceT pazoMKkHuTe
BblKNtouaTenb GpunbTpa BY-nomex, oTkpyTMB 60NT Ha CTOPOHe Npeobpa3oBaTensa YacToThbl.

vo o0\ S
_— g
Q
@)
(1) =
e | =
n— ﬁ@ g

PucyHok 2:1P20, 200-240 B, 0,25-11 kBt (0,33-15 n. c.), IP20, 0,37-22 kBT (0,5-30 n. c.), 380-480 B
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PykoBogCTBO No aKcnnyaTauum MoHTax

1 Bbont SMC

[Ona 6nokos 400 B, 30-90 kBT (40-125 n. c.) 1 600 B, paboTatowwmx B cetn IT, yctaHOBUTe ans napamempa 14-50 RFI Filter (OunbTp BY-
nomex) 3HauyeHue [0] Off (Bbikn).

B 6nokax IP54 400 B 0,75-18,5 KBT (1-25 n. ¢.) 6onT SMC pacnonoxeH BHyTpy Npeobpa3oBaTess YacToTbl, Kak MOKa3aHo Ha
cnegyloLlen nnncTpaummn.

e30bc251.10

PucyHok 3:1P54, 400 B, 0,75-18,5 kBT (1-25 n. c.)

1 bont SMC

Mpv NOBTOPHOW YCTaHOBKe MCMOsb3yiTe TonbKo 60nT M3x12.

3.2.3 MNogknioyeHne CeTy NUTaHUA 1 aBUraTens

3.2.3.1 BBegeHue

I'Ipeo6pasoBaTenb 4acCToTbl NpeaHa3Ha4vyeH anA pa6OTbI CO BCEMU CTaHAAPTHbIMN Tpex¢a3HbIMVI ACUHXPOHHbIMK ABUraTeENAMN.

16 | Danfoss A/S © 2019.11 AQ275641848264ru-000101 / 132R0078
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PykoBogCTBO No 3KcnnyaTauum MoHTax

+  Yr06bl 06ECneunTb cooTBETCTBIE TPpeboBaHMAM IMC No 13NyUYeHUto, UCMONb3YyIiTe ANA NOAKMIOUYEHNA ABUraTens
3KpaHMPOBaHHbIN/3aLMLLEHHDIN Kabenb, npruyem CoeArHUTE ero 1 C pa3BA3blBaloLLel MaHenblo, 1 C ABMUraTenem.

. [nAa cHyxeHna YPOBHA WyMa 1 TOKOB YyTEYKN Kabenb gBuratena foMmKeH ObiTb Kak MOXKHO 6onee KOPOTKUM.

« [NoppobHoe onvcaHe MOHTaXa pa3BA3biBaloLLe NaHenn cM. B MHCmpyKkyuu no MoHmMaxy paseasvigaroweli nanenu VLT® HVAC
Basic Drive.

+  TakXe CM. pa3gen, NOCBALEHHDbIN YyCTaHOBKE B COOTBETCTBMU € TpeboBaHnAMY DIMC B 3.2.5 I1eKTPUYECKMN MOHTaX C YYeTOM
TpebosaHuii SMC.

3.2.3.2 [logkntoveHmne K cetn 1 K ABuraTento
1. Mogkniounte Kabenu 3azeMneHna K Knemme 3a3em/ieHns.
2. Topkniounte geuratens K kKnemmam U, V n W 1 3aTAHWTE BUHTbI COMMACHO YKa3aHHbIM MOMEHTaM 3aTAXKKN.

3. [lopkniounTe ceTeBOE NUTaHUE K Knemmam L1, L2 u L3 1 3aTAHWUTE BUHTbI COMMacHO MOMEHTaM 3aTAXKW, YKa3aHHbIM B 3.2.1
O6lLUre cBeAeHUA MO NEKTPOMOHTAXY.

3.2.3.3 Pene n knemmbl Ha Koprniycax pasmepa H1-H5

e30bb634.1C

PucyHok 4: Pasmepbi kopnycos H1-H5, IP20, 200-240 B, 0,25-11 kBt (0,33-15 n. c.), IP20, 380-480 B, 0,37-22 kBT (0,5-30 n. c.)

1 CeTb NUTaHMA 3 Leuratennb

2 3emns 4 Pene
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VLT® HVAC Basic Drive FC 101 M

PykoBogCTBO No aKcnnyaTauum MoHTax

3.2.3.4 Pene v kKnemmbl Ha Kopriycax pa3mepa H6

e30bb762.11

v
a“\"\h NSIAY, "‘
‘.‘mm z

PucyHok 5: Pasmep kopnyca H6, IP20, 380-480 B, 30-45 kBt (40-60 n. c.), IP20, 200-240 B, 15-18,5 kBT (20-25 n. c.), IP20, 525-600 B, 22-30 KBt
(30-40 5. c.)

1 CeTb NUTaHMA 3 3emnsa

2 Oeuratenb 4 Pene

3.2.3.5 Pene n knemmbl Ha Kopriycax pa3mepa H7

e30bb763.10

PucyHok 6: Pasmep kopnyca H7, IP20, 380-480 B, 55-75 kBT (70-100 n. c.), IP20, 200-240 B, 22-30 kBt (30-40 n. c.), IP20, 525-600 B, 45-55 kBt
(60-70 n.c.)
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PykoBoacTtBO No akcnayatayum MoHTax
1 CeTb NUTaHMA 3 3emns
2 Pene 4 Oewuratenb

3.2.3.6 Pene v knemmbl Ha Kopriycax pa3mepa H8

e30bb764.1C

PucyHok 7: Paamep kopnyca H8, IP20, 380-480 B, 90 kBT (125 n. c.), IP20, 200-240 B, 37-45 kBT (50-60 n. c.), IP20, 525-600 B, 75-90 kBT (100-
125n.c.)

1 CeTb NuTaHMA 3 3emna

2 Pene 4 Leuratennb

3.2.3.7 NogknoueHmre K ceTn 1 gBuUraTento ana kopnyca pasmepa H9

e30bt302.12

PucyHok 8: MoaknioueHne npeobpasoBatens 4acToThbl K ABUraTenio, kopnyc pasmepa H9 1P20, 600 B, 2,2-7,5 kBT (3,0-10 n. c.)
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PykoBogCTBO No aKcnnyaTauum MoHTax

Mpoueaypa

1. 3afBVHbTe MOHTaXHYIO NNACTUHY HAa MECTO M 3aTAHUTE 2 BUHTA, KaK MOKa3aHo Ha criefyloLei NniocTpaumm.

e30ba261.1C

PucyHOK 9: YcTaHOBKa MOHTaXHOW NIAaCTUHbI

2. [MopkniounTe 3a3eMnaOWNA Kabesnb, Kak NOKa3aHo Ha cne,qyiow,elh mnnncTpaumn.
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PykoBogCTBO No aKcnnyaTauum MoHTax

e30ba262.10

PucyHok 10: MogkntoueHune 3a3emnsiowero Kabens

3. BcraBbTe ceTeBble Kabenu B ceTeBol Pa3beM 1 3aTAHUTE BUHTDbI, KaK MOKa3aHO Ha CﬂenleU.leVI nnncTpaumn. |/|CI'IO}'Ib3yIZTe
MOMEHTbI 3aTAXKKU KNneMm, NnpnBeaeHHble B 3.2.1 O6lire cBefieHVA MO SNEKTPOMOHTAXY.

e30ba263.1C

PucyHok 11: MoHTaxX ceTeBOro pasbema

4. YcTaHOBUTE KPEMeXHY CKOOY Ha ceTeBble Kabenu v 3aTAHNTE BUHTbI, Kak MOKa3aHO Ha crieflyloLielt WimiocTpaLmn.
Mcnonb3yinte MOMEHTbI 3aTAXKY KieMMm, NpuBedeHHble B 3.2.1 O6Lure cBeleHVs MO NIEKTPOMOHTAKY.
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PykoBogCTBO No aKcnnyaTauum MoHTax

e30ba264.1C

PucyHoK 12: YcTaHOBKa Kpene)KHoi CKoObl

3.2.3.8 Pene 1 knemmbl Ha Kopriycax pa3mepa H10

J
@
T
e
e30ba725.1C

PucyHok 13: Pasmep kopnyca H10, IP20, 600 B, 11-15 kBT (15-20 n. c.)
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MoHTax

PykoBoacTtBO No aKkcnayatayum

3.2.3.9 Pasmep Kopnyca 12

0T'662¢2d0€2

PucyHok 14: Pasmep kopnyca 12, IP54, 380-480 B, 0,75-4,0 kBT (1-5 n. c.)

Oewuratenb

ubC

Pene

I/0

RS485

1

CeTb NUTaHUA

3emnsa

KabenbHble 3a>K1Mb

4
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VLT® HVAC Basic Drive FC 101 M

PykoBogCTBO No 3KcnnyaTauum MoHTax

3.2.3.10 Paamep kopnyca I3

e30bc201.10

PucyHok 15: Pasmep kopnyca I3, IP54, 380-480 B, 5,5-7,5 kBT (7,5-10 n. c.)

1 RS485 5 Leuratenb
2 CeTb NuTaHnA 6 ubC

3 3emna 7 Pene

4 KabenbHble 3aXXnmbl 8 I/0
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PykoBogCTBO No aKcnnyaTauum MoHTax

3.2.3.11 Pa3mep koprnyca |14

e30bd011.10

ANGOR)

PucyHok 16: Pasmep kopnyca 14, IP54, 380-480 B, 0,75-4,0 kBT (1-5 n. c.)

1 RS485 5 Leuratenb
2 CeTb NuTaHnA 6 ubC

3 3emnsa 7 Pene

4 KabenbHble 3aXXnmbl 8 I/0
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VLT® HVAC Basic Drive FC 101 M

PykoBogCTBO No aKcnnyaTauum MoHTax

3.2.3.12 IP54, pa3mepsbl kopnyca 12, 13, 14

e30bc203.10

{ 5
slalala] 4}
5 & :
s—a— 8 a

NETy

4

PucyHok 17: P54, pasmepbl Kopnyca 12, 13, 14

3.2.3.13 Pa3mep Kopnyca 16

e30bt326.10

PucyHok 18: MogknioueHmne K ceTu NUTaHUA ANA Kopnyca pasmepa 16, IP54, 380-480 B, 22-37 kBT (30-50 n. c.)
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MoHTax

PykoBoacTtBO No aKkcnayataymum

01°G¢€1q0€d

480 B, 22-37 kBT (30-50 n. c.)

PucyHok 19: lMoaknioyeHmne K ceTn NMTaHNA ANA Kopnyca pasmepa 16, IP54, 380-

0lL'slzeqoe?

T

7
I

‘I/
> Fla

PucyHok 20: Pene B kopnyce 16, IP54, 380-480 B, 22-37 kBT (30-50 5. c.)
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VLT® HVAC Basic Drive FC 101 M

PykoBogCTBO No aKcnnyaTauum MoHTax

3.2.3.14 Paamepbl kopnycos 17, 18

E

e30bc248.10

PucyHok 21: Pasmepbl Kopnycos 17, 18, IP54, 380-480 B, 45-55 kBT (60-70 n. c.), IP54, 380-480 B, 75-90 kBT (100-125 n. c.)
3.2.4 lpegoxpaHuTenn n aBToMaTnyecKkme BblikntouyaTenu

3.2.4.1 3awmTa napannesnbHbIX Lenen

Bo n3bexaHune noX<apa BCe NapannesibHble LUenu B yCTaHOBKe (KOMMyTaLI,VIOHHbIe yCTpOVICTBa, MeXaHU3Mbl N T. ,El,.) OONXHbl UMETb
3alnTy OT KOPOTKOIO 3aMbliKaHUA 1N NEPErpPYy3KM No TOKY. Co6n|o,qa|7|Te rocyfapcrtBeHHble N MeCTHble HOPMbI 1 NpaBwua.

3.2.4.2 3awmTa OT KOPOTKOro 3aMblKaHUA

InA 3awmTbl nepcoHana n o6opy,qosaH|/|ﬂ B Cnlyyae BHyTpF.‘HHEIZ HENCNpPaBHOCTN B 6510Ke nnn KOPOTKOro 3aMblkaHUA B 3BEHE
nocTosiHHoro Toka Danfoss pekoMeHayeT NPUMEHATb NpefoXPaHUTENN N aBTOMaTUYeCKKE BbIK/TKOYaTesN, YKa3aHHbIE B 3TOW rnase.
I'Ipeo6pasoBaTenb YyacToTbl obecneynBaeT NONHYIO 3alUNTY OT KOPOTKOIo 3aMblKaHWA Ha BbIXxOo4e ABuratenAa.

3.2.4.3 3awuTa oT neperpysKun no ToKy

Bo n3bexaHve neperpesa kabenein B ycTaHoBKe Heob6xoanMo obecneyunTb 3aLMTy OT neperpysKku. 3almTa oT neperpysKm no Toky
[OMKHA BbIMONHATLCA B COOTBETCTBUMN C MECTHBIMW 1 rOCYAapCTBEHHbIMM NpaBuaaMm. ABTOMaTUYeCKre BbIK/louaTenu 1 nnaekmne
npeaoxXpaHnTeNy AOMXKHbI 06ecneyrBaTh 3alWMTy B LENAX, JOMNYCKaLWMX MaKCUMasbHbI ToK 100000 A3¢¢, (CcMMMeTprYHas cxema)
npu MakcumanbHOM HanpsxxeHun 480 B.

3.2.4.4 CooTtBeTcTBUE UL/6e3 cootBeTCcTBMA UL
YT06b1 06eCneumnTb cootBeTCcTBME TpeboBaHMAM UL nnm IEC 61800-5-1, MCNonb3yinTe aBTOMaTUYECKME BbIKNTIOYATENN U

npenoxpaHuTeny, ykasaHHble B 3TOW rnaBe. ABTOMaTUYeCKME BbIKITIOUYaTeNV JOMKHbI ObITb paccumTaHbl Ha 3alUTy B LEnsX,
AOMYCKAOWMNX MAKCUMASIbHbIA CUMMETPUYHBIN TOK 10000 Asg¢, MPY MaKCMabHOM HanpsxkeHun 480 B.

3.2.4.5 PekomeHgauunmn no npeaoxpaHUTeNAam 1 aBTOMAaTUYECKM BbIK/TloYaTeNAaAM

HecobntogeHue npuBeaeHHbIX peKOMeHALMI MOXET B CllyYae HEVCMPABHOCTY NPUBECTM K MOBPEXAEHMIO Mpeobpa3oBaTens

YacCTOoThbl.

Ta6bnuuya 12: MpepoxpaHuTenn n aBToMaTu4ecKne BbiKaloyaTenun

ABTOMATUUYECKUIA BbIK/lOYaTeNb MNpepoxpaHutenb
bes bes cooTBeTCTBMA
UL UL
coortBeTcTBUA UL UL

28| Danfoss A/S © 2019.11 AQ275641848264ru-000101 / 132R0078



VLT® HVAC Basic Drive FC 101

Danifi

PyKOBOACTBO no 3KcrtyatTayun MoHTax
Buss- Buss- Buss- Buss- Makc. ToK
mann mann mann mann npepoxpaHutena

'[\?(;:*(*j'f?)']’ TunRK5 | TunRK1 | Tun) Tan T Tun G
3x200-240B,
1P20
0,25(0,33) FRS-R-10 | KTN-R10 | JKS-10 | JIN-10 10
0,37(0,5) FRS-R-10 | KTN-R10 | JKS-10 | JIN-10 10
0,75 (1) FRS-R-10 | KTN-R10 | JKS-10 | JIN-10 10
150) FRS-R-10 | KTN-R10 | JKS-10 | JIN-10 10
22(3) - - FRS-R-15 | KTN-R15 | JKS-15 | JIN-15 16
3,7 (5) FRS-R-25 | KTN-R25 | JKS-25 | JIN-25 25
5,5 (7,5) FRS-R-50 | KTN-R50 | JKS-50 | JIN-50 50
7,5 (10) FRS-R-50 | KTN-R50 | JKS-50 | JIN-50 50
11(15) FRS-R-80 | KTN-R80 | JKS-80 | JIN-80 65
15 (20) RF-?E);) |§1ToN(; JKS-100 | JIN-100 125
Cutler-Hammer Moeller NZMB1-
18,5 (25) FeEIoorTe e RF_'TZ'O gg'(; JKS-100 | JIN-100 125
22(30) RF_F:?O :2‘0 JKS-150 | JIN-150 160
Cutler-Hammer Moeller NZMB1-
30 (40) JoETorTe e RF_'?;) :;T's\lo JKS-150 | JIN-150 160
37 (50) RF_ZZ'O gg'(; JKS-200 | JIN-200 200
Cutler-Hammer Moeller NZMB1-
45 (60) oo 200 RF-Fzzf)_o :;oN(; JKS-200 | JIN-200 200
3 x 380-480 B,
1P20
0,37 (0,5) FRS-R-10 | KTS-R10 | JKS-10 | JJS-10 10
0,75 (1) FRS-R-10 | KTS-R10 | JKS-10 | JS-10 10
1,50) FRS-R-10 | KTS-R10 | JKS-10 | JJS-10 10
2,2(3) FRS-R-15 | KTS-R15 | JKS-15 Js-15 16
3(4) - - FRS-R-15 | KTS-R15 | JKS-15 1s15 16
4(5) FRS-R-15 | KTS-R15 | JKS-15 1s-15 16
5,5 (7,5) FRS-R-25 | KTS-R25 | JKS-25 1s-25 25
7,5 (10) FRS-R-25 | KTS-R25 | JKS-25 1Js-25 25
11(15) FRS-R-50 | KTS-R50 | JKS-50 | JJS-50 50
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VLT® HVAC Basic Drive FC 101

Danifi

PykoBoacTBO Nno aKkcnayataymum MOHTaX
15 (20) FRS-R-50 | KTS-R50 JKS-50 JJS-50 50
18,5 (25) FRS-R-80 KTS-R80 JKS-80 JJS-80 65
22 (30) FRS-R-80 | KTS-R80 JKS-80 JJS-80 65
FRS-
30 (40) R-125 KTS-R125 | JKS-R125 | JJS-R125 80
Cutler-Hammer Moeller NZMB1- FRS-
37 (50) EGE3125FEG A125 R-125 KTS-R125 | JKS-R125 | JJS-R125 100
FRS-
45 (60) R-125 KTS-R125 | JKS-R125 | JJS-R125 125
FRS-
55 (70) R-200 KTS-R200 | JKS-R200 | JJS-R200 150
Cutler-Hammer Moeller NZMB1-
JGE3200FFG A200 FRS-
75 (100) KTS-R200 | JKS-R200 | JJS-R200 200
R-200
Cutler-Hammer Moeller NZMB2- FRS-
90 (125) JGE3250FFG A250 R-250 KTS-R250 | JKS-R250 | JJS-R250 250
3x525-600 B,
1P20
2,2(3) FRS-R-20 | KTS-R20 JKS-20 JJS-20 20
3(4) FRS-R-20 | KTS-R20 JKS-20 JJS-20 20
3,7 (5) - - FRS-R-20 | KTS-R20 JKS-20 JJS-20 20
5,5(7,5) FRS-R-20 | KTS-R20 JKS-20 JJS-20 20
7,5(10) FRS-R-20 | KTS-R20 JKS-20 JJS-20 30
11(15) FRS-R-30 | KTS-R30 JKS-30 JJS-30 35
15 (20) FRS-R-30 | KTS-R30 JKS-30 JJS-30 35
18,5 (25) FRS-R-80 | KTS-R80 JKS-80 JJS-80 80
Cutler-Hammer Cutler-Hammer
22 (30) EGE3080FFG EGE3080FFG FRS-R-80 | KTS-R80 JKS-80 JJS-80 80
30 (40) FRS-R-80 | KTS-R80 JKS-80 JJS-80 80
FRS-
37 (50) R-125 KTS-R125 JKS-125 JJS-125 125
Cutler-Hammer Cutler-Hammer FRS-
45 (60) JGE3125FFG JGE3125FFG R-125 KTS-R125 | JKS-125 JJS-125 125
FRS-
55 (70) KTS-R125 | JKS-125 | JJS-125 125
R-125
Cutler-Hammer FRS-
75(100) JGE3200FAG R-200 KTS-R200 JKS-200 JJS-200 200
Cutler-Hammer
JGE3200FAG FRS-
90 (125) - KTS-R200 | JKS-200 JJS-200 200
R-200
3x380-4808B,
IP54
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VLT® HVAC Basic Drive FC 101

Danifi

PykoBoacTtBO No aKkcnayataymum MoHTax
0,75 (1) PKZMO-16 FRS-R-10 | KTS-R-10 | JKS-10 | 1JS-10 16
1,5(2) PKZMO-16 FRS-R-10 | KTS-R-10 | JKS-10 | 1JS-10 16
2203) PKZMO-16 FRS-R-15 | KTS-R-15 | JKS-15 | 1JS-15 16
3(4) PKZMO-16 FRS-R-15 | KTS-R-15 | JKS-15 | JIS-15 16
4(5) PKZMO-16 FRS-R-15 | KTS-R-15 | JKS-15 | JJS-15 16
5,5 (7,5) PKZMO-25 FRS-R-25 | KTS-R-25 | JKS-25 | JJS-25 25
7,5(10) PKZMO0-25 FRS-R-25 | KTS-R-25 | JKS-25 | JJS-25 25
11(15) PKZM4-63 FRS-R-50 | KTS-R-50 | JKS-50 | 1JS-50 63
15 (20) PKZM4-63 FRS-R-50 | KTS-R-50 | JKS-50 | JS-50 63
18,5 (25) PKZM4-63 FRS-R-80 | KTS-R-80 | JKS-80 | JS-80 63
22(30) FRS-R-80 | KTS-R-80 | JKS-80 | 1JS-80 125
30 (40) Moeller NZMB1- PR KTS- JKS-125 | JJS-125 125
- R-125 R-125
A125
FRS- KTS-
37 (50) R-125 Rigs | JKS125 | JIS-125 125
45 (60) RF_F:; RKES JKS-125 | JIS-125 160
Moeller NZMB2- _
A160
FRS- KTS-
55 (70) R200 Ro0o | JKS200 | JS-200 160
75 (100) RF_';f)'O ngg-o JKS-200 | JJS-200 200
Moeller NZMB2- _
A250
FRS- KTS-
90 (125) R250 Roso | JKS200 | JS-200 200

3.2.5 JneKkTpUYeCKmnit MOHTaX C yueTomM TpeboBaHmuit SMC
[lna BbinonHeHua TpeboaHuin SMC npu MOHTaxe cnegyet cobnogaTb criegyiowme obuwye npasuna:

. B kauecTBe Kabeneii K asuraTtenio n Kabenei ynpasneHua VICI'IOJ'Ib3yVITe TONbKO 3KpaHI/IpOBaHHbIe/3aLU,VIIJJ,6HHbIe Kabenu.

«  3asemnute 3KpaH Ha 060UX KOHLaxX.

. M3beranTte NOoAKNKYEHUA 3KPpaHa C NOMOLLbIO CKPYYE€HHbIX KOHLIOB (kocnyek), MOCKOJIbKY 3TO CBOAWUT Ha HET Bd)d)eKT
SKpPaHNPOBaHMA Ha BbICOKMX YaCTOTax. anIMEHFIIZTe npunnaraemblie KabenbHble 3aXKUMbl.
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PykoBogCTBO No aKcnnyaTauum MoHTax

. O6ecneubte OAVHAKOBbIV NOTEHUMan mexay npeo6pa3OBaTeneM YyacToTbl 1 3a3emneHvem [MJ1K.

+  Wcnonb3yiite 38e3g006pa3sHbie Walibbl U NPOBOAALLME MOHTaXHbIE MaThl.

e30bb761.12

)@@

PLC lWkad

|_BbIXOAHOW KOHTaKTOP

PLC

[TeCTNeTeReXeXeIeTe)

Hh Peiika 3azemneHna
Kab6enbHaa nsonauua
— 3aunlieHa
~ = 9
9
MuHuMym 16 Mm? (6 AWG)
BblpaBHIBaloLMil Kabenb
Bce KabenbHble BBOAbI Ha OAHON
CTOPOHe NaHenu
Kabenu ynpasnexus
{ (
[
[
MutumanebHoe Kabenb gsuratens
paccTonHue Mexay —t
—— Kabenamu ynpaeneHus, —
kabenem anekTpoasuratena T
Mutanue ot cetn v kabenem ceTn NUTaHUA

coctagnaet 200 mm
L1 (7,87 proitma).
L2 I
L3
PE

SnekTpoasuratens, 3 Gasbl 1
3alMTHOE 3a3emneHne

YcuneHHoe 3almTHOe 3a3emneHue

PUCYHOK 22: dneKTprnyecknin MOHTaX ¢ yuetom Tpe6osaHuin SMC

3.2.6 Knemmbl ynpasneHus
CHUmUTE KJIEMMHYIO KPbILWKY ANnA 4OCTYyNa K KNneMMaMm yrnpaBnieHus.

HaXmmnTe nnockoi OTBepTKOW 3anupatoLmnii pbluar KNeMMHOW KPbILLKY, PacrofioXeHHO NOA NaHenblo YNpaBieHns, v CHUMUTE ee,
KaK MoKa3aHo Ha ciegytoLLei inocTpauymu.

B 6rnokax IP54 ans goctyna K Knemmam yrnpaBieHWs Hy»HO CHATb MEPEAHIO KPbILLKY.
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PykoBogCTBO No aKcnnyaTauum MoHTax

e30bd331.1C

PucyHok 23: CHATNE KNEMMHOW KPbILWKN

Ha cnepytowein nnnocTpauum nokasaHbl BCce Knemmbl ynpaBneHnsa npeobpasoBatensa yactoTbl. [na pabotbl npeobpasosatens
YacToTbl HeobxoAMM cUrHan nycka (knemma 18), coegmMHeHne mexay Knemmamu 12-27 n aHanorosoe 3agaHue (Knemmbl 53 unu 54 n
55).

HacTpoiika pexxuma undposoro Bxoga ans knemm 18, 19 n 27 BoinonHsetca B napamempe 5-00 Digital Input Mode (Pexim
undposoro Bxoaa) (3HauyeHre no ymonuaHuio — PNP). HacTpolika pexrma uudpoBoro Bxoaa AN Knemm 29 BbINOMHAETCA B
napamempe 5-03 Digital Input 29 Mode (Pexum undposoro Bxoaa 29) (3HauyeHune no ymonyanuio — PNP).

MepeK-nb KNemMM.LWKHbI

o
P
off []_JoN g
3
R
3
61]68|69 ‘18‘19‘27‘29‘42‘45‘50‘53‘54‘
o © O W W W
g°= SEEEERRERE
E 8888 X2 2
w Tre®®e 3885922
& z22r335§3
] zz s 8
§ z Z z z
b s > >
© @
g o
X =X
NN
= =
s =
e e
© @
g o
x X

avz+ [ S |
ano [ 8]
ano |4 |

PucyHoK 24: Knemmbl ynpaBneHusa
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PykoBoacTBO Nno aKkcnyatayum

Danfilh

MoHTax

3.2.7 Cxema 3NeKTpUUeCKX COeANHEHWI

3-¢pazHoe
nuTaHune

50 (+10 BBbIX.)
+10 B noct. Toka

0-10B nocr. TOKB@S3 (AH.BX)
0/4-20 A — ”

54 (AH. BX.)

0-10 B nocT. ToKa (-)
0/4-20 mA

55 (OBLL AH. BX./BbIX.)

42 0/4-20 mA AH. BbIX./LUM®. BbIX.

45 0/4-20 MA AH. BbIX./LUV®. BbIX.

12 (BbIX. +24 B)

18 (LMOP. BX)
o —— 24B(NPN)
Ll (UMOP. BX) 0B (PNP)

—— 24B(NPN)

[ 0 (OBLL LIM®P. BX.) 08 (PNP)
b 27 (LMOP. BX./BbIX.) ¥
—t — 24B(NPN)
[ 29 (LMOP. BX./BbIX.) 0B (PNP)

:
i

—_ 24B(NPN)
0B (PNP)

Mepek-nb
NoAKIIoY.
WKHbI

Mepek-nb
NoAKIoY.
WWHbI

V\wepdaemc
RS 485

]
B
W g

O

@PE

[Mviratens

He ana Bcex Tunopasmepos
Mo MOWHOCTU

UDC+

pene 2
06
05
0.

pene 1

-

ON = noaKnt4yeHo
OFF = He3aBepLieHO

T

240 B nep. Toka, 3 A

“F

240 B nep. Toka, 3 A

N RS485) 69

~

(P RS485) 68

(O6uy. R5485) 6

NJ’; RS485

He nogkniovante
SKpaH K61

(PNP)-ncTOuHMK
(NPN)-npuemHuk

PucyHoK 25: Cxema OCHOBHbIX NOAKIOYEHNI

B cnegytowmx 6nokax otcytcTyeT focTtyn K knemmam UDC- n UDC+:

IP20, 380-480 B, 30-90 kBT (40-125 n. c.)
IP20, 200-240 B, 15-45 kBT (20-60 n. c.)

IP20, 525-600 B, 2,2-90 kBT (3-125 n. c.)
IP54, 380-480 B, 22-90 kBT (30-125n.¢c))

3.2.8 AKyCcTnyecKni wym mnmn snbpauus

e30bd467.12

Ecnun anekTpognBuratens unu pabotaiolee oT Hero o6opyaoBaHve (Hanpumep, BEHTUATOP) Ha onpeaeneHHbIX YacToTax

NPOV3BOAUT LYM UK BMOPaLIMIO, HAaCTPOITe cnegytolne napameTpbl UKW rpyrnbl lapameTpos:

« [pynna napamempos 4-6* Speed Bypass (\ckntou. ckopocTn).

«  YctaHosuTe ans napamempa 14-03 Overmodulation (CBepxmopynaums) 3HaveHue [0] Off (Bbikn).

«  MeTop 1 YacToTy KOMMyTauuu: epynna napamempos 14-0% Inverter Switching (KommyT. nHBepTOpa).

«  [lapamemp 1-64 Resonance Dampening (MogaBneHne pe3oHaHca).
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PykoBoACTBO Nno sKcnnyaTauun MporpammupoBaHue

4 MMporpammunpoBaHune

4.1 MaHenb mecTHoro ynpasneHus (LCP)

YctaHoBMB Nporpammy HacTpoiku MCT 10, MOXHO 3anporpammupoBaThb NpeobpasoBaTtesb YacTOTbl C MaHenu yrnpasneHua unm MK
yepes KOMMYHUKaLMOHHbIN nopT RS485.

LCP pa3geneHa Ha 4 GyHKLMOHaNbHbIE 30HbI.

« A Oucnnen

«  B.KHonka meHto

«  C. KHOMKM HaBuraymmn 1 CBETOBble MHANKATOPbI

+  D.KHonku ynpaBneHus n cBeTOBble UHAUKATOPbI

—
—
n
! g
2 3
- | @
3 i 1-20 Motor Power |
}‘ [5] 0.37kW - 0.5HP 1
1 | Setupl o T 5
A— [ ””””””i(””’\’/l’j” -
Satus  Quicl ain
[
| B Menu Menu Menu
— 11
12
11
— 11

PucyHok 26: NaHenb mectHoro ynpasneHus (LCP)

A. Qucnnen

Kupgkokpuctannmyeckuin gucnneii umeet e 6yKBeHHO-LMbpoBble CTPOKU. Bce AaHHble oTobpaxatotca Ha LCP. Ha pucyHke
PricyHOK 26 nokasaHa pa3nuyHaa nHdopmaLms, KoTopas MOXKeT 0TobpaxaTbca Ha gncninee.

Ta6nuua 13: MoscHeHus K pasgeny A

1 | Homep v Ha3BaHMe NapameTpa.

2 | 3HaueHue NapameTpa.

3 | Homepa HabopoB 0603HAYAOT aKTUBHbI HABOP 1 pefakTUpyeMblii HAbop. ECN o0guH 1 TOT e HAabop ABAAETCA 1 aKTUBHbIM,
1 pepaKkTpyembiM, OTOBPaXKaeTcs TOIbKO HOMeP akTUBHOMO Habopa (3aBoAcKan HaCTPOIKa). ECnm akTMBHDBIN 1
pefaKkTUpyemblii Habopbl pasHble, Ha Aucnnee oTobpaxkatoTcs oba Homepa (Habop 12). Muraiowwmin Homep o3Havaet
penakTupyemblii Habop NapameTPOB.

4 HanpaBnemAe BpalleHnA aBUratTena nokasaHo cesa B HWKHEN YacTu gucnnea n o6o3HavaeTca HebosbLIo CTpeJ'IKOVI,
Hal'lpaBJ'IeHHOﬁ nm6o no yacosom CTpenke, nméo npoTtne YyacoBou CTPENKN.

5 | TpeyronbHuK yka3biBaeT, HaxoanTca in LCP B MeHI0 cOCTOAHUA, ObICTPOM MEHIO UM FIAaBHOM MEHIO.

B. KHOnKa meHto
KHonka [Menu] (MeHto) no3BonseT nepekioyaTbCs MeXAy MEHIO COCTOAHMSA, GbICTPBIM MEHIO 1 IMaBHbIM MEHIO.
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PyKkoBoACTBO Mo 3KcnnyaTauun MporpammupoBaHue

C. KHonKun HaBurawuum v cBeToBble UHANKaATOPbI

Ta6nuua 14: NMosAcHeHns K pasgeny C

6 | Ceetogmop Com. (CBA3b): MUraeT Npwv HaMYNK CBA3N MO LKHE,

7 | 3eneHbiln cBeToamon/On (BKn.): cekuma ynpaBneHus paboTtaeTt npaBuibHO.

8 | Xentbiii cBeToguoa/Warn. (Mpeaynp.): 0603HayaeT NpeaynpexaeHue.

9 | Muralowuin KpacHblii ceetogmoa/Alarm (AB. curHan): 0603HayaeT aBapuiiHbIA CUTHan.

10 | [Back] (Ha3ap): Mo3BonaeT BO3BpaTUTbCA K NpeAblayLLEMY LIAry UN YPOBHIO B CTPYKTYpPE NepemeLleHu.

11 | [a]1[*] [>]: ucnonb3ytoTca ana nepexoga mexay rpynnamu napameTpoB, NapameTpamMm 1 3HaYeHNAMU B Npeaenax
napameTpoB. Takxe NCMOoNb3YTCA AN1A HACTPOWKN MECTHOTO 3aaHus.

12 | [OKI: ucnonb3yetca anda sbibopa napameTpa 1 NPUHATUA U3MEHEHWIA, BHECEHHDBIX B 3HAUYEHWe NnapameTpa.

D. KHonkn ynpaBneHna n cBeToBble UHANKATOPDbI

Ta6nuua 15: MosAcHeHus K pasgeny D

13 | [Hand On] (PyuHou pexunm): ucnonb3yeTca ANA 3anycka fBUraTena u no3BosaeT ynpaBiaTb NpeobpasoBaTenem 4acToTbl C
nomoLuybto naHenu ynpasnexusa (LCP).

[2] COAST INVERSE (BbIBET, UHBEPCHbI1) — 3HAYEHWE MO YMOMYAHUIO ANA [TAPAMETPA 5-12 TERMINAL 27 DIGITAL
INPUT (KNEMMA 27, LUOPOBOW BbIXOZ). NP OTCYTCTBUM HANPAXEHUA 24 B HA KNEMME 27 HEJb31
3AMYCTUTb ABUTATESb C MOMOLLbIO KHOMKU [HAND ON] (PYYHOW PEXWM). CNEAYET NOAKNIOUYUTD KITEMMY
12 K KJIEMME 27.

14 | [Off/Reset] (Bbikn./C6poC): ocTaHaBNMBAET NOAKIIOUEHHDIV ABUraTenb. B aBapniiHOM pexrme BbinonHAeTca copoc
cUrHanmM3auuw.

15 | [Auto On] (ABTOMaTYECKMIN pexunm): Nnpeobpa3oBaTtesib YacTOTbl YNPaBAAETCA Yepes KIeMMbl yripaBieHnsa unm
nocnenoBaTenbHylo CBA3b.

4.2 MacTep HaCcTpOnKM

4.2.1 O6wme cBegeHMA O MacTepe HAaCTPOMKN

BCTpOGHHOQ MeHI0 MacTepa NpoBOANT cneunanncTa-yCTaHOBLMKa Yepes Wwarn HaCTpOVIKVI npeo6pa3OBaTenﬂ 4acToTbl ANA pa6OTbI
B MPUMEHEHNAX C PAa30OMKHYTbIM N 3aMKHYTbIM KOHTYPOM, a TaKXe No3BonAeT Bbl6paTb 6bICprle HaCTpOVIKI/I asurartena.

e30bb674.11

3apaHvie

AH. BX/UNOP. BbIX.42 ) 0-10B
AH. BX/UNOP. BbIX.45

PuicyHoK 27: MpoBogka npeo6pasoBaTtesnis 4acToTbl

MacTtep oTobpaxaeTca nocne BKOYEHWA NTaHUA [0 TeX Nop, NoKa He N3MeHeH Kakon-nnbo napametp. Mpu nomoLym 6bicTporo
MEHIO MacTep MOXKHO 3anycTunTb cHoBa. HaxkmunTe KHonky [OK] v 3anycTtuTe macTep. MNpwu Haxatum kHonku [Back] (Hasagn)
BO3BpaLLaeTCA 3KPaH COCTOAHNA.
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lMporpammupoBaHue

Haxmure OK ans 3anycka macrepa
Haxmure Back, uto6bl nponyctutb
Ha6op napametpoB 1 v

e30bb629.10

PucyHok 28: 3anyck/Bbixop U3 mactepa

4.2.2 MacTep HaCTPOWNKN ANsi NPUMEHEHUI C Pa3OMKHYTbIM KOHTYPOM

Tlpw BKAloUEHIM NUTaHIA
BbiGepUTe NpeANouuTaEMbil

o s
i
Bt o1

ena] S5 QU W
veny _tten

(o ey
Lon ) lpeser)  (on)

SKpar BKioueHUA

Lanee nossuTca
3KpaH MacTepa.

Fananire OK gnn sanycra macrepa

Haxanare Back,«7ob nponycrrs
Hatop napaverpon 1

Menu

Ss Quick  Mam
Menu__ Meny

Skpar mactepa

-

00Ty
00xBT
v
Mena|| SRS Quick  Man
Meny|

SKpan cocTosmA

Mpu nomouyw Gsicrporo
MeHIO MacTep MOHO
3anycTuTs cHosa.

. 3aNycKaeTcA MacTep

BbIGOP PervoHanbHbix yCTaHOBOK
[ Mouocts 5 kBr/50 Ty

T cemu

200-240V/50Hz/Delta
v

Tun penrarens

ACHHXPOHHbI pawraTens,

Nevratens ¢ [IM
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A
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o6/
Burensi. o, wow. Aanr.
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v
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o v
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[
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oo 1
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(oo}

TOK NpY MK WHAYKT. 477 0C
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foooo [
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I
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3
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Twn gBuraTens = acuHxpOHHBII
v

AKTMBEH NOAXBAT ABNraTens?
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@ Tox

Hanpaxenvie

HacTpoiiKa Knewwbi 53, Hu3Koe Hanp.
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PucyHokK 29: MacTep HacTpOWKMN ANA NPUMEHEHNIA C Pa3OMKHYTbIM KOHTYpPOM

Tabnuua 16: Mactep HaCTPOIKM ANIA MPUMEHEHMI C Pa3OMKHYTbIM KOHTYpOM

e30bc244.16

Mapametp 3HauyeHue

Mo
yMONYaHuio

Ucnonb3oBaHue

lMapamemp [0] International
0-03 Regional
Settings
(PecuoHasnbHble

YCMAaHosKu)

(MexoyHapooHsie)[1] US (CLLA)

[0] Interna- -
tional

(
MexdyHapookr
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Danfilh

MporpammupoBaHue

MapameTtp

3HaueHune

Mo
yMON4YaHuIo

WNcnonb3oBaHue

llapamemp
0-06 GridType
(Tun cemu)

[0] 200-240 V//50 Hz/IT-grid[1]
200-240 V/50 Hz/Delta[2] 200-
240 V/50 Hz[10] 380-440 V/50
Hz/IT-grid[11] 380-440 V/50 Hz/
Delta[12] 380-440 V/50 Hz[20]
440-480 V/50 Hz/IT-grid[21]
440-480 V/50 Hz/Delta[22]
440-480 V/50 Hz[30] 525-600
V/50 Hz/IT-grid[31] 525-600
V/50 Hz/Delta[32] 525-600 V/50
Hz[100] 200-240 V/60 Hz/IT-
grid[101] 200-240 V/60 Hz/
Delta[102] 200-240 V/60
Hz[110] 380-440 V/60 Hz/IT-
grid[111] 380-440 V/60 Hz/
Delta[112] 380-440 V/60
Hz[120] 440-480 V/60 Hz/IT-
grid[121] 440-480 V/60 Hz/
Delta[122] 440-480 V/60
Hz[130] 525-600 V/60 Hz/IT-
grid[131] 525-600 V/60 Hz/
Delta[132] 525-600 V/60 Hz

B
COOTBETCTBUU
C
TNopasmepo

Bbl6epuiTe pabounin pexkunm, KoTopblii byaet
33/1eiCTBOBATbCA NPU MOBTOPHOM MOAKMIOYEHNN
npeobpa3oBaTesiA YaCToTbl K CETV NOCTIE NPonajaHus
NUTaHWA.

lMapamemp
1-10 Motor
Construction
(KoHcmpykyusa
odsuzameris)

*[0] Asynchron (ACUHXPOHHBbIU)
[1] PM, non-salient SPM
(HeasHon. c nocm. maezH.)[3]
PM, salient IPM (d8HonosntocH. ¢
8HYmMp. nocm. MazH.)

[0] Asynchron
(

ACUHXPOHHbIU

3HayeHMe 3TOro NapaMeTpa MOXET MOBMMATL Ha Ciegyolme
napameTpbl:

Mapamemp 1-01 Motor Control Principle (MpuHumn
ynpaBneHuna fBuratenem).

Mapamemp 1-03 Torque Characteristics (XapakTepucTunkm
KPYTALLEro MOMEeHTa).

Mapamemp 1-08 Motor Control Bandwidth (Monoca
YacToT ynpaB/ieHnA ABuraTesnem).

Mapamemp 1-14 Damping Gain (Ycun. nopasrn.).

Mapamemp 1-15 Low Speed Filter Time Const (MocT. Bp.
dun./Hu3K. ckop.).

Mapamemp 1-16 High Speed Filter Time Const (MocT. Bp.
dun./Bbic. ckop.).

Mapamemp 1-17 Voltage Filter Time Const (MocT. Bp. dun.
Hanpax.).

lMapamemp 1-20 Motor Power (MowHOCTb ABuratens).
Mapamemp 1-22 Motor Voltage (HanpsxeHne guratens).
lMapamemp 1-23 Motor Frequency (MacTtoTa aBuratens).
Mapamemp 1-24 Motor Current (Tok gsuratens).

Mapamemp 1-25 Motor Nominal Speed (HomnHanbHan
CKOPOCTb ABUraTens).

Mapamemp 1-26 Motor Cont. Rated Torque (OnuTenbH.
HOM. MOMEHT JABUraTens).

Mapamemp 1-30 Stator Resistance (Rs) (ConpoTusneHue
ctatopa (Rs)).

Mapamemp 1-33 Stator Leakage Reactance (X1)
(PeakT.conpoTtumBn.pacceaHma ctatopa(X1)).

Mapamemp 1-35 Main Reactance (Xh) (OcHoBHOe
peakTnBHOE conpoTusnenue (Xh)).

38 | Danfoss A/S © 2019.11

AQ275641848264ru-000101 / 132R0078



VLT® HVAC Basic Drive FC 101

PykoBoacTtBO No aKkcnayataymum

Danfilh

lMporpammupoBaHue

Mapametp 3HaueHue Mo Wcnonb3oBaHue
yMonuaHuio

«  lapamemp 1-37 d-axis Inductance (Ld) (MHpyKTMBHOCTb
no ocu d (Ld)).

«  lapamemp 1-38 g-axis Inductance (Lq) (MHBYKTMBH. No
ocu q (Lg)).

«  [lapamemp 1-39 Motor Poles (Montoca gsuratens).

«  lapamemp 1-40 Back EMF at 1000 RPM (Mpotnso-3C
npwv 1000 06/MuH).

«  [lapamemp 1-44 d-axis Inductance Sat. (LdSat)
(HacbiweHne nHayktneH.no ocu d (LdSat)).

«  [Mapamemp 1-45 g-axis Inductance Sat. (LgSat)
(HacbiweHre nHOYKTMBHOCTM No ocu q (LgSat)).

«  lapamemp 1-46 Position Detection Gain (Ko3¢d. ycun.
o6HapyX. MonoXxeHus).

«  [lapamemp 1-48 Current at Min Inductance for d-axis (Tok
NPV MVH. MHOYKTUBHOCTM ANA ocu d).

«  [lapamemp 1-49 Current at Min Inductance for g-axis (Tok
Npv MAH. HAYKTUBHOCTU 1A OCK Q).

«  [Mapamemp 1-66 Min. Current at Low Speed (MuH. mok npu
Hu3Kol ckopocmu).

«  lapamemp 1-70 PM Start Mode (Pex. nycka PM).

«  lapamemp 1-72 Start Function (DyHKLMA 3anycKa).

«  lapamemp 1-73 Flying Start (3anyck ¢ xopa).

«  lapamemp 1-80 Function at Stop (DyHKuMA npn
OCTaHoBe).

«  Mapamemp 1-82 Min Speed for Function at Stop [Hz]
(MuH.cK. a.dyHKL,. npu ocT. [y]).

«  [lapamemp 1-90 Motor Thermal Protection (Tennoas
3awuTa ABUratens).

«  [Mapamemp 2-00 DC Hold/Motor Preheat Current (Tok
yaepaHUA NoCT. TOKOM/TOK Npefnyck. Harpeea
asuratens).

«  [Mapamemp 2-01 DC Brake Current (TOK TOPMO>KeHWA NOCT.
TOKOM).

+  lapamemp 2-02 DC Braking Time (Bpems TOpMOXeHus
NOCT. TOKOM).

+  [Mapamemp 2-04 DC Brake Cut In Speed (CkopocTb
BKJ/10Y.TOPM.MOCT.TOKOM).

«  Mapamemp 2-10 Brake Function (DyHKLMNA TOPMOXKEHWSA).

«  Mapamemp 4-14 Motor Speed High Limit [Hz]) (BepxHui
npegen ckopoctu asuratensa [u].

«  lMapamemp 4-19 Max Output Frequency (Makc. BbixogHas
yacToTa).

«  lapamemp 4-58 Missing Motor Phase Function (DyHKuuA
npuv obpbiBe da3bl ABMraTens).

+  [Mapamemp 14-65 Speed Derate Dead Time Compensation
(KomneHcaums BpemeHy NPoCToA NPY CHUMKEHUN HOM.
CKOPOCTH).

lMapamemp 0,12-110kBm/0,16-150 1. c. B BBefmTe MOLWHOCTb ABMraTens, ykasaHHylo Ha NacnopTHOWN
1-20 Motor COOTBETCTBMM | Tabnnuke.
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Danfilh

MporpammupoBaHue

MapameTtp 3HaueHue Mo Wcnonb3oBaHue
yMonyaHuio
Power C
(MowHocme TMNOpasmepo
odsuzamers)
lMapamemp 50-10008B B BBepunTe HanpaxeHve aBuraTens, ykasaHHoe Ha MacnopTHOMN
1-22 Motor COOTBETCTBMU | Tabnuuke.
Voltage d
(HanpsaxeHue TMNopasmepo
dsuzamerns)
Mapamemp 20-400 Iy B BBeawuTe yacToTy BMraTens, ykasaHHyo Ha NacnopTHOM
1-23 Motor Fre- COOTBETCTBUM | Tabnnuke.
quency C
(HYacmoma TUNopasmepo
dsuzameris)
lMapamemp 0,01-10000,00 A B BeeawuTe TOK ABUraTens, yKasaHHbll Ha NacnopTHOMN
1-24 Motor Cur- COOTBETCTBUM | Tabnnuke.
rent (Tok C
odsuzamers) TUNopasmepo
lMapamemp 50-9999 06/muH B BeeaviTe HOMMHaNbHYIO CKOPOCTb ABUraTeNs, yKa3aHHYo Ha
1-25 Motor COOTBETCTBMM | NacnopTHOW Tabnnuke.
Nominal Speed c
(HomuHaneHas TMNopasmepo
cKopocmes
odsuzameris)
lMapamemp 0,1-1000,0 H-m B DTOT NapamMeTp AeNCTBYeT TONIbKO B TOM Clyyae, ecniv gna
1-26 Motor cootBetcTBUW | napamempa 1-10 Motor Construction (KoHCTpyKumA
Cont. Rated Tor- C [BUraTens) yctaHoBJ/IEHbl 3HAaYEHUA, BKIOYAIOLLME PEXIM
que TUNopasMepo | ABUraTena C NOCTOAHHbIMU MarHMTamm.
(4numenbH.
HOM. MOMeHM
dsuzameris)
M3meHeHMe 3HaueHnA 3TOro napameTpa BAUAeT Ha
YCTaHOBKY A pyrvX NapameTpoB.
lMapamemp Cm. napamemp 1-29 Automatic | Off (Bbikn.) BoinonHeHune AAJl obecneynT onTMmarnbHble
1-29 Automatic | Motor Adaption (AMA) XapaKTepucTuKn gBuratens
Motor Adaption | (ABToaganTauua gBuratens
(AMA) (AAL)).
(
Asmoadanmaui
dsuzamens
(AAL))
lNapamemp 0,000-99,990 Om B YcTaHOBUTE 3HaYeHNe CONPOTMBAEHMA cTaTopa.
1-30 Stator Re- COOTBETCTBUU
sistance (Rs) C
( TNopasmepo
ConpomusneHu
cmamopa (Rs)).
lMapamemp 0,000-1000,000 mTH B BeepuTe 3HaueHme NHZYKTUBHOCTM MO ocu d. Bo3bmuTe 310
1-37 d-axis In- COOTBETCTBUW | 3HAUEHME U3 NTUCTa TEXHNYECKNX XapaKTePUCTUK ABUraTens C
ductance (Ld) c NOCTOAHHbBIMW MarHUTamu.
( TMNopasmepo
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Danfilh

MporpammupoBaHue

1-48 Current at
Min Inductance
for d-axis (Tok
npu MuH.
UHOYKMUBHOCM
0514 ocu d).

Mapametp 3HauyeHue Mo Wcnonb3oBaHue

YMONYaHu1Io
UHOyKkmusHocrr
noocud (Ld))
lMapamemp 0,000-1000,000 mlH B BBepumTe 3HaueHMe NHOYKTUBHOCTM MO OCK g.
1-38 g-axis In- COOTBETCTBUM
ductance (Lq) C
( TMnopasmepo
WHOykmueHocr
noocuq(Lq))
lMapamemp 2-100 4 BeepuTe uncno nontocos Asuratens.
1-39 Motor
Poles (Montoca
dsueamers)
lMapamemp 10-9000 B B JInHeliHoe cpeAHeKBafpaTNYeCKoe 3HaYeHNe Hanp>KeHnA
1-40 Back EMF cootBeTcTBMU | npotnBo-3AC npu 1000 06/MUH.
at 1000 RPM C
(Mpomueo-34C TMnopasmepo
npu 1000 06/
MUH)
lMapamemp 0-100m 50m BeeawuTe onuHy Kabens gBuratens.
1-42 Motor Ca-
ble Length
(4nuHa kabens
dsuzamerns)
lMapamemp 0,000-1000,000 mlH B DTOT NapameTp COOTBETCTBYET MHAYKTUBHOCTM HaCbILWEHNA
1-44 d-axis In- cooTBeTcTBUM | Ld. B naeane 3HaueHme 3Toro napameTpa CoBrnagaeT co
ductance Sat. d 3HauyeHnem B napamempe 1-37 d-axis Inductance (Ld)
(LdSat) Tnopasmepo | (MHpykTuBHOCTb No ocm d (Ld)). OgHako ecnivm nocTaBLWmK
(HacbiweHue ABUraTena npefocTaBui XapakTePUCTUKN MHAYKTUBHOCTM,
UHOYKMUBH.NO BBeAUTe 3HaueHwue, pasHoe 200 % HOMMHaNbHOIO 3HaYeHWA
ocud (LdSat)) VHAYKTVBHOCTW.
lMapamemp 0,000-1000,000 mlH B DTOT NapameTp COOTBETCTBYET MHAYKTUBHOCTM HaCbILWEHNA
1-45 g-axis In- cooTBeTCTBUY | Lg. B ngeane 3HaueHune 3Toro napameTpa coBnagaer co
ductance Sat. C 3HauyeHuem B napamempe 1-38 g-axis Inductance (Lq)
(LgSat) Tmnopasmepa | (MHayKTMBHOCTL No ocu q (Lq)). OgHako ecny NOCTaBLMK
(HaceiweHue ABUraTensa NpefoCcTaBua XapakTePUCTUKN NHAYKTUBHOCTMY,
UHOYKmMUBHOCM BBeAUTe 3HayeHue, paBHoe 200 % HOMMHANBHOIO 3HaYeHWA
noocuq WNHIOYKTUBHOCTW.
(LgSat))
lMapamemp 20-200 % 100 % HacTpavBaeT BbICOTY TeCTOBOIO MMMy/bCa B npoLecce
1-46 Position 06Hapy»KeHUA NONOXeHNA NP MycKe.
Detection Gain
(Koagh. ycun.
O0OHapyXx.
nosioxeHus)
lMapamemp 20-200 % 100 % BBepmTe TOUKy HacbILEHNA NHAYKTUBHOCTH.
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Danfilh

MporpammupoBaHue

MapameTtp 3HaueHue Mo Wcnonb3oBaHue
yMonyaHuio

lapamemp 20-200 % 100 % ODTOT NnapameTp onpefenaeT KPYBYIO HacbILWeHNA Ana

1-49 Current at 3HauYeHU NHAYKTUBHOCTY Mo ocu d- 1 g. Npu 3HaueHnAX

Min Inductance s1oro napameTpa ot 20 Ao 100 % 3HayeHUA NHAYKTUBHOCTU

for g-axis (Tok JIVHEHO annpPOKCUMMNPYIOTCA B COOTBETCTBUN C

npu MuH. napamempom 1-37 d-axis Inductance (Ld) (WIHBYKTMBHOCTb NO

UHOYKmMugHOCM ocu d (Ld)), napamempom 1-38 g-axis Inductance (Lq)

0714 ocu q) (MHpykTBHOCTL MO OcK g (Lq)), napamempom 1-44 d-axis In-
ductance Sat. (LdSat) (HacbiweHne nHAYKTUBHOCTM no ocu d
(LdSat)) n napamempom 1-45 g-axis Inductance Sat. (LqSat)
(HacblweHme nuayktmBHocTy no ocu q (LgSat)).

Mapamemp [0] Rotor Detection (O6Hapyx. [0] Rotor De- BbibepurTe pexxunm 3anycka gBuratens ¢ NOCTOAHHbIMY

1-70 PM Start pomopa)[1] Parking tection MarHmTamu.

Mode (Pex. (OxuoaHue) (O6Hapyx.

nycka PM) pomopa)

Mapamemp [0] Disabled (3anpeweHo)[1] En- | [0] Disabled BbibepuTe [1] Enabled (Pa3pelueHo), ecniv TpebyeTcs, 4Tobbl

1-73 Flying abled (PazpeweHo) (3anpeweHo) | npeobpa3oBaTtesib YaCcTOTbl MOAXBATbIBAN ABUraTesb,

Start (3anyck ¢ BpaLLaloLWMinCca nocne NponagaHna HanpsxeHua. Ecnv ata

x00a) obyHKUMA He TpebyeTcs, BblibepuTe [0] Disabled (3anpelieHo).
Korpa gna storo napameTtpa yctaHOBfIeHO 3HayeHue [1] Ena-
bled (Pa3pewweHo), napamemp 1-71 Start Delay (3apepka
nycka) u napamemp 1-72 Start Function (OyHKLMA NycKa) He
ncnonb3ytotca. [lapamemp 1-73 Flying Start (3anyck ¢ xoga)
LeNCTBYeT TONbKO B pexxume VVCH,

lMapamemp -4999,000-4999,000 0 MwuHuManbHoOe 3afiaHure - 3TO HauMeHbLLee 3HaYeHe,

3-02 Minimum KOTOPOE MOXHO MONy4YnTb NP CYMMNPOBAHNM BCEX

Reference 3afaHnin.

(MuHumaneHoe

3a0aHue)

lapamemp -4999,000-4999,000 50 MakcnmanbHoe 3ajaHre — 3TO HauMeHbLLee 3HaueHwe,

3-03 Maximum KOTOPOE MOXHO MONYy4YnUTb NP CYMMNPOBAHNKN BCEX

Reference 3afaHuin.

(

MakcumaneHoe

3a0aHue)

lMapamemp 0,05-3600,00 ¢ B Ecnv BbIGpaH acMHXPOHHbIN ABUraTesb, BPEMs pa3roHa

3-41Ramp 1 COOTBETCTBUM | cumTaeTca oT 0 4O HOMWHANbHOM CKOPOCTWY, 3aAaHHON B

Ramp Up Time c napamempe 1-23 Motor Frequency (Mactota asuratens). Ecnn

(Bpema TMnopasmepo | BbibpaH ABuratesib C NOCTOSHHbIMK MarHuTamu (PM), Bpems

paszoHa 1) pa3roHa cymTaetca oT 0 O HOMUHaIbHOW CKOPOCTH,
3aflaHHoW B napamempe 1-25 Motor Frequency (HactoTa
ABuratens).

lapamemp 0,05-3600,00 ¢ B [lnA acMHXPOHHbIX ABUraTenen Bpema 3ameaneHns

3-42 Ramp 1 COOTBETCTBUM | CUMTAeTCA OT HOMMHAJIbHOWN CKOPOCTUN ABUraTens, 3afjaHHON

Ramp Down C B napamempe 1-23 Motor Frequency (YactoTa gBuratens), Ao

Time (Bpema TMnopasmepo | 0. Ecnv BbibpaH aBuratesib C NOCTOSAHHbIMU MarHuTamu (PM),

3ameoneHus 1) BpPEMsA OCTaHOBa CUMTAETCA OT HOMUHANbHOW CKOPOCTH,
3apaHHo B napamempe 1-25 Motor Nominal Speed
(HomuHanbHaa ckopocTb aAuratens), go 0.

lapamemp 0,0-400,0I'y 0y BBeaute HUXXHWIA Npefen CKOPOCTY BpaLLeHUs.

4-12 Motor

Speed Low Limit

[Hz] (HuxHut

npeden
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Danfilh

PykoBoACTBO Mo 3KcnnyaTauunn MporpammupoBaHue

Mapametp

3HaueHune

Mo
YMOJTHaHMIO

Ucnonb3oBaHue

cKkopocmu
odsuzamens

)

Mapamemp
4-14 Motor
Speed High
Limit [Hz]
(BepxHuti
npedesn
cKkopocmu
osueamens
[Tul)

0,0-400,0Ty

1001y

BeepawiTe BepXHUIN Npeaen CKOPOCTV BPaLLEHNS.

lMapamemp
4-19 Max Out-
put Frequency
(Makc.
8bIXOOHAsA
yacmoma)

0,0-400,0Ty

100y

BBeauTe 3HaUeHMEe MaKCMMaribHOW BbIXOAHOW YacToTbl. Ecnn
B napamempe 4-19 Max Output Frequency (Makc. BbIxogHas
4acToTa) YCTAaHOBJIEHO MeHbLLEee 3HaYeHne, Yem B
napamempe 4-14 Motor Speed High Limit [Hz] (Bepx. npegen
cKkop. asuratens [u]), 3HaueHne napamempa 4-14 Motor
Speed High Limit [Hz] (Bepx. npeaen ckop. asuratens [])
aBTOMaTMYECKM YCTaHaB/IMBAETCA PaBHbIM 3HAUYEHMIO
napamempa 4-19 Max Output Frequency (Makc. BbixogHas
yacToTa).

lMapamemp
5-40 Function
Relay (Pene
¢yHKyul)

Cm. napamemp 5-40 Function
Relay (Pene ¢pyHkyuti).

[9] Alarm (As.

cueHasn)

Bbi6epuriTe GyHKUMIO ANA yNpaBieHUA BbIXOAHbIM pene 1.

lMapamemp
5-40 Function
Relay (Pene
¢yHkyul)

Cm. napamemp 5-40 Function
Relay (Pene ¢pyHkyuti).

[5] Drive run-
ning (M4
pabomaem)

Bbi6epriTe GyHKUMIO ANA yNpaBieHUA BbIXOAHbIM pene 2.

lMapamemp
6-10 Terminal
53 Low Voltage
(Knemma 53,
Hu3Koe
Hanpsaxexue)

0,00-10,00B

0,07B

BBeauTe HanpseHre, KOTOPOE COOTBETCTBYET HUXKHEMY
3HaUEeHWIo 3aJaHus.

lMapamemp
6-11 Terminal
53 High Voltage
(Knemma 53,
8bICOKOE
HanpsxeHue)

0,00-10,00B

10B

BeeguTe 3HaueHune HanpAXeHnA, KOToOpoe COOTBETCTBYET
BbICOKOMY 3Ha4€HWIO 3aJaHNA.

lMapamemp
6-12 Terminal
53 Low Current
(Knemma 53,
maswili Mok)

0,00-20,00 MA

4 MA

BeeguTte 3HaueHue ToKa, COOTBETCTBYOLLEE HN3KOMY
3Ha4YeHWIo 3adaHNA.

lMapamemp
6-13 Terminal
53 High Current
(Knemma 53,
60/16WOU MOK)

0,00-20,00 MA

20 MA

BeeauTte 3HaueHue ToKa, COOTBETCTBYIOLETO BbICOKOMY
3HAYeHUIO 3aaHNA.
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Danfilh

lMporpammupoBaHue

MapameTtp

3HaueHune

Mo
YMONYaHuIo

Mcnonb3oBaHue

lMapamemp
6-19 Terminal
53 mode
(Knemma 53,
pexum)

[0] Current (Tok)[1] Voltage
(Hanpsxerue)

[1] Voltage
(

HanpsxeHue)

BbibepuTe, ncnonb3yetca Knemma 53 anA BXoAa Nno TOKy vnu

MO HanpAXeHuto.

lMapamemp
30-22 Locked
Rotor Detection
(Onpeden.
6/10KUp.
pomopa)

[0] Off (Bbikn.)[1] On (Bkn.)

[0] Off (Bbikn.)

lMapamemp
30-23 Locked
Rotor Detection
Time [s] (Bpemsa
onpeder.
610KUp.
pomopa [c])

0,05-1c

0,10c
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Danfilh

MporpammupoBaHue

4.2.3 MacTep HaCTPOVIK/ AN NPUMEHEHNI C 3aMKHYTbIM KOHTYPOM

... 3aNycKaeTCA MacTep

0-03 PervioHanbHble yCTaHoBK
Mouocrs & kBT/50 [

0-06 Tun cen
200-240V/50Hz/Delta

1-00 Pexum KoHOWT.
3aMKHYTbI KOHTYP

1-10 Tun psuratens
[ Acurxportibiin

Rswratens c MM

-24 Tok gsurarens
A

1

KBT

1-25 Hom. cKopocTb asuratens
06/MuH

ACHHXPOHHBIA fBUraTens

1-20 MowocTb asuratens

e30bc402.14

1-22 Hanpaxenve asuratens
B

1-26 [IAUTENbH. HOM. MOM. 2B

Hm
o.

1-39 Monioca aswratens
E

1-23 Yacrora geuratens
My

7
1-30 ConpoTueneHvie cratopa 1-24 Tok puratens
[ 04,6618

1-25 Hom. ckopocTs Asrarens
06/MuH

Mpotueo-3/C npw 1000 06/miH

138 VinaykTven. no ocn q (LQ)
8w

1-37 Unpyktuen. no ocu d (Ld)
mr Tun peuratens = IPM

Tun psuratens = SPM

Hwr

100K

1-44 Haceiuy, nhpyKTveH. o ocu d (LdSat
(1-45) Haceluy, wHaykT. no ocu q (LgSat)
s

(1-48) Tok Npu MAH. uHAYKT. A1 ock d

1-49 ToK NPM MVUH. MHAYKT. ANA 0CK q
\ i cofd

(1-70) Pexum nycka
OBHapy. potopa

1-46 Koo, ycun. obrapys. nonoxerna

%

30-22 Onpeaen. 6rokwp. potopa

[ Boikn.

30-23 Bpewn onpeaen. 6nokup. potopa (<]
c

4-19 MaKc. BbixoAHas vacTota

y

[
1-42 flnuHa kabenn psuratens
M

2 Hux. npeaen ckopocT Asur.
0

epx. npeien CKopocTM ABHI.

3-41 Bpewn pasroma 1
0010}

3-42 Bpewn 3amepnenna |
001089

TV fBUTaTenA = aCHHXPOHHSI

1-73 3anyck c xoma

Her

Tun aewratens = psvratens ¢
NIOCTORHHbIMM MATHUTaMI

Sl

2000 Actounmk OC1

[ He ncronvsyerca |
3-02 Mum. 3anave

0,00}

3-03 Makc. 3apaHme
3-10 Npeaycranos. sananve (0]

o o

629 Knewma 54, pexam

1

Tox Hanprxenite

[,

527 Kn 54, kA ToK 626K, 54, noct. ep. unsTpa
<

[ A | 0050}

Ananorosoe OkHO AOMKHO UMETL.
NPVHYAUTENbHbIE YCTaHOBKM
[1] AHanoroBbiit 8xop 54

6-20 Kn. 54, Hu3koe Hanpmxerme

624 Kn. 54, A3, U, oGP CBAIN
y

20-81 Hopwm./urigepc. MV-per.
HopmanbHoe

624 Kn. 54, Hu3. CUrH. o6p. cenan

| 00161}

20-83 Hopm./ursepc. MV-per.
ny

6-23 Kn. 54, BbicoKwiA TOK
30}

6-25 Kn. 54, BbIC. CUH. 06p. conan

20-93 Mponopu. ko3d. M-per.

6-21 Kn. 54, BbiC. Hanp.
B

6-25 Kn. 54, BbiC. CurH. obp. censi

20-94 Vnrerp. ko3¢ N-per.

0050 I}

0020,00]

1-29 AsToagantauna asuratens (AAZL)

@ Bk,

... 3aNyCKaeTCA MacTep

PucyHok 30: MacTep HacTpOWKMN AnA NPUMEHEHUI C 3aMKHYTbIM KOHTYPOM

Tabnuua 17: MacTtep HaCTPOWKM ANIA MPUMEHEHMI C 3aMKHYTbIM KOHTYPOM

Settings

Mapametp Avnana3oH Mo Wcnonb3osaHne
ymMonyaHuio

lMapamemp [0] International [0] Interna- -

0-03 Regional (MexoyHapooHsie)[1] US (CLUA) | tional

-~

Delta[12] 380-440 V/50 Hz[20]
440-480 V/50 Hz/IT-grid[21]

(PeauoHaneHble MexoyHapoot

YCMAaHosKu)

Mapamemp [0] 200-240 V//50 Hz/IT-grid[1] B BbibepurTe pabounin pexxmm, KoTopblii OygeT

0-06 GridType 200-240 V/50 Hz/Delta[2] 200~ | 3aBUCMMOCTM | 3a[4eNCTBOBATbCA NPWU NOBTOPHOM MOAKIIOYEHUMN

(Tun cemu) 240 V/50 Hz[10] 380-440 V/50 oT npeobpa3oBaTesiA YaCTOTbl K CETV NOC/Ee NponajaHus
Hz/IT-grid[11] 380-440 V/50 Hz/ | Tinopa3smepa | nNuTaHuA.
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8HYmMp. Nocm. MazH.)

MapameTtp [dvnana3oH Mo Wcnonb3oBaHne
yMonyaHuio
440-480 V/50 Hz/Delta[22]
440-480 V/50 Hz[30] 525-600
V/50 Hz/IT-grid[31] 525-600
V/50 Hz/Delta[32] 525-600 V/50
Hz[100] 200-240 V/60 Hz/IT-
grid[101] 200-240 V/60 Hz/
Delta[102] 200-240 V/60
Hz[110] 380-440 V/60 Hz/IT-
grid[111] 380-440 V/60 Hz/
Delta[112] 380-440 V/60
Hz[120] 440-480 V/60 Hz/IT-
grid[121] 440-480 V/60 Hz/
Delta[122] 440-480 V/60
Hz[130] 525-600 V/60 Hz/IT-
grid[131] 525-600 V/60 Hz/
Delta[132] 525-600 V/60 Hz
lMapamemp [0] Open loop (PazomkHymeit [0] Open loop | Bbibepurte [3] Closed loop (3aMKHYTbI KOHTYp).
1-00 Configura- | koHmyp)[3] Closed loop (
tion Mode (3amkHymeit KOHMYp) PazomkHymebit
(Pexxum KoHmyp)
KOHu2ypuposc
lapamemp *[0] Asynchron (ACUHXpOHH®bIU) [0] Asynchron | 3uauenue storo napameTpa MOXeT NMOBNUATb Ha cnefytoLne
1-10 Motqr [1] PM, non-salient SPM ( . | NapameTpbi:
Construction ACUHXPOHHBbIU L
(HesigHon. c nocm. maeH.)[3] «  Tapamemp 1-01 Motor Control Principle (MpuHumn
(Koricmpykuus PM, salient IPM (flsHonontocH. ¢
deuzamens) 4 - ynpasieHua ABuratenem).

Mapamemp 1-03 Torque Characteristics (XapakTepucTnkm
KPYTALLEro MOMEeHTa).

Mapamemp 1-08 Motor Control Bandwidth (Monoca
YacToT ynpaB/ieHnA ABuraTesnem).

Mapamemp 1-14 Damping Gain (Ycun. nopasin.).

Mapamemp 1-15 Low Speed Filter Time Const (MocT. Bp.
dun./Hu3K. ckop.).

Mapamemp 1-16 High Speed Filter Time Const (MocT. Bp.
dun./Bbic. ckop.).

Mapamemp 1-17 Voltage Filter Time Const (MocT. Bp. dun.
Hanpax.).

lMapamemp 1-20 Motor Power (MowHOCTb ABuratens).
Mapamemp 1-22 Motor Voltage (HanpsxeHne guratens).
lapamemp 1-23 Motor Frequency (MacTtoTa gBuratens).
lMapamemp 1-24 Motor Current (Tok gauratens).

Mapamemp 1-25 Motor Nominal Speed (HomnHanbHan
CKOPOCTb ABUraTens).

Mapamemp 1-26 Motor Cont. Rated Torque (HenpepusigH.
HOM. MOMeHm 0suzameris).

lMapamemp 1-30 Stator Resistance (Rs) (ConpotuBneHue
ctaTtopa (Rs)).

Mapamemp 1-33 Stator Leakage Reactance (X1)
(Peakm.conpomusen.pacceaHus cmamopa(X1)).

Mapamemp 1-35 Main Reactance (Xh) (OcHosHoe
peakmusHoe conpomussnerue (Xh)).
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lMporpammupoBaHue

Mapametp [vnanasoH Mo Wcnonb3oBaHue
yMonuaHuio

«  MNapamemp 1-37 d-axis Inductance (Ld) (MIHOykmusHocme
no ocu d (Ld)).

«  MNapamemp 1-38 g-axis Inductance (Lq) (MHOykmugH. no
ocu q (Lg)).

«  lapamemp 1-39 Motor Poles (Montoca gBuratens).

«  lapamemp 1-40 Back EMF at 1000 RPM (Mpomuso-3/C
npu 1000 06/MuH).

«  [Mapamemp 1-44 d-axis Inductance Sat. (LdSat)
(HaceiweHue uHoykmugH.no ocu d (LdSat)).

«  [lapamemp 1-45 g-axis Inductance Sat. (LqSat)
(HacwiweHue uHOykmusHocmu no ocu g (LqSat)).

«  Mapamemp 1-46 Position Detection Gain (Ko3d. ycun.
06HapyX. MONOXEHUSA).

«  lapamemp 1-48 Current at Min Inductance for d-axis (Tok
NPy MVH. MHAYKTUBHOCTM An1A ocu d).

«  Mapamemp 1-49 Current at Min Inductance for q-axis (Tok
npu MUH. UHOYKMUBHOCMU 07151 OCU q).

+  [Mapamemp 1-66 Min. Current at Low Speed (MuH. mok npu
HU3KoU ckopocmu).

«  lapamemp 1-70 PM Start Mode (Pex. nycka PM).

«  [Mapamemp 1-72 Start Function (DyHKyus 3anycka).

«  [Mapamemp 1-73 Flying Start (3anyck ¢ xo0a).

«  lapamemp 1-80 Function at Stop (DyHkyusa npu
ocmadose).

«  Mapamemp 1-82 Min Speed for Function at Stop [Hz]
(MuH.ck. 0.¢pyHKY. npu ocm. [Ty]).

«  [lapamemp 1-90 Motor Thermal Protection (TennoBas
3awuTa ABUraTens).

«  [Mapamemp 2-00 DC Hold/Motor Preheat Current (Tok
yOep)aHusa Nocm. MoKOM/MmoK npednyck. Hazpesa
odsuzamens).

«  [Mapamemp 2-01 DC Brake Current (Tok mopmoxxeHus
nocm. mokom).

+  [Mapamemp 2-02 DC Braking Time (Bpemsa TopMOXeHnA
MOCT. TOKOM).

»  [Mapamemp 2-04 DC Brake Cut In Speed (Ckopocmb
8KJ104.MOPM.NOCM.MOKOM).

«  lapamemp 2-10 Brake Function (DyHKLM1A TOPMOXKEHWSA).

«  [lapamemp 4-14 Motor Speed High Limit [Hz] (BepxHu(i
npeden ckopocmu 0suzamens [[y]).

«  [lapamemp 4-19 Max Output Frequency (MaKc. BbixoaHas
yacrora).

«  [lapamemp 4-58 Missing Motor Phase Function (OyHKumna
npu o6pbiBe dasbl ABMraTens).

«  [lapamemp 14-65 Speed Derate Dead Time Compensation
(KomneHcaums BpemeHy MPoCTon NPU CHUMKEHUN HOM.
CKOpPOCTW).

lMapamemp 0,09-110kBm B BBegmTe MOLWHOCTb ABMraTens, ykasaHHylo Ha NacnopTHOW
1-20 Motor COOTBETCTBUM | Tabnnuke.
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MapameTtp [unanasoH Mo Wcnonb3oBaHue
yMonyaHuio
Power C
(MowHocme TMNOpasmepo
odsuzamers)
lMapamemp 50-10008B B BBepunTe HanpaxeHve aBuraTens, ykasaHHoe Ha MacnopTHOMN
1-22 Motor COOTBETCTBMU | Tabnuuke.
Voltage d
(HanpsaxeHue TMNopasmepo
dsuzamerns)
Mapamemp 20-400 Iy B BBeawuTe yacToTy BMraTens, ykasaHHyo Ha NacnopTHOM
1-23 Motor Fre- COOTBETCTBUM | Tabnnuke.
quency C
(HYacmoma TUNopasmepo
dsuzameris)
lMapamemp 0-10000 A B BeeawuTe TOK ABUraTens, yKasaHHbll Ha NacnopTHOMN
1-24 Motor Cur- COOTBETCTBUM | Tabnnuke.
rent (Tok C
odsuzamers) TUnopasmepo
lMapamemp 50-9999 06/muH B BeeaviTe HOMMHaNbHYIO CKOPOCTb ABUraTeNs, yKa3aHHYo Ha
1-25 Motor COOTBETCTBMM | NacnopTHOW Tabnnuke.
Nominal Speed c
(HomuHaneHas TMNopasmepo
cKopocmes
odsuzameris)
lMapamemp 0,1-1000,0 H-m B DTOT NapamMeTp AeNCTBYeT TONIbKO B TOM Clyyae, ecniv gna
1-26 Motor cootBetcTBUW | napamempa 1-10 Motor Construction (KoHCTpyKumA
Cont. Rated Tor- C [BUraTens) yctaHoBJ/IEHbl 3HAaYEHUA, BKIOYAIOLLME PEXIM
que TUNopasMepo | ABUraTena C NOCTOAHHbIMU MarHMTamm.
(4numenbH.
HOM. MOMeHM
dsuzameris)
M3meHeHMe 3HaueHnA 3TOro napameTpa BAUAeT Ha
YCTaHOBKY A pyrvX NapameTpoB.
lMapamemp - Off (Boiks.) BoinonHeHune AAJl obecneynT onTMmarnbHble
1-29 Automatic XapaKTepucTuKM gBurartens
Motor Adaption
(AMA)
(
Asmoadanmaui
dsuzamens
(AAL))
lNapamemp 0-99,990 Om B YcTaHOBUTE 3HaYeHNe CONPOTMBAEHMA cTaTopa.
1-30 Stator Re- COOTBETCTBUU
sistance (Rs) C
( TNopasmepo
ConpomusneHu
cmamopa (Rs)).
lMapamemp 0,000-1000,000 mTH B BeepuTe 3HaueHme NHZYKTUBHOCTM MO ocu d. Bo3bmuTe 310
1-37 d-axis In- COOTBETCTBUW | 3HAUEHME U3 NTUCTa TEXHNYECKNX XapaKTePUCTUK ABUraTens C
ductance (Ld) c NOCTOAHHbBIMW MarHUTamu.
( TMNopasmepo
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1-48 Current at
Min Inductance
for d-axis (Tok
npu MuH.
UHOYKMUBHOCM
0514 ocu d).

Mapametp [Awnana3oH Mo Wcnonb3oBaHue

YMONYaHu1Io
UHOyKkmusHocrr
noocud (Ld))
lMapamemp 0,000-1000,000 mlH B BBepumTe 3HaueHMe NHOYKTUBHOCTM MO OCK g.
1-38 g-axis In- COOTBETCTBUM
ductance (Lq) C
( TMnopasmepo
WHOykmueHocr
noocuq(Lq))
lMapamemp 2-100 4 BeepuTe uncno nontocos Asuratens.
1-39 Motor
Poles (Montoca
dsueamers)
lMapamemp 10-9000 B B JInHeliHoe cpeAHeKBafpaTNYeCKoe 3HaYeHNe Hanp>KeHnA
1-40 Back EMF cootBeTcTBMU | npotnBo-3AC npu 1000 06/MUH.
at 1000 RPM C
(Mpomueo-34C TMnopasmepo
npu 1000 06/
MUH)
lMapamemp 0-100m 50m BeeawuTe onuHy Kabens gBuratens.
1-42 Motor Ca-
ble Length
(4nuHa kabens
dsuzamerns)
lMapamemp 0,000-1000,000 mlH B DTOT NapameTp COOTBETCTBYET MHAYKTUBHOCTM HaCbILWEHNA
1-44 d-axis In- cooTBeTcTBUM | Ld. B naeane 3HaueHme 3Toro napameTpa CoBrnagaeT co
ductance Sat. d 3HauyeHnem B napamempe 1-37 d-axis Inductance (Ld)
(LdSat) Tnopasmepo | (MHpykTuBHOCTb No ocm d (Ld)). OgHako ecnivm nocTaBLWmK
(HacbiweHue ABUraTena npefocTaBui XapakTePUCTUKN MHAYKTUBHOCTM,
UHOYKMUBH.NO BBeAUTe 3HaueHwue, pasHoe 200 % HOMMHaNbHOIO 3HaYeHWA
ocud (LdSat)) VHAYKTVBHOCTW.
lMapamemp 0,000-1000,000 mlH B DTOT NapameTp COOTBETCTBYET MHAYKTUBHOCTM HaCbILWEHNA
1-45 g-axis In- cooTBeTCTBUY | Lg. B ngeane 3HaueHune 3Toro napameTpa coBnagaer co
ductance Sat. C 3HauyeHuem B napamempe 1-38 g-axis Inductance (Lq)
(LgSat) Tmnopasmepa | (MHayKTMBHOCTL No ocu q (Lq)). OgHako ecny NOCTaBLMK
(HaceiweHue ABUraTensa NpefoCcTaBua XapakTePUCTUKN NHAYKTUBHOCTMY,
UHOYKmMUBHOCM BBeAUTe 3HayeHue, paBHoe 200 % HOMMHANBHOIO 3HaYeHWA
noocuq WNHIOYKTUBHOCTW.
(LgSat))
lMapamemp 20-200 % 100 % HacTpavBaeT BbICOTY TeCTOBOIO MMMy/bCa B npoLecce
1-46 Position 06Hapy»KeHUA NONOXeHNA NP MycKe.
Detection Gain
(Koagh. ycun.
O0OHapyXx.
nosioxeHus)
lMapamemp 20-200 % 100 % BBepmTe TOUKy HacbILEHNA NHAYKTUBHOCTH.
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PykoBoacTBO No aKcnayatayum

Danfilh

MporpammupoBaHue

MapameTtp [unanasoH Mo Wcnonb3oBaHue
yMonyaHuio

lapamemp 20-200 % 100 % ODTOT NnapameTp onpefenaeT KPYBYIO HacbILWeHNA Ana

1-49 Current at 3HauYeHU NHAYKTUBHOCTY Mo ocu d- 1 g. Npu 3HaueHnAX

Min Inductance s1oro napameTpa ot 20 Ao 100 % 3HayeHUA NHAYKTUBHOCTU

for g-axis (Tok JIVHEHO annpPOKCUMMNPYIOTCA B COOTBETCTBUN C

npu MuH. napamempom 1-37 d-axis Inductance (Ld) (WIHBYKTMBHOCTb NO

UHOYKmMugHOCM ocu d (Ld)), napamempom 1-38 g-axis Inductance (Lq)

0714 ocu q) (MHpykTBHOCTL MO OcK g (Lq)), napamempom 1-44 d-axis In-
ductance Sat. (LdSat) (HacbiweHne nHAYKTUBHOCTM no ocu d
(LdSat)) n napamempom 1-45 g-axis Inductance Sat. (LqSat)
(HacblweHme nuayktmBHocTy no ocu q (LgSat)).

Mapamemp [0] Rotor Detection (O6Hapyx. [0] Rotor De- BbibepurTe pexxunm 3anycka gBuratens ¢ NOCTOAHHbIMY

1-70 PM Start pomopa)[1] Parking tection MarHmTamu.

Mode (Pex. (OxuoaHue) (O6Hapyx.

nycka PM) pomopa)

Mapamemp [0] Disabled (3anpeweHo)[1] En- | [0] Disabled Ecnu TpebyeTcs, utobbl NpeobpasoBaTenb YacToThI

1-73 Flying abled (PazpeweHo) (3anpeweHo) | nopxsaTbiBan BpalLaloWMnca ABuratenb (Hanpumep, B

Start (3anyck ¢ NPUMEHEHUSAX C BEHTUNATOPaMu), BbibepuTe [1] Enabled

x00a) (Pa3peweHo). Ecnu B HacTpoliKax BblopaH ABuraTesib C
NMOCTOAHHBIMW MarH1Tamu, 3TOT NapamMeTp aKTUBEH.

lMapamemp -4999,000-4999,000 0 MwuHumManbHoOe 3afiaHne - 3TO HauMeHbLLEe 3HaYeHNe,

3-02 Minimum KOTOPOE MOXHO MONyYnTb NP CYMMNPOBAHNK BCEX

Reference 3afaHnn.

(MuHumaneHoe

3adaHue)

lMapamemp -4999,000-4999,000 50 MakcumanbHoe 3afilaHue — 3To Hanborbluee 3HaueHue,

3-03 Maximum KOTOPOEe MOXHO NOyYnTb NPU CYMMUPOBAHNN BCEX

Reference 3afaHnin.

(

MakcumaneHoe

3a0aHue)

lMapamemp -100-100 % 0 BeeauTe ycTaBKy.

3-10 Preset Ref-

erence

(

MpedycmaHos

3a0aHue)

lMapamemp 0,05-3600,0 ¢ B [InA acMHXPOHHbBIX ABUraTeNen Bpemsa pa3roHa cunTaeTca ot

3-41 Ramp 1 COOTBETCTBUW | HYNA A0 HOMUHANbHOWN YacTOTbl, 3aaHHON B hapamempe

Ramp Up Time C 1-23 Motor Frequency (MacToTta gsuratens). Ecnv BbibpaH

(Bpems TUNOPa3Mepo | ABuraTenb C NOCTOAHHbIMK MarHuTamu (PM), Bpems pasroHa

paseoHa 1) cyutaetca ot 0 4O HOMUHANbHOW CKOPOCTU, 3aJaHHOW B
napamempe 1-25 Motor Nominal Speed (HomnHanbHas
CKOPOCTb fABUraTens).

lMapamemp 0,05-3600,0 ¢ B [lnA acMHXPOHHbIX ABUraTenen Bpema 3ameasieHna

3-42Ramp 1 COOTBETCTBUW | CUMTAETCA OT HOMMHANbHOW CKOPOCTY ABUraTens, 3agaHHom

Ramp Down C B napamempe 1-23 Motor Frequency (MactoTa gBuratens), oo

Time (Bpems Tunopasmepo | 0. Ecnu BbibpaH ABUraTenb C NOCTOAHHbIMK MarHuTamu (PM),

3ameoneHusa 1) BpPEeMsA OCTaHOBa CUMTAETCA OT HOMUHANbHOW CKOPOCTH,
3afaHHow B napamempe 1-25 Motor Nominal Speed
(HomnHanbHasA ckopocTb aAuratens), go 0.

lMapamemp 0,0-400,0 Ty 00y Beeaute HUXHWI Npefen CKOPOCTY BpaLLeHNs.

4-12 Motor

Speed Low Limit
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PykoBoacTtBO No aKkcnayataymm

Danfilh

lMporpammupoBaHue

Mapametp [Awnana3oH Mo Wcnonb3oBaHue
YMONYaHu1Io

[Hz] (HuxHut

npeden

cKkopocmu

dsuzamens

[ful)

lMNapamemp 0,0-400,0 'y 100y BeegunTe HUKHWUI Npeaen CKopocTn ABuraTens.

4-14 Motor

Speed High

Limit [Hz]

(BepxHuti

npedesn

cKkopocmu

dsuzamens

[Tul)

lapamemp 0,0-400,0 'y 100 'y BBeguTe 3HaUeHNE MaKCMMaibHOW BbIXOAHOW YacToTbl. Ecnn

4-19 Max Out- B napamempe 4-19 Max Output Frequency (Makc. BbixogHas

put Frequency YacToTa) YCTaHOBNIEHO MEHbLLEe 3HaYeHUe, Yem B

(Makc. napamempe 4-14 Motor Speed High Limit [Hz] (Bepx. npegen

8bIXOOHAA ckop. gsuratensa [u]), 3HaueHue napamempa 4-14 Motor

yacmoma) Speed High Limit [Hz] (Bepx. npegen ckop. agsuratensa [u])
aBTOMaTMYEeCKM YCTaHaB/IMBAETCA PaBHbIM 3HAUYEHMIO
napamempa 4-19 Max Output Frequency (MaKc. BbixofHas
yacToTa).

lMapamemp 0,00-10,00B 0,07B BBepmTe HanpsXeHre, KOTOPOe COOTBETCTBYET HMKHEMY

6-20 Terminal 3HaYeHMIo 3afjaHuA.

54 Low Voltage

(Knemma 54,

Hu3Koe

HanpsxeHue)

lNapamemp 0,00-10,00B 10,00B BeepuTe 3HaueHne HanNpAXKeHWA, KOTOPOe COOTBETCTBYET

6-21 Terminal BbICOKOMY 3HaUYeHMIO 3afaHus.

54 High Voltage

(Knemma 54,

8bICOKOE

HanpsxeHue)

lMapamemp 0,00-20,00 mA 4,00 MA BBeauTte 3HaueHne TOKa, COOTBETCTBYIOLLEE HA3ZKOMY

6-22 Terminal 3HaueHNIo 3aflaHuA.

54 Low Current

(Knemma 54,

Masbili mok)

lMapamemp 0,00-20,00 MA 20,00 MA BBeauTe 3HaUeHVe TOKa, COOTBETCTBYIOLLErO BbICOKOMY

6-23 Terminal 3HAYEeHMIo 3aJaHuA.

54 High Current

(Knemma 54,

60s16WI00 MOK)

lMapamemp -4999-4999 0 BeeawuTe 3HaueHVe 06paTHOW CBA3M, COOTBETCTBYIOLLEE

6-24 Terminal Hanps>XeHWio NN TOKY, yCTaHOBJIEHHOMY B napamempe 6-20

54 Low Ref./ Terminal 54 Low Voltage (Knemma 54, Hu3koe HanpsxeHue)/

Feedb. Value napamempe 6-22 Terminal 54 Low Current (Knemma 54, Hu3kul

(Knemma 54, mox).

Hu3koe 3a0./

00p. ceA3b)
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Danfilh

PyKkoBoACTBO Mo 3KcnnyaTauunn MporpammupoBaHue

Mapametp [vnanasoH Mo Wcnonb3oBaHue

yMonyaHuio
llapamemp -4999-4999 50 BBefmTe 3HaueHne 06PaTHO CBA3M, COOTBETCTBYOLLEE
6-25 Terminal HanpaXXeHWo NN TOKY, yCTaHOBNIEHHOMY B hapamempe 6-21
54 High Ref./ Terminal 54 High Voltage (Knemma 54, Bbicokoe
Feedb. Value HanpsxeHwue)/napamempe 6-23 Terminal 54 High Current
(Knemma 54, (Knemma 54, 60nbLLOV TOK).
8bicokoe 3a0./
06p. c853b)
Mapamemp 0,00-10,00c 0,01 BeeauTe NnocTosiHHy0 BpemeHu dunbtpa.
6-26 Terminal
54 Filter Time
Constant
(Knemma 54,
nocm. spemeHu
¢unsmpa)
lMapamemp [0] Current (Tok)[1] Voltage [1] Voltage Bbl6epuiTe, ncnonb3yeTcs Knemma 54 ansa Bxofa no TOKy uiam
6-29 Terminal (HanpsaxeHue) ( MO HanPAXXeHUIo.
54 mode HanpsxeHue)
(Knemma 54,
pexum)
lMapamemp [0] Normal (HopmaneHoe)[1] In- | [0] Normal YT106bI HACTPOWTb YNPABNEHUE NPOLIECCOM HA YBENIMYEHne
20-81 Pl Nor- verse (IHsepcHoe) ( BbIXOAHOW CKOPOCTU NPU NOJNTOXNTENbHON OLLINOKe
mal/Inverse HopmaneHoe) | npouecca, BbibepuTe [0] Normal (HopmanbHoe). YTobbi
Control YMEHbLUUTb BbIXOAHYIO CKOPOCTb, BblbepuTe [1] Inverse
(HopmaneHoe/ (MHBepcHoe).
uHsepcHoe -
pe2ysuposatue,
lapamemp 0-200Ty oly BeepuTe ckopocCTb ABUrartens, KoTopas AOMXKHA JOCTUraTbCA
20-83 Pl Start B KauecTBe CUrHana nycka anda Havana M-perynnposaHusa.
Speed [Hz]
(HayaneHasa
cKopocme
ng-
peaynamopa
[Tul)
Mapamemp 0,00-10,00 0,01 BeeauTe kK03 dULMEHT ycuneHnsa NPOnopLMOHanbHOro
20-93 Pl Propor- 3BeHa perynaTtopa npouecca. [1pn BbICOKOM ycuneHun
tional Gain obecneunBaeTtca 6bicTpogencTBme perynatopa. OfgHako,
(Mponopuy. eCnn ycuneHve CINLWKOM BEIMKO, MPOLeCC MOXeT CTaTb
Ko3¢g. MU~ HeyCTOMYMBbIM.
pezynamopa)
lNapamemp 0,1-999,0 c 999,0c BeepuTe Bpema nHTErpnpoBaHuna perynatopa npotwecca.
20-94 Pl Inte- Mpy Manom BpemeHu NHTErpUpPOBaHNA obecneyrBaeTcs
gral Time ObICTPOAENCTBME PEryNATOPa, OQHAKO, eC/IM Bpems
(UHmezp. kKo3¢p. VHTErpnpoOBaHNA CIMLIKOM MaJio, MpoLecC CTaHOBUTCA
ny- HeycToluMBbIM. YpeamepHO 6onbluoe Bpems
pezynamopa) WHTErpmpoBaHuA CHUXaeT 3bdeKT MHTerprpoBaHu.
Mapamemp [0] Off (Bbikn.)[1] On (Bkn.) [0] Off (Bbikn.) | —
30-22 Locked
Rotor Detection
(Onpedesn.
6710KUp.
pomopa)
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PykoBoacTtBO No akcnayataymm

Danfilh

MporpammupoBaHue

Mapametp

OnanasoH

Mo
YMONYaHMIo

Ucnonb3oBaHue

lMapamemp
30-23 Locked
Rotor Detection
Time [s] (Bpema
onpeodern.
6710KUp.
pomopa [c])

0,05-1,00 ¢

0,10c

4.2.4 HacTtponka fBuratens

Mpwv NomoLLy MacTepa HaCTPOMNKM iBUraTeNs MOXHO Bbl6paTb HEOOXOAMMbIE MapaMeTpbl iBUraTens.

Ta6nuua 18: MapameTpbl MacTepa HaCTPOWKN ABUraTens

8HymMp. nocm. MaeH.)

Mapametp [wnanasoH Mo Wcnonb3oBaHue
yMonyaHuio
Mapamemp [0] International [0] Interna- -
0-03 Regional (MexoyHapooHsie)[1] US (CLUA) | tional
Settings (
(PezuoHasneHeole MexdyHapoor
YCMAaHoeKu)
Mapamemp [0] 200-240 V/50 Hz/IT-grid[1] B BbibepunTe paboumnin pexunm, KoTopbiii bygeT
0-06 GridType 200-240V/50 Hz/Delta[2] 200- | 3aBUCMMOCTM | 3a4eNCTBOBATbCA MNPV NOBTOPHOM NOAKMIOYEHNN
(Tun cemu) 240 V/50 Hz[10] 380-440 V/50 or npeobpa3oBaTesia YacToTbl K CETV NOC/e NponajaHus
Hz/IT-grid[11] 380-440 V/50 Hz/ | Tnopa3smepa | NUTaHuA.
Delta[12] 380-440 V/50 Hz[20]
440-480 V/50 Hz/IT-grid[21]
440-480 V/50 Hz/Delta[22]
440-480 V/50 Hz[30] 525-600
V/50 Hz/IT-grid[31] 525-600
V/50 Hz/Delta[32] 525-600 V/50
Hz[100] 200-240 V/60 Hz/IT-
grid[101] 200-240 V/60 Hz/
Delta[102] 200-240 V/60
Hz[110] 380-440 V/60 Hz/IT-
grid[111] 380-440 V/60 Hz/
Delta[112] 380-440 V/60
Hz[120] 440-480 V/60 Hz/IT-
grid[121] 440-480 V/60 Hz/
Delta[122] 440-480 V/60
Hz[130] 525-600 V/60 Hz/IT-
grid[131] 525-600 V/60 Hz/
Delta[132] 525-600 V/60 Hz
lapamemp *[0] Asynchron (ACUHXpOHH®bIU) [0] Asynchron | 3uauenue storo napameTpa MOXeT NMOBNUATb Ha clefyoLme
1-10 Motqr [1] PM, non-salient SPM ( . | napameTpbi:
Construction HesgHon. ¢ nocm. maz.)[3] ACUHXPOHHbIU . i L
(KoHcmpykuyus ( ( Mapamemp 1-01 Motor Control Principle (MpuHumn
aeueamen,q) PM, salient IPM (HBHOnO/'HOCH. c ynpasneHus anraTeneM).

Mapamemp 1-03 Torque Characteristics (XapakTepucTnkm
KPYTALLEro MOMeHTa).

Mapamemp 1-08 Motor Control Bandwidth (Monoca
4acToT yrnpaBfieHVA ABMraTenem).

Mapamemp 1-14 Damping Gain (Ycun. nopaen.).

Mapamemp 1-15 Low Speed Filter Time Const (MocT. Bp.
dun./Hu3K. ckop.).
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PykoBoacTBO No aKcnayataymm

Danfilh

MporpammupoBaHue

MapameTtp [dvnana3oH

Mo
yMON4YaHuIo

WNcnonb3oBaHue

«  [Mapamemp 1-16 High Speed Filter Time Const (MocT. Bp.
dun./Bbic. ckop.).

«  lapamemp 1-17 Voltage Filter Time Const (MocT. Bp. dun.
Hanpsax.).

«  [llapamemp 1-20 Motor Power (MoLHOCTb ABUratens).

«  lapamemp 1-22 Motor Voltage (HanpsixxeHue gBuratens).
«  [lapamemp 1-23 Motor Frequency (MactoTa gsuratens).

«  Tlapamemp 1-24 Motor Current (Tok gBuratens).

+  [lapamemp 1-25 Motor Nominal Speed (HomnHanbHas
CKOPOCTb ABUraTens).

+  [lapamemp 1-26 Motor Cont. Rated Torque (AnuTenoH.
HOM. MOMEHT ABUraTens).

«  [lapamemp 1-30 Stator Resistance (Rs) (ConpoTtusneHune
ctatopa (Rs)).

«  [lapamemp 1-33 Stator Leakage Reactance (X1)
(PeakT.conpoTtumBn.pacceaHma ctatopa(X1)).

+  [Mapamemp 1-35 Main Reactance (Xh) (OcHoBHOe
peakTnBHOE conpoTusnenue (Xh)).

«  lapamemp 1-37 d-axis Inductance (Ld) (MHpyKTMBHOCTb
no ocm d (Ld)).

«  lapamemp 1-38 g-axis Inductance (Lq) (MHpyKTMBH. No
ocu q (Lg)).

«  lapamemp 1-39 Motor Poles (Monioca gBuratens).

«  lapamemp 1-40 Back EMF at 1000 RPM (Mpotneo-3C
npwv 1000 06/MuH).

«  [Mapamemp 1-44 d-axis Inductance Sat. (LdSat)
(HacbiweHune nHaykTneH.no ocu d (LdSat)).

«  [Mapamemp 1-45 g-axis Inductance Sat. (LgSat)
(HacbiweHre NHAYKTMBHOCTY No ocu q (LgSat)).

«  lapamemp 1-46 Position Detection Gain (Ko3¢d. ycun.
06HapYyX. MONoXeHus).

»  [lapamemp 1-48 Current at Min Inductance for d-axis (Tok
NPV MUH. HOYKTUBHOCTU 1A ocu d).

«  [lapamemp 1-49 Current at Min Inductance for g-axis (Tok
NPy MVH. MHOYKTUBHOCTMW AN1A OCK Q).

«  [Mapamemp 1-66 Min. Current at Low Speed (MWH. TOK Ha
HW3KOW CKOPOCTH).

«  lapamemp 1-70 PM Start Mode (Pex. nycka PM).
«  lapamemp 1-72 Start Function (DyHKUMA 3anycKa).
«  lapamemp 1-73 Flying Start (3anyck ¢ xopaa).

«  lapamemp 1-80 Function at Stop (DyHKuMA Npn
ocCTaHoBe).

«  Tapamemp 1-82 Min Speed for Function at Stop [Hz]
(MuH.cK. a.dyHKLU. npu ocT. [Ty]).

«  [lapamemp 1-90 Motor Thermal Protection (Tennoas
3aluTa ABuratens).
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Danfilh

MporpammupoBaHue

Mapametp [Avnana3oH Mo Wcnonb3oBaHne
YMONYaHu1Io
«  Mapamemp 2-00 DC Hold/Motor Preheat Current (Tok
yAep»aHUA NocT. TOKOM/TOK Npefnyck. Harpesa
nBuraTens).
«  [Mapamemp 2-01 DC Brake Current (TOK TOPMO>KEHMSA MOCT.
TOKOM).
«  Mapamemp 2-02 DC Braking Time (Bpemsa TopmoXxeHunsA
NOCT. TOKOM).
«  [Mapamemp 2-04 DC Brake Cut In Speed (CkopocTb
BKJ1OY.TOPM.MOCT.TOKOM).
«  [lapamemp 2-10 Brake Function (DyHKUNA TOPMOXKEHWA).
«  [Mapamemp 4-14 Motor Speed High Limit [Hz]) (BepxHuin
npegen ckopoctu asuratens ().
«  [lapamemp 4-19 Max Output Frequency (Makc. BbIxogHas
yacToTa).
«  lMapamemp 4-58 Missing Motor Phase Function (DyHKUus
npu o6pbiBe dasbl ABMraTens).
«  Mapamemp 14-65 Speed Derate Dead Time Compensation
(KomneHcauma BpemeHn NpoCcToA NPY CHUXKEHUN HOM.
CKOpOCTN).
lMapamemp 0,12-110kBm/0,16-150 1. c. B Beegute MOLWHOCTb ABUraTens, ykasaHHYo Ha NacnopTHON
1-20 Motor COOTBETCTBUM | Tabnuuke.
Power C
(MowHocme TMNopasmepo
odsuzamerns)
lMapamemp 50-10008B B BBepuTe HanpsxeHVe aBuraTens, ykasaHHoe Ha NacnopTHOM
1-22 Motor COOTBETCTBUM | Tabnuuke.
Voltage C
(HanpsxeHue TUnopasmepo
dsuzamerns)
Mapamemp 20-400y B BeeawuTe yacToTy ABUraTens, ykasaHHyo Ha NacnopTHom
1-23 Motor Fre- COOTBETCTBUM | Tabnnuke.
quency c
(Hacmoma TMNopasmepo
dsuzamers)
lMapamemp 0,01-10000,00 A B BeepuTe TOK ABMraTens, ykasaHHbIi Ha NacNOpPTHOM
1-24 Motor Cur- COOTBETCTBMM | Tabnunuke.
rent (Tok C
dsuzameris) TUNopasmepo
lMapamemp 50-9999 06/muH B BeeaviTe HOMUHaNbHYIO CKOPOCTb ABUraTeNs, yKa3aHHYto Ha
1-25 Motor COOTBETCTBMU | MAcMopTHON Tabnnyke.
Nominal Speed c
(HomuHaneHas TMnopasmepo
cKopoCcme
odsuzamers)
lMapamemp 0,1-1000,0 H-m B STOT NapameTp AeNCTBYeT TONIbKO B TOM C/lyyae, ecnv gnsa
1-26 Motor COOTBETCTBUM | napamempa 1-10 Motor Construction (KoHcTpyKuna
Cont. Rated Tor- c [BUraTens) yCTaHOBMIEHbI 3HAUEHWA, BKITIOYAIOLLNE PEXKIM
que TUNopasmepao | aBuratena ¢ NOCTOAHHbIMU MarHMTamm.
(AnumernbH.
HOM. MOMeHM
dsuzameris)
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Danfilh

MporpammupoBaHue

MapameTtp [unanasoH Mo Wcnonb3oBaHue
YMONYaHu1Io

M3meHeHMe 3HaueHNA 3TOro napameTpa BAvsAeT Ha

YCTaHOBKY APYruX MapaMeTpoB.
lMapamemp 0-99,990 Om B YcTaHOBUTE 3HaUeHWe CONPOTUBAIEHMA cTaTopa.
1-30 Stator Re- COOTBETCTBUU
sistance (Rs) C
( TMnopasmepo
ConpomusneHu
cmamopa (Rs)).
Napamemp 0,000-1000,000 mH B BBepuTe 3HaueHMe NHAYKTUBHOCTM MO ocu d. Bo3bmuTe 310
1-37 d-axis In- COOTBETCTBUW | 3HAUEHME U3 NTUCTa TEXHNYECKNX XapaKTepPUCTUK ABUraTens C
ductance (Ld) c NOCTOAHHbBIMW MarHUTamu.
( TMnopasmepo
WHOykmueHoc
noocud (Ld))
lMapamemp 0,000-1000,000 mTH B BBepuTe 3HaueHMe NHOYKTUBHOCTM MO OCK Q.
1-38 g-axis In- COOTBETCTBUM
ductance (Lq) c
( TMnopasmepo
WHOyKkmueHocr
noocuq(Lg))
lapamemp 2-100 4 BesepuTe uncno nontocos asuratens.
1-39 Motor
Poles ([ontoca
odsuzameris)
lMapamemp 10-9000 B B JInHeliHOe cpefHeKBafpaTNYeCKOe 3HaYeHNe HanpAXKeHnA
1-40 Back EMF cootBeTcTBUM | Npotuo-34C npu 1000 06/MuH.
at 1000 RPM C
(Mpomuso-3/C TMNopasmepo
npu 1000 06/
MUH)
lNapamemp 0-100m 50m BeeauTe onuHy Kabens gBuratens.
1-42 Motor Ca-
ble Length
(AnuHa kabens
dsuzamers)
lMapamemp 0,000-1000,000 MTH B DTOT NapaMeTp COOTBETCTBYET MHAYKTUBHOCTU HaCbILEeHWA
1-44 d-axis In- cootBeTcTBUM | Ld. B maeane 3HaueHme 3TOro napameTpa coBnagaet co
ductance Sat. c 3HaueHvem B napamempe 1-37 d-axis Inductance (Ld)
(LdSat) Tmnopasmepo | (MHpykTmBHOCTL No ocm d (Ld)). OgHako ecnin nocTaBLWMK
(HacviweHue ABuratena npefocTaBu XapakTepuUCTUKM MHAYKTUBHOCTH,
UHOYKMUBH.NO BBEeAMTe 3HayeHwue, paBHoe 200 % HOMMHANbHOIO 3HaYeHuA
ocud (LdSat)) WHAYKTUBHOCTU.
lapamemp 0,000-1000,000 mTH B DTOT NapaMeTp COOTBETCTBYET MHAYKTUBHOCTU HacblLeHWA
1-45 g-axis In- cootBeTcTBUM | LQ. B ngeane 3HaueHmne 3Toro napameTpa coBnagaeT co
ductance Sat. C 3HaueHvem B napamempe 1-38 g-axis Inductance (Lq)
(LgSat) Tunopasmepo | (MHayKTMBHOCTbL No ocK g (Lq)). OgHako ecnn NocTaBLYMK
(HacwviweHue ABuratena npefocTaBU XapakTepuUCTUKN MHAYKTUBHOCTH,
UHOYKMuUBHOCM BBEAUTe 3HayeHwue, paBHoe 200 % HOMMHANbHOIO 3HaYeHNA

NHOYKTUBHOCTU.
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Mapametp [Awnana3oH Mo Wcnonb3oBaHue
YMONYaHu1Io

noocuq

(LgSat))

lMapamemp 20-200 % 100 % HacTpavBaeT BbICOTY TeCTOBOrO MMMy/bca B npoLecce

1-46 Position 0OHapyXeHWNA NONOXKEHUA NP NycKe.

Detection Gain

(Koagh. ycun.

0OHapyXx.

nosioxeHus)

lMapamemp 20-200 % 100 % BseauTe TOUKY HacblLEeHNA NHAYKTUBHOCTH.

1-48 Current at

Min Inductance

for d-axis (Tok

npu MUH.

UHOYKMUBHOCM

055 ocu d).

lMapamemp 20-200 % 100 % DTOT NapameTp onpenensaeT KPUBYIO HacbILWeHUA Ana

1-49 Current at 3HaYEHUN HAYKTUBHOCTY No ocu d- 1 . Npu 3HaueHnAX

Min Inductance 3Toro napametpa ot 20 o 100 % 3HayeHnAa NHAYKTUBHOCTN

for g-axis (Tok JINHENHO annpPOKCUMUPYIOTCA B COOTBETCTBMM C

npu MUH. napamempom 1-37 d-axis Inductance (Ld) (AHOYKTUBHOCTb NO

UHOYKMUBHOCM ocu d (Ld)), napamempom 1-38 g-axis Inductance (Lq)

0714 ocu q) (UnpykTrBHOCTL MO ocu q (Lq)), napamempom 1-44 d-axis In-
ductance Sat. (LdSat) (HacblweHune nHAYKTMBHOCTM no ocu d
(LdSat)) n napamempom 1-45 g-axis Inductance Sat. (LqSat)
(HacblweHne nHgyktmBHocTM no ocu q (LgSat)).

lMapamemp [0] Rotor Detection (O6Hapyx. [0] Rotor De- BbibepunTe pexxum 3anycka gBuratess ¢ NoCTOSHHbIMY

1-70 PM Start pomopa)[1] Parking tection MarHmTamm.

Mode (Pex. (OxudaHue) (O6Hapy.

nycka PM) pomopa)

Mapamemp [0] Disabled (3anpeweHo)[1] En- | [0] Disabled Ecnun TpebyeTcs, utobbl NpeobpasoBaTenb YacToThI

1-73 Flying abled (Pa3peweto) (3anpeweHo) | nopxeaTbiBan BpallaloWmiics apuratenb, Bblbepute [1] Ena-

Start (3anyck ¢ bled (Pa3pelueHo).

xo0a)

Mapamemp 0,05-3600,0 ¢ B Bpems pasroHa oT Hyna 4O HOMVHANbHOW YacToTbl,

3-41Ramp 1 COOTBETCTBUM | 3afaHHOW B napamempe 1-23 Motor Frequency (MactoTa

Ramp Up Time c asuratens).

(Bpems TMNopasmepo

pazeoHa 1)

lMapamemp 0,05-3600,0 c B Bpems 3amepneHmnaA cuntaeTca OoT HOMUHANbHON CKOPOCTYU

3-42 Ramp 1 COOTBETCTBUNW | ABuraTend, 3aaaHHoun B napamempe 1-23 Motor Frequency

Ramp Down C (YacToTa geuratens), go 0.

Time (Bpema TMNopasmepo

3ameoneHusa 1)

lMapamemp 0,0-400,0 'y 00rly BBeaute HUXXHWIA Npefen CKOPOCTY BpaLLeHUs.

4-12 Motor

Speed Low Limit

[Hz] (HuxHut

npedesn

cKkopocmu

osueamens

[Tul)
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MporpammupoBaHue

MapameTtp

OnanasoH

Mo
YMONYaHuIo

Mcnonb3oBaHue

lMapamemp
4-14 Motor
Speed High
Limit [Hz]
(BepxHuti
npeden
cKkopocmu
odsueamens
[Tul)

0,0-400,0 'y

100,0 Iy

BBegute BepxHuMin Npeaen CKOPOCTU BpaLLeHus.

lMapamemp
4-19 Max Out-
put Frequency
(Makc.
8bIXOOHASA
yacmoma)

0,0-400,0 'y

100,0 Iy

BBeauTe 3HaUeHME MaKCMMaribHOW BbIXOAHOWM YacToTbl. Ecnn
B napamempe 4-19 Max Output Frequency (Makc. BbIxogHas
YyacToTa) YCTAaHOBJIEHO MeHblLUEe 3HaUeHME, Yem B
napamempe 4-14 Motor Speed High Limit [Hz] (Bepx. npepen
cKkop. auratens [u]), 3HaueHne napamempa 4-14 Motor
Speed High Limit [Hz] (Bepx. npeaen ckop. asuratens [u])
aBTOMaTMYeCKM YCTaHaB/MBAETCA PaBHbIM 3HAUYEHMIO
napamempa 4-19 Max Output Frequency (Makc. BbixogHas
yacroTa).

lMapamemp
30-22 Locked
Rotor Detection
(Onpeden.
6710KUp.
pomopa)

[0] Off (Bbikn.)[1] On (Bkn.)

[0] Off (Bbikn.)

lMapamemp
30-23 Locked
Rotor Detection
Time [s] (Bpema
onpeodern.
6s10KUp.
pomopa [c])

0,05-1,00c

0,10c

4.2.5 OyHkuma Changes Made (BHeceHHble n3meHeHMA)

B meHio Changes Made (BHeceHHble n3mMeHeHUA) 0TobpaXkaloTcA BCe MapameTpbl, KOTOpble ObIN M3MEHEHbI MO CPABHEHUIO C
HaCTPOMKaMu MO YMONYaHMIO.

. B 3TOM Ccnucke nokasaHbl TONbKO napamMeTpbl, KOTOpble 6blAV USMEHEHDBI B U3MEHAEMOM B HacToALlee BpemA Ha6ope.

. I'Iapameprl, KOTOpbIe 6bInn C6pOUJeHbI K 3Ha4eHNAM NOo YMONYaHUIO, HE YKa3aHbl.

«  CoobuieHne Empty (MycTo) yKa3blBaeT, UTO N3MEHEHHbIX MapaMeTPOB HeT.

4.2.6 VIameHeHMe HacTpoeK NapameTpoB

Mpouepypa

1. [naBxopa B 6bicTpoe MeH1o HaxnManTe KHomKy [Menu] (MeHto) Ao nepemelleHna MHAMKATOPa Ha AUCHee Ha BapyaHT

Quick Menu (BbicTpoe MeH10).

2. Cnomolyblo KHOMOK CO cTpenikamu [+] [v] BbIGepUTe MacTep HaCTPOMKM, HACTPOIKY 3aMKHYTOFO KOHTYpa, HaCTPOMNKY
ABUraTena uiav NPOCMOTP BHECEHHbIX N3MEHEHWIA.

©® NoUn e W

HaxmuTe [OK].
[na nepexofa Mexgy napameTpamu B ObICTPOM MEHIO HaXKMMaWTe KHOMKKM o cTpenkamu [a] [v].

YTo6bl BbIOpaTh NapameTp, HaxkmuTe KHonky [OK].

YT106bI NPMHATL HOBOE 3HaueHUne, HaxmuTe KHomnKy [OK].

(TmaBHOe MeHI0) No3BonAeT nepenTt B [NaBHOE MeHI0.

[nA n3meHeHWA 3HaYeHUA NapaMeTpa HaXxumamnTe KHOMKKU Co cTpenkamm [2] [7].

[lBoHoe HaxkaTune KHonku [Back] (Hazag) no3sonset nepeintu B MeHto CoCTosAHME, a HaxaTune KHonkn [Main Menu]
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4.2.7 ﬂ,OCTyI'I KO BCEM MapamMeTpam C NOMOLbIO rMaBHOIro MeHO

Npoueaypa

1.

NowusWN

HaxunmanTe kHonky [Menu] (MeH10) o nepemelleHnsa nHAnKaTopa Ha gucnnee Ha BapnaHT Main Menu (naBHoe meH10).
[na nepexofa mexay rpynnamMmm napameTpoB NCMONb3yTe KHOMKU CO cTpefikamu [a] [¥].

YTo6bl BbIOpaTh rpynny napameTpoB, HaxxmuTe KHonky [OK].

[nAa nepexofa mexay napameTpamm B rpynne UCNosb3ynTe KHOMKM co cTpenkamm [a] [v].

YT06bI BbIOpaTh NapameTp, HaxkmuTe KHonKy [OK].

[nAa ycTaHOBKIW/M3MEHeHNA 3HauUeHWA napameTpa UCNONb3ynTe KHOMKK CO cTpenkamu [a] [v].

YT06bI NPVHATL HOBOE 3HaueHue, HaxmuTe KHonky [OK].
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VLT® HVAC Basic Drive FC 101

PykoBoacTBO No aKcnayaTaymnm

Danfilh

MpepynpexxaeHna n aBapuiHble
CUrHanbl

5 MNpepynpexaeHnAa n aBapuinHbie CUrHanbl

5.1 MNepeueHb npegynpexxaeHnin N aBapunHbIX CUrHaNoB

Ta6nuua 19: MpeaynpexaeHna n aBapuinHble CUrHabl

Homep Homep | Tekct Mpepyny | ABapw | OTknioye | MNpuymHa oTKasa
Heucnp. 6uTa own6KN curHal c
aBapUIiH! 6nokupo
curHana/
npepynp:
2 16 OwwnbKa Hyna X X - Curnan Ha knemme 53 nnu 54 meHblue, yem 50 % ot
3HayeHus, BbICTaBNIEHHOIO B napamempe 6-10 Terminal
53 Low Voltage (Knemma 53, HU3KOE HanpsKeHUe),
napamempe 6-12 Terminal 53 Low Current (Knemma 53,
HWU3KWIA TOK), napamempe 6-20 Terminal 54 Low Voltage
(Knemma 54, HM3KOe HanpsaXkeHune) unu napamempe 6-22
Terminal 54 Low Current (Knemma 54, H1u3Kuin TokK). Cm.
Takxe epynny napamempos 6-0* Analog I/0 Mode (Pexxnm
aHaJIoroBbIX BXOA0B/BbIXOA0B).
4 14 O6pbiB da3bl X X X MoTepa pasbl Ha CTOPOHE NUTAHWA MW CITULLKOM
60nbluas aCMMMeTPUA HanpsieHnA NuTaHus. MpoBepbTe
Hanps)xeHune nutaHua. Cm. napamemp 14-12 Function at
Mains Imbalance (DyHKUMA Npy acMMMeTpUN ceTn).
7 11 MpeBbiw. X X - Hanpsa)keHne B 3BeHe NOCTOAHHOIO TOKa MpeBbILlaeT
HanpsX. NocT. npegenbHoOe 3HayeHue.
T.
8 10 [MoHWX. X X - Hanpsa)keHne B Lenn NOCTOAHHOIO TOKa NajaeT HuKe
HanpsX. NocT. 3HayeHua, Npu KoTopom popmmpyeTca
T. npegynpexaeHre o HU3KOM HanpsaKeHnU.
9 9 MNeperpyska X X - [nutenbHana Harpyska, npesbiwatowwasn nonnyo (100 %).
MHBepTOpa
10 8 STP:neper.nBv X X - MNeperpes aABuratens ns-3a Harpy3sKu, NnpesbiwaoLLen
nonryio (100 %) HarpysKy, B Te4UeHne AnnTenbHoro
BpemeHu. Cm. napamemp 1-90 Motor Thermal Protection
(Tennosas 3awuTa gBuratens).
1 7 MNeperpes X X - O6pbiB B TEPMUCTOPE UMK B LIENU €ro noaknoueHus. Cm.
ABWrar. napamemp 1-90 Motor Thermal Protection (Tennosan
3alnTa ABuratens).
13 5 MpeBbiw. X X X MpeBblWweH Npegen NMKOBOro TOKa MHBepPTOpaA.
TOKa
14 2 Mpo6oit Ha - X X 3amblKaHMe BbIXoHbIX ¢pa3 Ha 3emrito.
3em.
16 12 KopoTk. - X X KopoTKkoe 3amblKaHve B ABUraTene uan Ha ero KneMmmax.
3aMblKaH.
17 4 HeT cBAsmn ¢ X X - HeT cBA3M ¢ npeobpasoBatenem yactotbl. CMm. epynny
ny napamempos 8-0* General Settings (ObLine HaCTPOIKK).
24 50 BHewwH. X X - BeHTunsTOp pagnatopa oxnaxkaeHus He paboTtaeT
BEHTWJ. (tonbko B 6nokax 400 B, 30-90 kBT).
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VLT® HVAC Basic Drive FC 101

PykoBoacTBO No aKkcnayataymnm

Danifi

MpepynpexxaeHna n aBapuiHble
CUrHanbl

Homep | Homep | Tekct Mpenyny | ABapy | OTkniove | MpuunHa oTkasa
Heucnp 6uta owmno6Kmn curHal c
aBapUNH: 6n0Kknpo
curHana/
npepynp:
30 19 O6pbiB da3bl - X X OtcyTtctByeT dpasa U gauratens. MNposepbTe dpasy. Cm.
U napamemp 4-58 Missing Motor Phase Function (DyHKuus
npuv obpbiBe da3bl ABMraTens).
31 20 O6pbiB da3bl - X X OtcyTtcTyeT dpasa V gsuratens. [posepbte pasy. Cm.
\ napamemp 4-58 Missing Motor Phase Function (DyHKuusa
npu o6pbiBe dasbl ABMraTens).
32 21 O6pbiB dasbl - X X OtcyTcTByeT dasa W asuratens. Mposepbte dasy. Cm.
W napamemp 4-58 Missing Motor Phase Function (OyHKunA
npuv obpbiBe da3bl ABMraTens).
38 17 BHyTpeHHuN - X X O6patnTech K NocTaBLyuKy obopynosaHus Danfoss.
oTKa3
44 28 Mpo6oii Ha - X X 3amblKaHMe BbIXOAHbIX $pa3 Ha 3eMJ1t0 C MCMOJIb30BaHMEM
3em. 3HaueHuA u3 napamempa 15-31 InternalFaultReason
(MpuunHa BHYTpeHHero c60s) (€CN BO3MOXHO).
46 33 MNut-e - X X Huviskoe ynpasnsiolee HanpskeHne. ObpaTutechb K
cun.nnatbl nocrasLuKy obopynosaHusa Danfoss.
47 23 Hun3koe 24 B X X X Bo3MOXKHO, Nneperpy»keH BHELWHUIN pe3epBHbIN MCTOUYHUK
nutaHmA 24 B nocT. Toka.
50 - Kanmbposka - X - O6paTunTech K NocTaBLmKy o6opyaoBaHus Danfoss.
AA[
51 15 AA[ Un- - X - HenpasnnbHO yCTaHOBJIEHbI 3HAYEHWA HaNPAXKEHWA,
om,Inom TOKa 1 MoLHOCTY fABuraTens. [MpoBepbTe HAaCTPOMKU.
52 - AAL:man. - X - Cnnwkom man Tok gauratens. lNposepbTe HACTPOMKN.
IHOM
53 - AAL:Benuk - X - CnuLIKOM MOLLHbIN ABMraTeNb ana BbinonHeHns AAL.
asur
54 - AAL:man.gBur - X - CAnWKoOM MaioOMOLLHBIN ABUraTeNb A5 BbIMONHEHNA
AAL.
55 - Ownanas. nap - X - O6Hapy»KeHo, YTO 3HaYeHMWsA NapaMeTPoB,
AAL YCTaHOBJIEHHbIX A1A ABUraTesia, HaXo4ATCA BHE
AONYCTMbIX NPeAenos.
56 - AAL - X - AA[ 6bina npepBaHa Nosib3oBaTeNeM.
npepsaHa
57 - Tarmayt AA[ - X - MosTopsiiTe 3anyck AA[l o Tex Nop, NoKa oHa He bygeT
3aBepLueHa.
YBEAOOMINDEHMWE
MoBTOpHbIE 3anyCcKy MOTyT MPUBECTU K HarpeBy
ABUraTena 4o ypoBHs, Npy KOTOPOM YBeNMY/BaoTCA
conpotumsnenuns R n R,. OgHako B 60nblUMHCTBE
CJlyyaeB 3TO HeCyLLeCTBEHHO.
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VLT® HVAC Basic Drive FC 101

PykoBoacTBO No aKcnayataymnm

Danfilh

MpepynpexxaeHna n aBapuiHble
CUrHanbl

Homep Homep | Tekct Mpepyny | ABapw | OTkntoye | MNMpuumHa oTKasa
Heucnp. 6uTa own6Kn curHal c
aBapUIH! 6nokupo
curHana/
npepynp
58 - AAL:BHYTP. X X - O6paTnTech K NocTaBLuKy obopynosaHuma Danfoss.
59 25 Mpenen Toka X - - Tok aBuratens 6onblue 3HaUEHUsA, YCTAHOBNIEHHOTO B
napamempe 4-18 Current Limit (NMpepen Toka).
60 44 BHewHAA - X - AKTUBU3MPOBaHa BHeLIHAA 6110K1poBKa. YTobbl
6NOKMpPOBKa BO306HOBMTb HOpMaJibHyto paboTy, noganTe 24 B nocT.
TOKa Ha KJjieMMy, 3anporpamMmMUpPOBaHHYI0 1A BHELLHEeN
6510KMPOBKY, 1 BbINONHUTE cOpoC NpeobpasosaTtens
YacToTbl (Uepe3 nocnefoBaTeNbHYIO CBA3b, B pEXMMe
LUnPpPoBOro BXoAa/BbIXoaa UK HaxaTnem KHonku [Reset]
(C6poc) Ha NnaHenu ynpasneHns).
66 26 Huskas X - - 370 NpepynpexaeHrie OCHOBbIBAaETCA Ha MOKa3aHMAX
TeMM.pagmaTo JaTumka Temnepatypbl Mogyna IGBT (B 6nokax 400 B 30—
90 kBT (40-125 n. c.) n 600 B).
69 1 Temn. X X X Temnepatypa AaTuvika CMI0BOI NMIaTbl MUTAHUA
cun.nnatbl npeBblLIaeT MO0 BEPXHUIA, MO0 HYXKHWIA Npeaen.
70 36 Hepnon. - X X MnaTa ynpaBneHuA n cnnosas niarta nuTaHuA
KoH.FC HeCOBMeCT/MbI.
79 - Hepon. koH. X X - BHyTpeHHMI oTKa3. O6paTuTech K NOCTaBLYUKY
CUSIOBOTO o6opyposaHusa Danfoss.
6noka
80 29 MpuBopa - X - Bce 3HaueHVA NnapameTpoOB YCTaHOBNEHbI B COOTBETCTBUN
WHMLMan. C HaCTpoMKamu MO YMOMUYaHuto.
87 47 ABTOM. X - - MpeobpasoBaTesib YaCTOTbI BbINOHAET aBTOMATNYECKOe
TOPMOXeHue TOPMOKEHME NMOCTOAHHbBIM TOKOM.
MOCT. TOKOM
95 40 O6pbiB X X - KpyTALWMiA MOMEHT OKa3blBaeTCA HXKe 3HaueHus,
pemHs 3a[1aHHOTO AN COCTOAHMA C OTCYTCTBMEM Harpy3Ku, 4to
yKasblBaeT Ha 06pbIB peMHs. CM. epynny napamempos
22-6* Broken Belt Detection (O6Hapy»keHue obpbiBa
peMHs).
126 - BpauieHune - X - Bbicokoe HanpsxxeHne npotneo-3[1C. OctaHOBUTE poTOp
ABuratens ZABUraTens ¢ NOCTOAHHbIMU MarHUTamMu.
200 - MoxapHbin X - - Pex<um noxapHow TpeBoru akTMBN3NPOBaH.
pexnm
202 - Mpes.npa. X - - B TeueHme noxkapHoOro pexxrma npekpaLleHo fgencrene
XK. PXK. OAHOrO NN HECKOMbKUX CUTHAIOB OTMEHbI rapaHTUN.
250 - Hosas - X X VICTOYHWK NUTAHWA MM UMNYTIbCHBIA NCTOYHUK NATAHNA
3an4yactb 3ameHeH (B 6nokax 400 B, 30-90 kBT (40-125 n. c.) n 600
B). O6patuTtech Kk noctaBwunky obopynosaHua Danfoss.
251 - HoBbil Kog - X X Mpeob6pasoBaTenb YacTOTbl UMEET HOBbIV KOZ TUMa (B
™Mna 6nokax 400 B, 30-90 kBT (40-125 n. c.) n 600 B).
O6paTnTech K nocTaBLuKy obopynosaHma Danfoss.
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VLT® HVAC Basic Drive FC 101 M

PykoBopacTBO No 3KCnayaTauum TexHMuecKne xapakTepucTuKkin

6 TexHNYecKne xapakTepucTmku
6.1 NMunTaHme ot cetu

6.1.1 3 x 200-240 B nep. ToKa

Ta6nuua 20: 3 x 200-240 B nep. ToKa, 0,25-7,5 kBT (0,33-10 n. c.)

MNpeo6pa3oBaTenb YacTOTbl PK25 PK37 PK75 P1K5 P2K2 P3K7 P5K5 P7K5

TunnyHas BbIXxoaHasA 0,25 0,37 0,75 1,5 2,2 3,7 55 7,5
MOLLHOCTb Ha Bany [KBT]

TunuyHana BbIXxoaHasA 0,33 0,5 1,0 2,0 3,0 50 7,5 10,0
MOLLHOCTb Ha Bany [n. c.]

Knacc 3awutbl kopnyca 1P20 H1 H1 H1 H1 H2 H3 H4 H4
Makc. nonepeyHoe ceueHue 4(10) 4(10) 4(10) 4(10) 4(10) 4(10) 16 (6) 16 (6)

Kabens B Knemmax (ceTb,
nBUraTesb) [Mm2 (AWG)]

BbixofHOI TOK, TemnepaTypa okpy»atoLeii cpeabl 40 °C (104 °F)

HenpepbisHbin (3 x 200-240 B) 1,5 2,2 4,2 6,8 9,6 15,2 22,0 28,0
[A]
MpepbiBUCTDLIN (3 X 200-240 B) 1,7 2,4 4,6 7,5 10,6 16,7 24,2 30,8
[A]

Makc. BXogHOW TOK

HenpepbiBHbin 3 x 200-240 B 11 1,6 2,8 5,6 8,6/7,2 14,1/12,0 | 21,0/18,0 | 28,3/24,0
[A]

MpepbiBUCTBIN (3 X 200-240 B) 1,2 1,8 31 6,2 9,5/7,9 15,5/13,2 | 23,1/19,8 | 31,1/26,4
[A]

MakcumanbHbI TOK CeTeBbIX Cm. 3.2.4.5 PekomeHpaUmMm N0 NpefoxpaHUTeNaM 1 aBTOMaTUYeCKMM BbiK/0YaTenam.
npepoxpaHuTenen

PacyeTHble noTepy MOLLHOCTH 12/14 15/18 21/26 48/60 80/102 97/120 182/204 229/268
[BT], nyywmin/TunuyHbIn
BapuaHt"

Macca, kopnyc ¢ 3awuton IP20, | 2,0(44) | 20(44) | 2044 | 21(46) | 3475 | 4509 | 790174 | 79(174)
[Kr (PyHT)]

KA [%], nyywmin/TunnyHbin 97,0/96,5 | 97,3/96,8 | 98,0/97,6 | 97,6/97,0 | 97,1/96,3 | 97,9/97,4 | 97,3/97,0 | 98,5/97,1
BapuaHT??

BbixofHoI TOK, TemnepaTypa okpy»atoLyeii cpeabl 50 °C (122 °F)

HenpepbisHbIn (3 x 200-240 B) 1,5 1,9 3,5 6,8 9,6 13,0 19,8 23,0
[A]
MpepbiBUCTbIN (3 X 200-240 B) 1,7 2,1 3,9 7,5 10,6 14,3 21,8 253
[A]

' icnonb3ytoTca Npu pacyeTe cMCTeMbl OXNaxeHnA NnpeobpasosaTena YacToTbl. ECiv yactoTa KOMMyTaLmuy NpeBbiLIaeT yCTaHOBAEHHYI0 MO
YMOJYaHMI0, BO3MOXEH CYLLEeCTBEHHbIN POCT noTepb. [prBefeHHbIe faHHbIE YUNTbIBAIOT MOLHOCTb, NoTpebnsemyto LCP 1 TunosbiMn nnatamm
ynpasneHus. [laHHble 0 NOTePsAX MOLHOCTU B cooTBeTCTBUN € EN 50598-2 cm. Ha Beb-canTte DanfossMyDrive® ecoSmartTM.

2 KNMO n3mepseTtca npyv HOMUHaNbHOM Toke. Knacc sHeproadpdpeKTMBHOCTH cM. B 6.4.13 YcoBursa oKpyKatoLel cpebl. [loTepu npu yacTuyHom
Harpy3ske cMm. Ha caiite DanfossMyDrive® ecoSmartTM.

Danfoss A/S © 2019.11 AQ275641848264ru-000101 / 132R0078 | 65


http://ecosmart.danfoss.com/#/app/intro
http://ecosmart.danfoss.com/#/app/intro

VLT® HVAC Basic Drive FC 101

PykoBoacTBO No aKcnyatayum

Danfilh

TexHMYecKne xapakTepucTuKkin

Ta6nuua 21: 3 x 200-240 B nep. ToKa, 11-45 kBT (15-60 n. c.)

MNpeo6pa3oBaTenb YacTOTbl P11K P15K P18K P22K P30K P37K P45K
TunnyHasa BbIXoAHaA MOLWHOCTb 11,0 15,0 18,5 22,0 30,0 37,0 45,0
Ha Bany [KBT]

TunuyHasa BbIXoAHaA MOLHOCTb 15,0 20,0 25,0 30,0 40,0 50,0 60,0
Ha Bany [n. c.]

Knacc 3awmTbl Kopnyca IP20 H5 H6 H6 H7 H7 H8 H8
Makc. nonepeyHoe ceyeHmne 16 (6) 35(2) 35(2) 50(1) 50(1) 95 (0) 120 (4/0)
Kabens B Knemmax (ceTb,

nsuratens) [Mm2 (AWG)]

BbixogHoOI TOK, TeMnepaTtypa okpy»Katowen cpepbl 40 °C (104 °F)

HenpepbiBHbIii (3 x 200-240 B) 42,0 59,4 74,8 88,0 115,0 143,0 170,0
[A]

MpepbiBUCTbIN (3 X 200-240 B) [A] 46,2 65,3 82,3 96,8 126,5 157,3 187,0
Makc. BXogHoOW TOK

HenpepbiBHbIii 3 x 200-240 B [A] 41,0/38,2 52,7 65,0 76,0 103,7 127,9 153,0
MpepbiBUCTbIN (3 X 200-240 B) [A] | 45,1/42,0 58,0 71,5 83,7 1141 140,7 168,3
MakcrmanbHbI TOK CeTeBbIX Cm. 3.2.4.5 PekomeHaaumy No NpefoxpaHUTeNiaM Y aBTOMaTUYeCKMM BblKYaTeNsam.
npefoxpaHuTenen

PacueTHble noTepun moLHOCTY 369/386 512 697 879 1149 1390 1500
[BT], nyywmin/TunuyHbin

BapuaHT™"

Macca, kopnyc ¢ 3awuTton 1P20, 9,5(20,9) 24,5 (54) 24,5 (54) 36,0(79,4) | 36,0(79,4) 51,0 51,0
[Kr (dyHT)] (112,4) (112,4)
KA [%], nyywmn/Tunnynblin 97,2/97,1 97,0 97,1 96,8 97,1 971 97,3
BapuaHT®

BbixopHoI TOK, TeMnepaTypa okpy»<atowien cpefbi 50 °C (122 °F)

HenpepbiBHbin (3 x 200-240 B) 33,0 41,6 52,4 61,6 80,5 100,1 119
(Al

MpepbiBUCTLIN (3 X 200-240 B) [Al 36,3 45,8 57,6 67,8 88,6 110,1 130,9

' icnonb3ytoTca Npu pacyeTe cMCTeMbl OXNaxeHnA NnpeobpasosaTtena YacToTbl. ECnv yactoTa KOMMyTaLmMy NpeBbiLaeT yCTaHOBAEHHYIO MO
YMOYaHWI0, BO3MOXEH CYLLEeCTBEHHDBIN POCT NOTepb. [prBefeHHbIE AaHHbIE YUMTbIBAIOT MOLLHOCTb, NoTpebnsemyto LCP 1 TnosbiMu nnatamu
ynpasneHus. [laHHble 0 NOTepsAX MOLWHOCTY B cootBeTcTBUM ¢ EN 50598-2 cm. Ha Beb-caiite DanfossMyDrive® ecoSmartTM.

2 KNMO n3mepsetca npyv HOMUHaNbHOM Toke. Knacc sHeproadpdekTmBHOCTH cM. B 6.4.13 YcoBura oKkpyKatoLeln cpefbl. [loTepu npu yacTuyHom
Harpy3ske cM. Ha caiite DanfossMyDrive® ecoSmartTM.

6.1.2 3 x 380-480 B nep. ToKka

Ta6nuua 22: 3 x 380-480 B nep. Toka, 0,37-15 KBT (0,5-20 n. c.), Kopnyca pasmepa H1-H4

Mpeo6pasoBatesnb YacTOThI

PK37 PK75

P1K5

P2K2

P3KO0 P4KO0

P5K5

P7K5

P11K

P15K

TunnyHasa BbIXOAHaA MOLLHOCTb
Ha Bany [KBT]

0,37 0,75

1,5

2,2

3,0 4,0

55

7,5

11,0

15,0
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VLT® HVAC Basic Drive FC 101

PykoBoacTtBO No aKkcnayataymum

Danifi

TexHnueckue xa PaKTepnCTNKN

MNpeo6pa3oBaTenb YacToTbl PK37 PK75 P1K5 P2K2 P3Ko P4Ko P5K5 P7K5 P11K P15K
TunnyHana BbIXOAHAA MOLHOCTb 0,5 1,0 2,0 3,0 4,0 50 7,5 10,0 15,0 20,0
Ha Bany [n. c.]

Knacc 3awmTbl Kopnyca IP20 H1 H1 H1 H2 H2 H2 H3 H3 H4 H4
Makc. nonepeyHoe ceueHue 4(10) | 4(10) | 4(10) | 4(10) | 4(10) | 4(10) | 4(10) | 4(10) 16 (6) 16 (6)
kabensa B Knemmax (ceTb,

nBuraTesnb) [Mm2 (AWG)]

BbixofHO TOK, TemnepaTypa okpy»atoLeii cpeabl 40 °C (104 °F)

HenpepbisHbin (3 x 380-440 B) 1,2 2,2 3,7 53 7.2 9,0 12,0 15,5 23,0 31,0
[A]

MpepbiBUCTBIN (3 X 380-440 B) 13 24 4,1 58 79 9,9 13,2 171 25,3 34,0
[A]

HenpepbiBHbiii (3 x 441-480 B) 1,1 2,1 34 4,8 6,3 8,2 11,0 14,0 21,0 27,0
[A]

MpepbiBUCTbIN (3 X 441-480 B) 1,2 23 3,7 53 6,9 9,0 12,1 15,4 23,1 29,7
[A]

Makc. BXogHoOI TOK

HenpepbiBHbIii (3 x 380-440 B) 1,2 2,1 35 4,7 6,3 83 11,2 15,1 22,1 29,9
[A]

MpepbiBUCcTbIN (3 X 380-440 B) 1,3 23 39 52 6,9 9,1 12,3 16,6 24,3 32,9
[A]

HenpepbisHbin (3 x 441-480 B) 1,0 1,8 29 39 53 6,8 9,4 12,6 18,4 24,7
[A]

MpepbiBUCTBIN (3 X 441-480 B) 1,1 2,0 32 43 58 7,5 10,3 13,9 20,2 27,2
[A]

MaKcrManbHbI TOK CETEBbIX

Cm. 3.2.4.5 PekomeHAaLMV N0 NPeioXPaHUTENAM 11 aBTOMATUYECKUM BbIKAOYATENAM.

npepoxpaHuTenen

PacueTHble noTepn MOLWHOCTH 13/15 16/21 46/57 | 46/58 | 66/83 | 95/118 | 104/13 | 159/19 | 248/27 | 353/37
[BT], nyywmin/TunuyHbin

BapuaHt

Macca, kopnyc c 3awuton IP20, 2,0 2,0 2,1 3,3 3,3 3,4 43 4,5 7.9 7.9
[kr (pyHT)] (4,4) (4,4) (4,6) (7,3) (7.3) (7,5) (9,5) 99 | (174 | (174
KN4 [%], nyywmin/TMnnyHblin 97,8/97 | 98,0/97 | 97,7/97 | 98,3/97 | 98,2/97 | 98,0/97 | 98,4/9¢ | 98,2/97 | 98,1/97 | 98,0/97
BapuaHT??

BbixofHol TOK, TemnepaTypa okpy»atoLeii cpeabl 50 °C (122 °F)

HenpepbiBHbIii (3 x 380-440 B) 1,04 1,93 37 4,85 6,3 8,4 10,9 14,0 20,9 28,0
[A]

MpepbiBUCTBIN (3 X 380-440 B) 1,1 2,1 4,07 54 6,9 9,2 12,0 15,4 23,0 30,8
[A]

HenpepbiBHbin (3 x 441-480 B) 1,0 1,8 3,4 4,4 55 7,5 10,0 12,6 19,1 24,0
[A]
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PykoBoacTBO No aKcnayataymum

Danfilh

TexHMYecKne xapakTepucTuKkin

Mpeo6pasoBatesnb YacTOThI

PK37 PK75 P1K5 P2K2

P3KO0

P4KO0

P5K5

P7K5 P11K P15K

MpepbiBUCTbIN (3 X 441-480 B)
[A]

2,0 3,7 4,8

6,1

83

11,0 13,9 21,0 26,4

' Micnonb3ytoTca Npuw pacyeTe CUCTEMbI OXNaxaeHna npeobpasosBaTens YacToTbl. ECn yacToTa KOMMyTaUMmW NPeBbIWaeT YCTaHOBEHHYIO MO
YMOJTYaHWI0, BO3MOKEH CYLLECTBEHHBI POCT NoTepb. [priBeAeHHbIE AaHHbIE YUNTbIBAIOT MOLYHOCTb, NoTpebnaemyto LCP 1 TnoBbiMu nnatamm
ynpasneHua. [laHHble 0 NoTepsAX MOLHOCTM B cooTBeTCTBUM € EN 50598-2 cMm. Ha Beb-caiiTe DanfossMyDrive® ecoSmartTM.

2 TUNMUYHBI: B YCIOBKAX, NPeAYCMOTPEHHbBIX HOMUHANbHbIMU NapameTpamu. Jlyylunin BapraHT: UCMOMb3yOTCA ONTUMaNbHbIe YCII0BUA, Hanpumep
60s1ee BbICOKOE BXOAHOE HamnpAXeHWe 1 HA3Kaa YacToTa KOMMYyTaLuu.

Ta6nuua 23: 3 x 380-480 B nepem. Toka, 18,5-90 KBT (25-125 n. c.), Kopnyca pasmepa H5-H8

MNpeo6pa3oBaTenb YacTOTbl P18K P22K P30K P37K P45K P55K P75K P90K
TunuyHasa BbIXOAHaA MOLWHOCTb 18,5 22,0 30,0 37,0 45,0 55,0 75,0 90,0
Ha Bany [KBT]

TunnyHas BbIXoAHAsA MOLLHOCTb 25,0 30,0 40,0 50,0 60,0 70,0 100,0 125,0
Ha Bany [n. c.]

Knacc 3awmTbl Kopnyca IP20 H5 H5 H6 H6 H6 H7 H7 H8
Makc. nonepeyHoe ceueHuve 16 (6) 16 (6) 35(2) 35(2) 35(2) 50 (1) 95 (0) 120 (250
Kabena B Knemmax (ceTb, MCM)
psuratenb) [Mm2 (AWG)]

BbixogHoI TOK, TeMnepaTtypa okpy»Katowen cpeabl 40 °C (104 °F)

HenpepsbiBHbIii (3 x 380-440 B) 37,0 42,5 61,0 73,0 90,0 106,0 147,0 177,0
[A]

MpepbiBUCTbIN (3 X 380-440 B) 40,7 46,8 67,1 80,3 99,0 116,0 161,0 194,0
[A]

HenpepbiBHbIn (3 X 441-480 B) 34,0 40,0 52,0 65,0 80,0 105,0 130,0 160,0
[A]

MpepbiBUCTDLIN (3 X 441-480 B) 374 44,0 57,2 71,5 88,0 115,0 143,0 176,0
[A]

Makc. BXogHOW TOK

HenpepbiBHbii (3 X 380-440 B) 35,2 41,5 57.0 70,0 84,0 103,0 140,0 166,0
[A]

MpepbiBUCTDLIN (3 X 380-440 B) 38,7 45,7 62,7 77,0 92,4 113,0 154,0 182,0
[A]

HenpepbiBHbin (3 x 441-480 B) 29,3 34,6 49,2 60,6 72,5 88,6 120,9 142,7
[A]

MpepbiBUCTDLIN (3 X 441-480 B) 32,2 38,1 54,1 66,7 79,8 97,5 132,9 157,0
[A]

MaKcmanbHbI TOK CeTEBbIX Cm. 3.2.4.5 PekomeHJaumnm No NpefoxXpaHNTENAM 1 aBTOMATMYECKMM BbIKOYaTENAM.
npepoxpaHnTenen

PacueTHble noTepn MOLHOCTMN 412/456 | 475/523 733 922 1067 1133 1733 2141
[BT], nyywnin/TunuyHbin

BapuaHT™

Macca, kopnyc ¢ 3awuton IP20, | 9,5(20,9) | 9,5(20,9) | 24,5(54) | 24,5(54) | 24,5(54) 36,0 36,0 51,0(112,4)
[Kr (dyHT)] (79,4) (79,4)
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PykoBoacTtBO No aKcnayataymm

Danifi

TexHMuecKne xapakTepucTuKku

MNpeo6pasoBaTenb YacTOTbl P18K P22K P30K P37K P45K P55K P75K P90K
KNAa [%], ny4ywmin/TunnyHbin 98,1/97,9 | 98,1/97,9 97,8 97,7 98 98,2 97,8 97,9
BapuaHT?

BbixogHoW TOK, TemnepaTypa oKpy:katoLen cpeabl 50 °C (122 °F)

HenpepbiBHbIii (3 x 380-440 B) 34,1 38,0 48,8 58,4 72,0 74,2 102,9 1239
[A]

MpepbiBUCTbIN (3 X 380-440 B) 37,5 41,8 53,7 64,2 79,2 81,6 113,2 136,3
[A]

HenpepbisHbin (3 x 441-480 B) 31,3 35,0 41,6 52,0 64,0 73,5 91,0 112,0
[A]

MpepbiBUCTbIN (3 X 441-480 B) 34,4 38,5 45,8 57,2 704 80,9 100,1 123,2
[A]

' icnonb3ytoTca Npu pacyeTte cMcTeMbl OXNaxaeHnA npeobpasosatena yactoTbl. ECiv yactoTa KOMMyTaLuy NpeBbilIaeT yCTaHOBNEHHYI0 MO
YMOJIUYaHWI0, BO3MOXEH CyLeCTBEHHbIN POCT NnoTepb. MprBeaeHHble AaHHbIE YUUTHIBAIOT MOLLHOCTb, NoTpebnaemyto LCP 1 TunoBbiMm nnatamu
ynpasneHus. [laHHble 0 NoTepAX MOLHOCTY B cooTBeTcTBUM € EN 50598-2 cm. Ha Beb-caite DanfossMyDrive® ecoSmartTM.

2 KNMO n3mepsetca npyv HOMUHaNbHOM Toke. Knacc sHeproadpdeKkTnBHOCTY cM. B 6.4.13 YcnoBura okpy»KatoLel cpebl. [loTepu npu yacTuyHom
Harpy3ske cM. Ha caiite DanfossMyDrive® ecoSmartTM.

Tabnuua 24: 3 x 380-480 B nepem. ToKa, 0,75-18,5 KBT (1-25 n. c.), Kopnyca pa3mepa 12-14

MNpeo6pa3oBaTenb YacTOTbI PK75 P1K5 P2K2 P3Ko P4Ko P5K5 P7K5 P11K P15K P18K
TunNnyHana BbIXOAHaA MOLWHOCTb 0,75 1,5 2,2 3,0 4,0 55 7,5 11 15 18,5
Ha Bany [KBT]

TunNryHan BbIXOAHaA MOLWHOCTb 1,0 2,0 3,0 4,0 50 7,5 10,0 15 20 25
Ha Bany [n.c]

Knacc 3awmTbl Kopnyca IP54 12 12 12 12 12 13 13 14 14 14
Makc. nonepeyHoe ceueHne 4(10) | 4(10) | 4(10) | 4(10) | 4(10) | 4(10) | 4(10) 16 (6) 16 (6) 16 (6)
Kabena B Knemmax (ceTb,

psuratens) [Mm2 (AWG)]

BbixofHol TOK,TeMnepaTypa okpy»atoLueii cpeabl 40 °C (104 °F)

HenpepbiHbIii (3 x 380-440 B) 2,2 3,7 53 7,2 9,0 12,0 15,5 23,0 31,0 37,0
[A]

MpepbiBuCTbIN (3 X 380-440 B) 24 4,1 5,8 79 9,9 13,2 171 25,3 34,0 40,7
[A]

HenpepbiBHbin (3 x 441-480 B) 2,1 34 4,8 6,3 8,2 11,0 14,0 21,0 27,0 34,0
(Al

MpepbiBUCTBIN (3 X 441-480 B) 23 3,7 53 6,9 9,0 12,1 15,4 23,1 29,7 374
[A]

Makc. BXogHOW TOK

HenpepbiHbin (3 x 380-440 B) 2,1 35 4,7 6,3 83 11,2 15,1 22,1 29,9 35,22
[A]

MpepbiBUCTBIN (3 X 380-440 B) 23 39 52 6,9 9,1 12,3 16,6 24,3 32,9 38,7
[A]

HenpepbiBHbin (3 x 441-480 B) 1,8 29 39 53 6,8 9,4 12,6 18,4 24,7 29,3
[A]
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VLT® HVAC Basic Drive FC 101

PykoBoacTBO No aKcnyataymnm

Danfilh

TexHMYecKne xapakTepucTuKkiu

Mpeo6pasoBatenb YacToThI

PK75

P1K5

P2K2

P3KO0

P4KO0

P5K5

P7K5

P11K

P15K

P18K

MpepbiBUCTbIN (3 X 441-480 B)
[A]

2,0

3,2

4,3

58

7,5

10,3

13,9

20,2

27,2

32,2

MaKcuManbHbIN TOK CETEBbIX

Cm. 3.2.4.5 PekoMeHaaLMM NO NPEeAOXPAHUTENSAM 1 aBTOMATUYECKMM BbIK/TOYATEIAM.

npegoxpaHnTenen

PacueTHble noTepn MOLHOCTMN 21/16 | 46/57 | 46/58 | 66/83 | 95/118 | 104/13 | 159/19 | 248/27 | 353/37 | 412/45
[BT], nyywmin/TnuuHblin

BapuaHT"

Macca, kopnyc ¢ 3awuton IP54 53 53 53 53 53 7,2 7,2 13,8 13,8 13,8
[Kr (dyHT)] 1,7y | 1,7 | (1,7) | (11,7) | (11,7) | (159) | (159) | (304) | (30,4) | (30,4)
KA [%], ny4wmit/TunnyHbin 98,0/97 | 97,7/97 | 98,3/97 | 98,2/97 | 98,0/97 | 98,4/9¢ | 98,2/97 | 98,1/97 | 98,0/97 | 98,1/97
BapuaHT®?

BbixogHoI TOK, TeMnepaTypa okpy»Katowen cpepbl 50 °C (122 °F)

HenpepsbiBHbIii (3 x 380-440 B) 1,93 37 4,85 6,3 7,5 10,9 14,0 20,9 28,0 33,0
[A]

MpepbiBucTbIN (3 X 380-440 B) 2,1 4,07 54 6,9 9,2 12,0 15,4 23,0 30,8 36,3
[A]

HenpepbiBHbin (3 X 441-480 B) 1,8 34 4,4 55 6,8 10,0 12,6 19,1 24,0 30,0
(Al

MpepbiBUCTBIN (3 X 441-480 B) 2,0 37 4,8 6,1 83 11,0 13,9 21,0 26,4 33,0
[A]

' icnonb3ytoTca Npu pacuyeTe cMCTeMbl OXNaxeHnA npeobpasosatena YacToTbl. Ecnv yactoTa KOMMyTaLmy npeBbilIaeT yCTaHOBAEHHYIO MO
YMOJI4aHWI0, BO3MOKEH CYLLECTBEHHbI POCT NoTepb. NprBeAeHHbIe AaHHbIe YUNTbIBAIOT MOLLHOCTb, NoTpebnaemyto LCP 1 TnoBbiMu nnatamm
ynpasneHus. [laHHble 0 NoTepAX MOLWHOCTY B cootBeTcTBUM ¢ EN 50598-2 cm. Ha Beb-caiite DanfossMyDrive® ecoSmartTM.

2 KNMO n3mepsetca npyv HOMUHaNbHOM Toke. Knacc sHeproadpdeKkTnBHoCTH cM. B 6.4.13 YcnoBusa okpyKatoLleln cpefpl. [loTepu npu yacTuyHom
Harpy3ske cM. Ha caiite DanfossMyDrive® ecoSmartTM.

Tabnuua 25: 3 x 380-480 B nepem. Toka, 22-90 kBT (30-125 n. c.), Kopnyca pasmepa 16-18

MNpeo6pa3oBaTenb YacTOTbl P22K P30K P37K P45K P55K P75K P90K
TunnyHaa BbIXOAHaA MOLWHOCTb 22,0 30,0 37,0 45,0 55,0 75,0 90,0
Ha Bany [KBT]

TunryHan BbIXOAHaA MOLWHOCTb 30,0 40,0 50,0 60,0 70,0 100,0 125,0
Ha Bany [n. c.]

Knacc 3awmtbl Kopnyca IP54 16 16 16 17 17 18 18
Makc. nonepeyHoe ceyeHue 35(2) 35(2) 35(2) 50 (1) 50 (1) 95 (3/0) 120 (4/0)
Kabena B Knemmax (ceTb,

nsuratens) [Mm2 (AWG)]

BbixopHol TOK, TeMnepaTypa okpy»<aiowieii cpefibl 40 °C (104 °F)

HenpepbiBHbIii (3 x 380-440 B) 44,0 61,0 73,0 90,0 106,0 147,0 177,0
[A]

MpepbiBUCTbI (3 X 380-440 B) [A] 48,4 67,1 80,3 99,0 116,6 161,7 194,7
HenpepbiBHbii (3 X 441-480 B) 40,0 52,0 65,0 80,0 105,0 130,0 160,0
(Al

MpepbiBUCTBIN (3 X 441-480 B) [A] 44,0 57,2 71,5 88,0 115,5 143,0 176,0

70 | Danfoss A/S © 2019.11

AQ275641848264ru-000101 / 132R0078



http://ecosmart.danfoss.com/#/app/intro
http://ecosmart.danfoss.com/#/app/intro

VLT® HVAC Basic Drive FC 101

PykoBoacTtBO No akcnayatayum

Danifi

TexHMuYecKne xapakTepucTuKku

MNpeo6pasoBaTenb YacTOTbl P22K P30K P37K P45K P55K P75K P90K
Makc. BXogHON TOK

HenpepbiBHbIi (3 x 380-440 B) 41,8 57,0 70,3 84,2 102,9 140,3 165,6
(Al

MpepbiBUCTBIN (3 X 380-440 B) [A] 46,0 62,7 774 92,6 1131 154,3 182,2
HenpepbiBHbin (3 x 441-480 B) 36,0 49,2 60,6 72,5 88,6 120,9 142,7
[A]

MpepbiBUCTDLIN (3 X 441-480 B) [Al 39,6 54,1 66,7 79,8 97,5 132,9 157,0

MaKcrManbHbI TOK CETEBbIX

Cm. 3.2.4.5 PekoMeHZaumMu No NpefoxpaHUTENAM 1 aBTOMATUYECKMM BbIKOYaTENAM.

npegoxpaHuTenemn

PacueTHble noTepun MOLWHOCTH 496 734 995 840 1099 1520 1781
[BT], nyywmin/TunuyHbin

BapuaHTt"

Macca, kopnyc c 3awutoii IP54 27 (59,5) 27 (59,5) 27 (59,5) 45 (99,2) 45 (99,2) 65(143,3) | 65(143,3)
[kr (dyHT)]

KA [%], nyywmin/TunnyHblin 98,0 97,8 97,6 98,3 98,2 98,1 98,3
BapuaHT®

BbixofHoOI TOK, TemnepaTypa okpy»atoLeii cpeabl 50 °C (122 °F)

HenpepbisHbin (3 x 380-440 B) 35,2 48,8 58,4 63,0 74,2 102,9 123,9
[A]

MpepbiBuCTbIN (3 X 380-440 B) [A] 38,7 53,9 64,2 69,3 81,6 113,2 136,3
HenpepbiHbin (3 x 441-480 B) 32,0 41,6 52,0 56,0 73,5 91,0 112,0
[A]

MpepbiBUCTDLIN (3 X 441-480 B) [Al 35,2 45,8 57,2 61,6 80,9 100,1 123,2

' icnonb3ytoTca Npu pacyeTe cMcTeMbl OXNaxaeHnA npeobpasosatens yactoTbl. Ecnv yactoTa KOMMyTaLmMy NpeBbilIaeT yCTaHOBNEHHYI0 MO
YMOJI4aHMI0, BO3MOKEH CYLLeCTBEHHbI POCT NoTepb. [prBeAeHHble JaHHbIe YUNTbIBaOT MOLHOCTb, NoTpebnaemyio LCP 1 TnoBbiMu nnatamm
ynpasneHus. laHHble 0 NoTepAxX MOWHOCTY B cootBeTcTBUM ¢ EN 50598-2 cm. Ha Beb-calite DanfossMyDrive® ecoSmartTM.

2 KNMO n3mepsetca npyv HOMUHaNbHOM Toke. Knacc sHeproadpdeKkTnBHoOCTH cM. B 6.4.13 YcnoBura okpy»KatoLel cpebl. [loTepu npu yacTuyHomn

Harpy3ske cM. Ha caiiTe DanfossMyDrive® ecoSmartTM.

6.1.3 3 x 525-600 B nep. Toka

Tabnuua 26: 3 x 525-600 B nepem. Toka, 2,2-15 KBT (3-20 n. c.), Kopnyca pa3mepa H9-H10

Kabens B Knemmax (ceTb,
psuratenb) [Mm2 (AWG)]

Mpeo6pa3oBaTenb YacTOTbI P2K2 P3KO0 P3K7 P5K5 P7K5 P11K P15K
TunNryHan BbIXOAHaA MOLWHOCTb 2,2 3,0 3,7 55 7,5 11,0 15,0
Ha Bany [KBT]

TunnyHas BbIXoAHAsA MOLLHOCTb 3,0 4,0 5,0 7,5 10,0 15,0 20,0
Ha Bany [n. c]

Knacc 3awmtbl Kopnyca IP20 H9 H9 H9 H9 H9 H10 H10
Makc. nonepeyHoe ceyeHmne 4(10) 4(10) 4(10) 4(10) 4(10) 10 (8) 10 (8)

BbixogHoW TOK, TemnepaTtypa oKpy:katowen cpeabl 40 °C (104 °F)
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VLT® HVAC Basic Drive FC 101

PykoBoacTBO Nno aKkcnyataymum

Danifi

TexHMuecKne xapakTepucTuKkin

MNpeo6pa3oBaTenb YacTOTbI P2K2 P3KO0 P3K7 P5K5 P7K5 P11K P15K
HenpepbiBHbIN (3 x 525-550 B) 41 52 6,4 9,5 11,5 19,0 23,0
[A]

MpepbiBUcTbIN (3 X 525-550 B) [A] 4,5 57 7,0 10,5 12,7 20,9 25,3
HenpepbiBHbIn (3 X 551-600 B) 3,9 4,9 6,1 9,0 11,0 18,0 22,0
[A]

MpepbiBucTbIn (3 x 551-600 B) [A] 43 54 6,7 9,9 12,1 19,8 24,2
Makc. BXogHOI TOK

HenpepbiBHbIN (3 x 525-550 B) 3,7 51 5,0 8,7 11,9 16,5 22,5
[A]

MpepbiBucTbIN (3 x 525-550 B) [A] 4,1 56 6,5 9,6 13,1 18,2 24,8
HenpepbiBHbIn (3 X 551-600 B) 3,5 4,8 56 83 11,4 15,7 214
[A]

MpepbiBucTbIn (3 X 551-600 B) [A] 3,9 53 6,2 9,2 12,5 17,3 23,6

MakcrManbHbI TOK CETEBBIX

CMm. 3.2.4.5 PekomeHaauUmm No NpeaoxpaHUTensam

N aBTOMaTUYECKNM BbIKKOYaTENAM.

npeaoxpaHnTenen

PacueTHble noTepun MOLHOCTH 65 90 110 132 180 216 294
[BT], nyywmin/TnuuHblin

BapuaHT"

Macca, kopnyc c 3awuToii IP54 6,6 (14,6) 6,6 (14,6) 6,6 (14,6) 6,6 (14,6) 6,6(14,6) | 11,5(253) | 11,5(253)
[Kr (dyHT)]

KNA [%], ny4wmid/TunnyHbin 97,9 97 97,9 98,1 98,1 98,4 98,4
BapuaHT?

BbixogHoI TOK, TeMnepaTypa okpy»Katowen cpepbl 50 °C (122 °F)

HenpepbiBHbIl (3 x 525-550 B) 2,9 3,6 4,5 6,7 8,1 13,3 16,1
[A]

MpepbiBUCTbIN (3 X 525-550 B) [A] 3.2 4,0 4,9 74 89 14,6 17,7
HenpepbiBHbIi (3 X 551-600 B) 2,7 34 43 6,3 7,7 12,6 15,4
[A]

MpepbiBucTbIf (3 X 551-600 B) [A] 3,0 3,7 4,7 6,9 8,5 13,9 16,9

' icnonb3ytoTca Npu pacyeTe cMCTeMbI OXNaxaeHWA npeobpasosaTtesnia 4acToTbl. Ecnv yactoTa KOMMyTaLmMy NpeBbILaeT YyCTaHOBIEHHYHO MO
YMONYaHWIo, BO3MOEH CyLLECTBEHHbIN POCT NoTepb. MprBeeHHbIe AaHHbIe YUNTbIBAIOT MOLHOCTb, NoTpebnaemyto LCP 1 TMNoBbIMK Nnatamu
ynpasneHusa. [laHHble 0 NOTepsAX MOLHOCTM B cooTBETCTBUM € EN 50598-2 cMm. Ha Beb-caiiTe DanfossMlyDrive® ecoSmartTM.

2 KNJ nsmepsetca npy HOMHanbHOM Toke. Knacc sHeproadppeKkTmBHOCTY CM. B 6.4.13 YcnoBua okpy»atoleli cpenbl. [loTepu npy YyacTuyHom
Harpyske cm. Ha caiite DanfossMyDrive® ecoSmartTM.

Ta6nuua 27: 3 x 525-600 B nepem. Toka, 18,5-90 KBT (25-125 n. c.), kKopnyca pasmepa H6-H8

Mpeo6pasoBaTtesb YACTOTbI P18K P22K P30K P37K P45K P55K P75K P90K
TunuyHasa BbIXOAHaA MOLHOCTb 18,5 22,0 30,0 45,0 55,0 75,0 90,0
Ha Bany [KBT]

TunnyHas BbIXoAHAsA MOLLHOCTb 25,0 30,0 40,0 60,0 70,0 100,0 125,0
Ha Bany [n. c.]
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VLT® HVAC Basic Drive FC 101

PykoBoacTtBO No akcnayataymnm

Danifi

TexHnueckue xa PaKTepnNCTNKnN

MNpeo6pa3oBaTenb YacTOTbl P18K P22K P30K P37K P45K P55K P75K P90K
Knacc 3awmTbl Kopnyca IP20 H6 H6 H6 H7 H7 H7 H8 H8
Makc. nonepeyHoe ceueHune 35(2) 35(2) 35(2) 50 (1) 50 (1) 50 (1) 95 (0) 120 (4/0)
Kabena B Knemmax (cetb,
psuratenb) [Mm2 (AWG)]

BbixofHOI TOK, TemnepaTypa okpyxatoLeii cpeabl 40 °C (104 °F)

HenpepbiBHbIi (3 X 525-550 B) 28,0 36,0 43,0 54,0 65,0 87,0 105,0 137,0
[A]

MpepbiBUCTbIN (3 X 525-550 B) 30,8 39,6 473 59,4 71,5 95,7 115,5 150,7
[A]

HenpepbiBHbIii (3 x 551-600 B) 27,0 34,0 41,0 52,0 62,0 83,0 100,0 131,0
[A]

MpepbiBUCTBIN (3 X 551-600 B) 29,7 374 45,1 57,2 68,2 91,3 110,0 1441
[A]

Makc. BXogHOWM TOK

HenpepbiBHbIi (3 x 525-550 B) 27,0 33,1 45,1 54,7 66,5 81,3 109,0 130,9
[A]

MpepbiBUCTBIN (3 X 525-550 B) 29,7 36,4 49,6 60,1 73,1 89,4 119,9 143,9
[A]

HenpepbiHbin (3 x 551-600 B) 25,7 31,5 429 52,0 63,3 77,4 103,8 124,5
[A]

MpepbiBUCTBIN (3 X 551-600 B) 28,3 34,6 47,2 57,2 69,6 85,1 114,2 137,0
[A]

MakcrManbHbIN TOK CETEBbIX

Cm. 3.2.4.5 PekomeHaaUNM No NpegoxpaHnUTeNaM 1 aBTOMATUYECKUM BbIK/TlOYaTeNAM.

npepoxpaHuTenemn

PacueTHble noTepy MOLHOCTH 385 458 542 597 727 1092 1380 1658
[BT], nyywmin/TunuyHbin

BapuaHT!"

Macca, kopnyc ¢ 3awuton IP54 24,5 (54) | 24,5(54) | 24,5(54) 36,0 36,0 36,0 51,0 51,0
[Kr (dyHT)] (79,3) (79,3) (79,3) (112,4) (112,4)
KA [%], ny4wmin/TunnyHbiin 98,4 98,4 98,5 98,5 98,7 98,5 98,5 98,5
BapuaHT®

BbixofHOI TOK, TemnepaTypa okpy»atoLeii cpeabl 50 °C (122 °F)

HenpepbisHbIn (3 x 525-550 B) 19,6 25,2 30,1 37,8 455 60,9 73,5 95,9
[A]

MpepbiBUCTBIN (3 X 525-550 B) 21,6 27,7 33,1 41,6 50,0 67,0 80,9 105,5
[A]

HenpepbiBHbIii (3 x 551-600 B) 18,9 23,8 28,7 36,4 43,3 58,1 70,0 91,7
[A]
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TexHMuYecKne xapakTepucTuKkin

Mpeo6pasoBatenb YacToTbI

P18K

P22K

P30K

P37K

P45K

P55K

P75K

P90K

MpepbiBUCTbIN (3 X 551-600 B)

20,8

26,2

31,6

40,0

47,7

63,9

77,0

100,9

(Al

' icnonb3ytoTca Npu pacyeTe cMCTeMbl OXNaxaeHWA npeobpasosaTtesna YacToTbl. ECnv yactoTa KOMMyTaLmMy NpeBbilLaeT yCTaHOBAEHHYIO MO
YMOJIYaHWI0, BO3MOKEH CYLLECTBEHHBI POCT NoTepb. [priBeAeHHbIE AaHHbIE YUNTbIBAIOT MOLYHOCTb, NoTpebnaemyto LCP 1 TnoBbiMu nnatamm

ynpasneHua. [laHHble 0 NOTepsAX MOLHOCTU B cooTBeTCTBUM € EN 50598-2 cMm. Ha Be6-caiTe DanfossMyDrive® ecoSmartTM.

2 KNJ nsmepsetca npu HOMr1HanbHOM Toke. Knacc sHeproadpdeKTMBHOCTM cM. B 6.4.13 YcroBus okpy»katolen cpefpl. NoTepu npu YyacTuyHom
Harpy3ske cM. Ha caiite DanfossMyDrive® ecoSmartTM.

6.2 Pe3ynbTaTbl UCMbITAHMI Ha COOTBETCTBUE TpeboBaHUAM IMC No 13nyyeHuto

Cnenylou.me pe3ynbTaThbl MCMNbITaHUI GbINn nosly4yeHbl Ha CUCTeEMe, B KOTOPYIO BXOAWUNN npeo6pa3OBaTenb 4yacToThbl,
3KpaHMPOBaHHbIVI Kabenb ynpasneHus, 650K ynpasJiieHnA C NOTEHUNOMETPOM U 3KpaHVIpOBaHHbII7I kabenb asurartena.

Ta6nuua 28: PesynbTaTbl UCNbITaHWI1 HA COOTBETCTBUE Tpe6oBaHUAM SMC no nsnyyeHuto

SKcnnayataymm 2
(NpomblLneHHbIe)

sKcnnyataymmn 1
(kmnnwe n opuc)

sKcnnyatauymn 1
(>kmnuwe n opuc)

sKkcnnyataymm 1
(kmnuwe n oduc)

Tun KoHgyKkTuBHOE nsnyuyeHume. MakcmmanbHasa gnnHa N3nyuyaembie nomexu
dunbrpa BY- | skpaHupoBaHHoOro ka6bens [m (¢yT)]
nomex
MpombiwneHHble ycnoBusa
EN 55011 Knacc A, rpynna 2 Knacc A, rpynna 1 KnaccB Knacc A, rpynna 1 Knacc B
MpomblwneHHble MpomblwneHHble MKunanwHo- MpombiwwneHHble MunnwHo-
ycnosus ycnosus KOMMYyHasbHble ycnosusa KOMMYHaslbHble
06BbEKTDI, 006BbEKTHI,
npeanpuaTns npeanpusaTrs
TOProBNY Y NIErKOw TOProBAY 1 NIerkomn
NPOMBILUIEHHOCT NPOMBbILLIEHHOCTN
EN/IEC Karteropusa C3 Karteropusa C2 Karteropusa C1 Karteropusa C2 Kateropua C1
61800-3 Ycnoeus Ycnosus Ycnosus Ycnosus Ycnosus

sKkcnnyatauymm 1
(knnuwe n oduc)

bes C
BHELLHer
dunbrpa

BHELUHM|
dunbTpC

bes C
BHeLUHer:
dunbrpa

BHELUHMI
dunbrpC

bes C
BHELUHer | BHELWHW
dunbrpa | dpunbrpc

Bes C
BHELUHel | BHeLWHNI
dunbrpa | dunbTpC

Bes C
BHeLUHel | BHELWHN
dunbrpe | dunbTpC

OunbTp BY-nomex H4 (EN55011 A1, EN/IEC61800-3 C2)

0,25-11 KBT
(0,34-15
n.c.)3x200-
240 B IP20

25 (82) 50 (164)

- 20 (66)

Ha Ha

- Het

0,37-22 KBt
(0,5-30n.c.)
3 x380-480
BIP20

25 (82) 50 (164)

- 20 (66)

Oa Oa

- Het

Ounbrp BY-nomex H2 (EN

55011 A2, EN/IEC 61800-3 C3)

15-45 kBt
(20-60 n.c.)
3 x200-240
B 1P20

25 (82) -

Het -

Het -

30-90 kBT
(40-120n.c.)

25(82) -

Het -

Het -
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VLT® HVAC Basic Drive FC 101 Mi

PykoBopacTBO No 3KCnayaTauum TexHMuYecKne xapakTepucTuKku

Tun KoHpyKTuBHOE n3nyyeHne. MakcumanbHas gnvHa W3nyuyaemble nomexu
¢dunbrpa BY- | aKpaHupoBaHHOro Kabens [m (dyT)]
nomex

3x380-480
B IP20

0,75-18,5 25(82) - - - - - Ha - - -
KBT (1-
25n.c)

3 x380-480
B IP54

22-90 kBT 25(82) - - - - - Het - Het -
(30-120n.c.)
3 x380-480
B IP54

Ounbrp BY-nomex H3 (EN55011 A1/B, EN/IEC 61800-3 C2/C1)

15-45 kBT - - 50 (164) - 20 (66) - Ha - HeTt -
(20-60 n.c.)
3 x200-240
B IP20

30-90 kBT - - 50 (164) - 20 (66) - Ha - Het -
(40-120n.c)
3 x380-480
B IP20

0,75-18,5 - - 25(82) - 10 (33) - Ha - - -
KBT (1-
25n.c)

3 x380-480
B IP54

22-90 kBT - - 25 (82) - 10 (33) - Ja - Het -
(30-120n.c)
3x380-480
B IP54

6.3 Ocobble ycnosus

6.3.1 CHUXKEeHME HOMUHAJbHBIX XapaKTePUCTUK AN TeMnepaTypbl OKPY»KaloLlero Bo3gyxa u
YacTOTbl KOMMYTaLUK.

Y6enuTech, 4To TeMnepaTypa OKpyatoLlen cpefibl, U3mepeHHan 3a nepuog 24 yaca, No MeHbluen mepe Ha 5 °C (41 °F) meHbLie
MaKCUMasbHO JOMYCTUMOW ANiA Mpeobpa3oBaTenia YacToTbl TEMMEPaTYPbl OKpYy»KatoLein cpeabl. Ecnn npeobpasosaTtenb YacToThl
paboTaeT Npw BbICOKOW TeMNepaType OKpy»KaloLLein cpefbl, yMEHbLINTE ANIUTEbHbIN BBIXOAHON TOK. KpUBYIO CHUMXEHMA
HOMUHanbHbIX XapaKTepncTuK cM. B PykoBopactsee no npoektuposaHuto VLT® HVAC Basic DriveFC 101.

6.3.2 CHU>KEHME HOMUHAJbHBIX XapaKTePUCTUK B CllyYae HU3KOro aTMOCHEPHOro AaBneHns n
00MbLINX BbICOT

C noHWXeHreM aTMoCcepHOro AaBneHUs oxJlaxatoLas cnocobHOCTb BO3ayxa yMeHbLaeTcs. [1pu BbicoTe Hag ypoBHEM Mops
cBblwe 2000 M (6562 dyTa) cBaxuTech ¢ Danfoss no Bonpocy o 3aWwnTHOM cBepXxHU3KoM HanpskeHun (PELY). Mpu BbicoTe Hag
ypoBHeM Mopsa MmeHee 1000 m (3281 ¢yT) CHUMKeHe HOMUHaNbHbIX NapameTpoB He TpebyeTca. Ha BbicoTax 6onee 1000 m (3281 ¢yT)
MOHU3bTE TeMMepaTypy OKpYyKatoLen cpefibl NN MaKCMMasbHbIN BbIXOAHOW TOK. Mpu BbicoTe, NpeBbiwatoLen 1000 m (3281 ¢yT),
NMOHWK3bTE BbIXOAHOM TOK Ha 1 % Ha Kaxzable 100 m (328 ¢pyToB) BbICOTbI MM NMOHM3bTE MaKCMManbHY0 TeMnepaTtypy Bo3ayxa Ha 1 °C
(33,8 °F) Ha kaxpble 200 m (656 ¢yTOB).
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TexHUUYecCKMe XxapaKTepucTuKn

6.4 ObLMe TeXHNYEeCKNe AaHHble

6.4.1 Cpeactea 1 GyHKUMN 3aLMTbl

. 3J'IEKTpOHHaﬂ TENNOBAA 3alliMTa SNEKTPOABUTATENA OT NeperpysKn.

d KOHTpOJ‘Ib TemnepaTtypbl pagnatopa obecrneunBaeT OTKNIOUYEHNE npeo6pasoBaTenﬂ 4acCTOTbl B C/iy4ae neperpesa.

« [peobpaszoBaTesib YaCTOTbI 3aLLULLEH OT KOPOTKOrO 3aMblKaHUWsA Knemm anekTpoasuratensa U, V, W.

. I'IpV| novepe (I)aSbI asuratena npeo6pasoBaTenb 4acTOTbl OTK/IKOYAETCA U BblAaeT aBapI/IIszIIh CUrHan.

« [pwn notepe da3bl CETU INEKTPONUTaHUA NPeobpa3oBaTeNib YaCTOTbl OTKIIOYAETCA UM BblAaeT npegynpexaeHve (B

3aBMCMMOCTM OT Harpy3sKu).

d KOHTpOJ’Ib HanpAXeHnA B 3Be€He MOCTOAHHOIO TOKa obecneynBaeT OTKIOYEHME npeo6pasoBaTenﬂ 4acTOTbl NPU 3HAYUTENIBHOM
NOHWXXEHUN NN NOBbIWEHNN HanpAXXeHNA B 3B€HE NOCTOAHHOIO TOKa.

« [peobpazoBaTesib YaCTOTbI 3aLLMLLEH OT KOPOTKOIO 3aMblKaHMA Ha 3emsito Knemm gsuratensa U, V, W.

6.4.2 NutaHue ot cetun (L1, L2, L3)

HanpsxxeHune nutaHuA

HanpsxeHve nutaHua

HanpsxeHre nutaHua

YacToTa ceTv nuTaHmA

Makc. KpaTkoBpemeHHas acuMmmeTpusa $as cetm NUTaHnA
KoapdpnumeHT akTuBHO MOLHOCTM (N)

KoaddurumeHT peakTMBHON MOLLHOCTM (COSY) OKONO efMHULbI

Yncno BkntoueHnn BxogHoro nutaHma L1, L2, L3, kopnyca
pasmepos H1-H5, 12, 13, 14

Yuncno BKnoueHM BXogHoro nutaHma L1, L2, L3, kopnyca
pa3mepos H6-H10, 16-18

YcnosuA okpy»katoLelt cpefbl cornacHo ctaHaapTy EN60664-1

200-240B +10 %

380-480B +£10 %

525-600B +£10 %

50/60 Iy

3,0 % OT HOMMHaNbHOIO HaNPAXeHNA NUTaloLLen cetTn

= 0,9 HOMMHANbHOTO 3HaYeHNA NPV HOMWHANIbHOM Harpyske
(>0,98)

Makc. 1 pa3/30 ¢

He 6onee 1 pasa B MUHYTY

Kateropusa no neperHanpskeHutio lll/cteneHb 3arpasHeHna 2

YCTPOIICTBO MOXET MCMONb30BaTbCA B CXEME, CNIOCOBHOI BblaBaTh CUMMETPUUHBIN TOK He 6onee 100000 amniep (¢4, NPV MaKc.

HanpsxeHnn 240/480 B.

6.4.3 MouwHocTtb auratensa (U, V, W)
BbixogHOe HanpsxxeHue

BbixogHasA yacToTa

Yucno KommyTaLumin Ha Bbixofe

ﬂ,HI/ITeJ'IbHOCTb N3MEHEHNA CKOPOCTN

6.4.4 InnHa 1 ceyeHune Kabenen

Makc. AnvHa 3KpaHMPOBaHHOIO/3aLWMILEHHOrO Kabena ABuraTens
(B cooTBETCTBUM C TPeboBaHUAMM DIMC)

Makc. pnmHa HeaKpaHVIpOBaHHOFO/He3a|JJ,VILLlEHHOI'O Kabens
Asuratena

Makc. nonepeyHoe ceyeHme Kabens K aBuraTtento, CeTb NTaHUA

MonepeyHoe ceyeHue KNeMM MOCTOAHHOTO TOKa ANnA ¢punbTpa B
uenu obpaTHOI CBA3M Ha Kopnycax pa3mepos H1-H3, 12,13, 14

MNonepeyHoe ceyeHne Knemm NOCTOSIHHOIO ToKa AnsA GunbTpa B
Lenu obpaTHoOW CBA3M Ha Kopnycax pa3mepos H4-H5

Makc. ceyeHue NnpoBOAOB, NOAKAOYAEMbIX K KIleMMaM
ynpaeneHnAa Npun MOHTaxe XXeCTKUM NpoBOAOM

Makc. ceueHne npoBOAOB, NOAKMOYAEMbIX K KlleMMaM
ynpaBneHuAa Nnpu MOHTaxe rmobKnm Kabenem

0-100 % oT HanpsAXKeHWA NUTaHNA
0-400 Iy

bes orpaHnueHuna

0,05-3600 c

Cm. 6.2 Pe3ynbTaTbl MCMbITAHUI Ha COOTBETCTBUE TPEBOBAHMAM
SMC no nsnyyeHuto.

50 m (164 dyTa)

LononHuTtenbHble cBeaeHna cm. B 6.1.2 3 x 380-480 B nep. Toka.
4 mm%/11 AWG

16 MM 2/6 AWG
2,5 MM2/14 AWG

2,5 Mm%/14 AWG
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MwuH. ceyeHmne npoBOAOB, NOAK/IIOYAaEMbIX K KneMMam
ynpasneHua

6.4.5 Llndposbie Bxoabl
Mporpammupyemble LppOBble BXOAbI
Homep knemmbl

Jlornka

YpoBeHb HanpskeHns

YpoBeHb HanpsxeHus, nornyeckun «0» PNP
YpoBeHb HanpsxeHus, nornyeckas «1» PNP
YpoBeHb HanpsaxeHus, nornyeckun «0» NPN
YpoBeHb HanpsaxeHusA, nornyeckasn «1» NPN
MakcrmanbHoe Hanps)KeHve Ha BXoae
BxogHoe conpotmeneHue, R

Lindposoi Bxop 29 B KauecTBe BXofa TepMMCTOpa

LinppoBoit Bxog 29 B KauecTse UMMYSIbCHOrO BX0Aa

6.4.6 AHanoroBble BxoApbl
KonnuyecTtBo aHanorosbIx BX040B
Homep Kknemmbl

Knemma 53, pexum
Knemma 54, pexum

YpoBeHb HanpsaxeHna
BxoagHoe conpoTtusneHue, R;
MakcnmanbHoe Hanps»eHne
YpoBeHb TOKa

BxogHoe conpoTtusneHue, R;
MaKcrmanbHbI TOK

Pa3peu1a|ou4aﬂ CNocobHOCTb Ha aHaNIOroBOM BXxope

6.4.7 AHanorosble BbIXOAbl
Konunyectso nporpammmpyembix aHasioroBbIiX BbIXOA0B
Homep knemmbl

[nana3oH ToKa aHanorosoro BbIxoga

MakcnmanbHas Harpyska Ha aHanoroBom BbixoAe OTHOCUTENbHO

obulero nposoaa
MaKcrMasnbHoe HanpsXeHne Ha aHaNIoroBOM BbIXOAe
TOYHOCTb Ha aHANOrOBOM BbIXOAE

Paspewatowas cnocobHOCTb Ha aHaNIOroBOM BbIXOAE

0,05 MM2/30 AWG

4
18,19,27,29

PNP nnun NPN

0-24 B nocT. ToKa

< 5B nocT. ToKa

> 10 B nocT. Toka

> 19 B nocT. ToKa

< 14 B nocT. ToKa

28 B nocT. ToKa

MpubnusntenbHo 4 KOm

Otkas: > 2,9 KOm 1 6e3 oTkasa: < 800 Om

MakcumanbHas yacTtoTa 32 KIy (ABYXTaKTHOE ynpasneHue) n 5 KIy
(Pa3oOMKHYTbI KOHTYP)

2
53,54

Mapamemp 16-61 Terminal 53 Setting (Knemma 53, HacTporika): 1 =
HanpskeHue, 0 = TOK

Mapamemp 16-63 Terminal 54 Setting (Knemma 54, HacTpoiika): 1 =
HanpsxeHune, 0 = TOK

0-10B

MpuénusntenbHo 10 KOM

20B

0/4-20 MA (macitabupyembiin)
<500 Om

29 MA

10 6utoB

2
42,45
0/4-20 MA
500 Om

17B
MakcrmanbHasa norpewHocTb: 0,4 % OT NOAHOW LWKanbl

10 6uTtoB

T Knemmbl 42 11 45 MOXKHO TaKXKe 3anporpammMmpoBaThb B KauecTse LngpoBbIX BbIXOAOB.

6.4.8 Llndposoi Bbixog
Yuncno undpoBsbix BbIXO[OB

Knemmbl 27 n 29
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TexHUUecKMe XxapaKTepucTuKn

Homep knemmbl

YpoBeHb HanpsaXeHnA Ha L1bpOBOM Bbixofe

Makc. BbIXOGHOW TOK (MOTPebuTenb N MCTOUHUK)
Knemmbi 42 n 45

Homep kKnemmbl

YpoBeHb HanpaXeHUa Ha UdPOBOM Bbixoae
MakcumanbHbI BbIXOAHOW TOK Ha LiMdpPOBOM Bbixoae

MakcrmanbHas Harpyska Ha Lll/ld)pOBOM BbIXxoae

1 Knemmbl 27 1 29 MOXKHO 3anporpammMmpoBaTh Kak BXof.

27,290
0-24B
40 mA

42,452
17B

20 mA

1 kKOm

2 Knemmbl 42 1 45 MOXHO TaKe 3anporpaMmmmnpoBaTh Kak aHanoroBbli BbIXOA,.

undpoBble BbIXOAbI rafibBaHNYECKM N30AMPOBAHbI OT HanpsikeHUs nuTaHna (PELV) 1 gpyrx BbICOKOBOSIBTHbBIX KIIEMM.

6.4.9 lnaTa ynpaBneHusa, nocnegoBartefibHasa CBA3b Yepes nHrepdenc RS485

Homep knemmbl

Homep knemmbl

6.4.10 Mnata ynpasneHus, Bbixog 24 B nocT. TOKa
Homep kKnemmbl

MakcrmarnbHas Harpyska

6.4.11 PenenHbin Bbixoa [ABONYHbBIN]
MNporpammupyemble BbIXoAbl pese

Pene 01 1 02 (pa3mepbl kopnycos H1-H5 n 12-14)

Makc. Harpy3ka Ha knemmy (AC-1)" Ha knemmax 01-02/04-05
(HOpManbHO Pa3OMKHYTbIN KOHTAKT) (pe3MCTUBHAA Harpy3Ka)

Makc. Harpy3ska (AC-15)" Ha knemmax 01-02/04-05 (HopmanbHO
Pa30MKHYTbIN KOHTaKT) (MHAYKTMBHAA Harpy3ka npu cos¢ = 0,4)

Makc. Harpy3ska (DC-1)™ Ha knemmax 01-02/04-05 (HopmanbHO
Pa3oMKHYTbI KOHTAKT) (pe3ncTrBHasA HarpysKa)

Makc. Harpy3ska (DC-13)™ Ha knemmax 01-02/04-05 (HopmanbHO
Pa3OMKHYTbI KOHTAKT) (MHAYKTMBHaA Harpyska)

Makc. Harpy3ska (AC-1)™ Ha knemmax 01-03/04-06 (HopManbHO
3aMKHYTbI KOHTaKT) (pe3MCTMBHAA HarpyskKa)

Makc. Harpy3ska (AC-15)" Ha knemmax 01-03/04-06 (HopmanbHO
Pa30MKHYTbIN KOHTaKT) (MHAYKTUBHAA Harpy3ka npu cos¢ = 0,4)

Makc. Harpy3ska (DC-1)™ Ha knemmax 01-03/04-06 (HopmanbHO
3aMKHYTbIV KOHTaKT) (pe3McTUBHaA Harpyska)

MwuH. Harpy3ka Ha Knemmax 01-03 (HopManbHO 3aMKHYTbI
KOHTaKT), 01-02 (HOpManbHO Pa3OMKHYTbI KOHTAKT)

Ycnosua okpy»katoLien cpefpbl cornacHo ctaHaapty EN60664-1

68 (P, TX+, RX+), 69 (N, TX-, RX-)
61, 06wWan ansa Knemm 68 1 69

12
80 mA

2

01-03 (HopmanbHO 3aMKHYTbIN KOHTAKT), 01-02 (HopManbHO
Pa3oMKHYTbIN KOHTAKT), 04—06 (HOPManbHO 3aMKHYTbI KOHTAKT),
04-05 (HopManbHO Pa3OMKHYTbI KOHTAKT)

250 B nepem. ToKa, 3 A

250 B nepem. Toka, 0,2 A

30 B nocrt. Toka, 2 A

24 B noct.ToKa, 0,1 A

250 B nepem. ToKa, 3 A

250 B nepem. Toka, 0,2 A

30 B nocrt. Toka, 2 A

24 B nocT. ToKa, 10 MA, 24 B nepem. Toka, 20 MA

KaTeropua no nepeHanpsaxeHuto lll/cteneHb 3arpasHeHns 2

T IEC 60947, yacTn 4 1 5. CpoK clyk6bl pene 3aBUCUT OT TUMA Harpy3Ku, TOKa NepeKoYeHns, TemnepaTypbl OKpy»KaloLen cpeapl, KoHouUrypaumnm
npeobpasoBatens YacToTbl, paboyero npoduna u T. 4. [pn NOAKMIOUEHNM K pene NHAYKTUBHbIX Harpy30K YCTaHOBUTE AeMNGUPYIOLLYHO Liemb.

Mporpammuripyemble BbIXoabl pene

Homep knemmbl pene 01 (pa3mep kopnyca H9)

01-03 (HopmanbHO 3aMKHyTbIN), 01-02 (HopmanbHO
Pa3OMKHYTbIN)
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Makc. Harpy3ka Ha knemmy (AC-1)™ Ha knemmax 01-03
(HOpManbHO 3aMKHYTbI KOHTaKT), 01-02 (HopManbHO
Pa3oMKHYTbI KOHTAKT) (pe3ncT1BHaA HarpysKa)

Makc. Harpy3ska Ha knemme (AC-15)" (MHOYKTMBHAA Harpy3Kka npu
cosgp 0,4)

Makc. Harpy3ska (DC-1)™ Ha knemmax 01-02 (HopmanbHO
Pa30OMKHYTbI KOHTaKT), 01-03 (HopManbHO 3aMKHYTbIi KOHTAKT)
(pe3ncTnBHaA Harpyska)

Makc. Harpy3ka Ha knemme (DC-13)™ (MHAYKTMBHaA Harpy3ka)

Homep knemmbl pene 01 n 02 (pa3mep Kopnyca H6, H7, H8, H9
(Tonbko pene 2), H10 n 16-18)

MakcrmanbHas Harpyska (AC-1)" Ha knemmax 04-05 (HopmanbHO
Pa30MKHYTbIN KOHTAKT)2G)

Makc. Harpy3ska (AC-15)" Ha knemmax 04-05 (HopManbHO
Pa30MKHYTbIN KOHTAKT) (MHAYKTMBHAA Harpy3ska npwm cos® 0,4)

Makc. Harpy3ska (DC-1)" Ha knemmax 04-05 (HopmanbHO
Pa30OMKHYTbI KOHTAKT) (pe3ncTnBHanA Harpyska)

Makc. Harpy3ka (DC-13)™" Ha knemmax 04—05 (HopManbHO
Pa3OMKHYTbI KOHTAKT) (MHAYKTUBHAA Harpyska)

Makc. Harpy3ska (AC-1)™ Ha knemmax 04-06 (HopmasibHO
3aMKHYTbI KOHTaKT) (Pe3MCTMBHAA Harpyska)

Makc. Harpy3ska (AC-15)" Ha knemmax 04-06 (HopManbHO
3aMKHYTbIN KOHTaKT) (MHAYKTMBHAA Harpyska npu cosg 0,4)

Makc. Harpy3ska (DC-1)" Ha knemmax 04-06 (HopmanbHO
3aMKHYTbI KOHTAKT) (Pe31CTMBHaA Harpyska)

Makc. Harpy3ka (DC-13)™" Ha knemmax 04—-06 (HopManbHO
3aMKHYTbIN KOHTaKT) (MHAYKTMBHAA Harpyska)

MwH. Harpy3ka Ha knemmax 01-03 (HopManbHO 3aMKHYTbI
KOHTaKT), 01-02 (HOpManbHO Pa3OMKHYTbI KOHTaKT), 04-06
(HOpManbHO 3aMKHYTbIN KOHTaKT), 04-05 (HopmanbHO
Pa30MKHYTbI KOHTaKT)

Ycnosua okpy»atoLen cpefbl cornacHo ctaHaapTy EN60664-1

240 B nepem. ToKa, 2 A

240 B nepem. ToKa, 0,2 A

60 B noct. Toka, 1 A

24 B noct.T0Ka, 0,1 A

01-03 (HopmanbHO 3aMKHYTbI KOHTAKT), 01-02 (HopManbHO

Pa3oMKHYTbIN KOHTAKT), 04—06 (HOpManbHO 3aMKHYTbI KOHTAKT),

04-05 (HopManbHO Pa3OMKHYTbI KOHTAKT)

400 B nepem. ToKa, 2 A

240 B nepem. Toka, 0,2 A

80 B noct. TOKa, 2 A

24 B noct. T0Ka, 0,1 A

240 B nepem. ToKa, 2 A

240 B nepem. Toka, 0,2 A

50 B noct. T0Ka, 2 A

24 B noct. T0Ka, 0,1 A

24 B nocT. ToKa, 10 MA, 24 B nepem. ToKa, 20 mA

Kateropua no neperanps»keHuio lll/cteneHb 3arpasHeHna 2

" |EC 60947, yacTn 4 n 5. CpoK cny6bl pene 3aBUCUT OT TUMa HarpysKu, TOKa NepeKtoyYeHmns, TeMmnepaTypbl OKpy»KatoLein cpefbl, KOHPUrypaLmm
npeobpasoBatens YacToTbl, pabouero npodpuna u T. A. Npw NOAKIIOUYEHUN K pesie MHAYKTUBHbIX Harpy30K yCTaHOBUTE AeMNGUPYIOLLYIO Liemb.

2 Kateropusa nepeHanpseHus Il.

3 NMpumeHeHua UL, 300 B nep. Toka, 2 A.

6.4.12 Nnata ynpasneHus, Bbixog 10 B nocT. ToKa
Homep knemmbl
BbIXO}J,Hoe HanpaxeHne

MakcrnmanbHas Harpyska

6.4.13 YcnoBua okpyatoLen cpebl
Knacc 3awmtbl Kopnyca

KomnnekT npuHagnexxHocTein Ana Kopnyca
McnbiTaHne Ha BMGpauuio

Makc. oTHoCHTeNnbHas BNaXXHOCTb

ArpeccrBHas BHelwHAA cpefa (IEC 60721-3-3), Kopnyc pa3mepa
H1-H5 c nokpbiTnem (cCTaHZapTHbIN)

50
10,5B+0,5B
25 mA

IP20, IP54 (He onA yCTaHOBKW BHe NMOMeLLeHUs)
IP21, TYPE1
1,09

5-95 % (IEC 60721-3-3; knacc 3K3 (6e3 KoHAeHcaLm)) BO Bpems
paboTbl

Knacc 3C3
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ArpeccmBHan BHewHAA cpega (IEC 60721-3-3), kopnyc pa3mepa
H6-H10 6e3 nokpbiTnA

ArpeccrBHas BHelwHAA cpeda (IEC 60721-3-3), Kopnyc pa3mepa
H6-H10 c nokpbiTrem (no 3akasy)

ArpeccuBHas BHewHAA cpega (IEC 60721-3-3), Kopnyc pa3mepa
12-18 6e3 nokpbITHA

MeTog ncnbiTaHWI COOTBETCTBYET TpeboBaHuAM cTaHaapTa IEC
60068-2-43 H2S (10 gHewn)

Temnepatypa okpy:atoLein cpegbl™

MwuH. TemnepaTypa oKkpy»atoLLel cpeapbl BO Bpema paboTbl ¢
MOJTHOW Harpy3Kom

MuH. TemnepaTypa oKpy»atoLLel cpefbl npu pabote ¢
MOHWKEHHON NPON3BOANTENBHOCTbIO, Kopnyca H1-H5 n 12-14

MuH. TemnepaTypa okpy»atoLein cpegbl npu pabote ¢
NOHWXEHHOW NPON3BOAUTENBHOCTbIO, Kopnyca H6—-H10 1 16-18

Temnepatypa Npu XpaHeHUW/TPaHCNOPTUPOBKE

Makc. BbicoTa Hag YPOBHEM MOpA 6€3 CHUKEHMA HOMUHAMNbHbIX
XapaKTepPUCTNK

Makc. BbicOTa Hag YPOBHEM MOPA CO CHUMKEHNEM HOMUHAlbHbIX
XapaKTePUCTUK

CHUKeHNe HOMMHANbHbIX XapaKTepucTuk C yBeJIMyeHNEM BbiCOTbI

Hapj ypoBHeM mMops
Hopmbl 6e3onacHoCcTn
CraHgapTbl SMC, nsnyueHuve

CraHgapTbl 9MC, NOMEXoyCcToN4MBOCTb

Knacc sHeproaddekTnHocTN?

Knacc 3C2

Knacc 3C3

Knacc 3C2

CMm. makc. BbixogHow Tok npu 40/50 °C (104/122 °F) B pa3pene
6.1.2 3 x 380-480 B nep. ToKa.

0°C(32°F)

-20°C (-4 °F)

-10°C (14 °°F)

o1 -30 o +65/70 °C (o1 -22 go +149/158 °F)
1000 m (3281 dyT)

3000 m (9843 ¢yTa)

Cm. pa3sgoen 6.3.2 CH/KEHNE HOMUHAJTbHbBIX XapPaKTepPUCTUK B
cayyae HU3KOro aTMochepHOro AaBneHus n 60/IbLINX BbICOT.

EN/IEC 61800-5-1, UL 508C
EN 61800-3, EN 61000-6-3/4, EN 55011, IEC 61800-3

EN 61800-3, EN 61000-3-12, EN 61000-6-1/2, EN 61000-4-2, EN

61000-4-3, EN 61000-4-4, EN 61000-4-5, EN 61000-4-6
IE2

' Cm. pa3fen 06 0cobbix yCIOBUAX B PYKOBOACTBE MO MPOEKTUPOBaHMIO ANA NONYYEHNA CIeAYOLMX CBEAEHWIA:

CHUXeHNEe HOMKHaJIbHbIX NapaMeTpOoB Nnpu BbICOKOW Temneparype Opr)KaK)LI.leVI cpenbl.

CHMXeHNe HOMUHaNbHbIX XapakTePUCTUK C yBeTNYeHNEM BbICOTbl HaJ YPOBHEM MOpPA.

2 OnpepfenseTca B COOTBETCTBUU C TpeboBaHmem ctaHaapTa EN 50598-2 npu cnefyowmx ycnoBuax:

HomunHanbHaa Harpyska.
YactoTa 90 % OT HOMMHaNbHOM.
3aBofCKanA HaCTPOIKa YacTOTbl KOMMYTaLMN.

3aBoAcCKanA HaCcTpowKa meToaa KOMMyTauunn.
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NHpekc
L KBanuduumpoBaHHbIii nepcoHan 8
LCP 35 MoHTax pagom BNAOTHYIO 11
MouwHocTb asuratena (U, V, W) 76
v H
UL 508C 7
HaBuraumoHHas KHonka 36
HanpsxxeHne
A MpenynpexaeHue, KacatoLleeca TEXHUKN 6€30MacHOCTH........
ABTOMaTUYECKUN BblKOYaTenb 28
AHanorosbii BXoz, 77 n
[aHenb mecTHOro ynpasneHns 35
b Mutanune ot cetn (L1, L2, L3) 76
bonbwwe BbicoT 75 Tnata ynpaeneHus 78,78,79
MoHmKeHHOe aTMochepHOe faBneHne 75
B MNpenoxpaHutenb 28
Bepcust BOKyMeHTa 6 Mporpamma HacTporikn MCT 10 6,35
Bepcus MO 6 MNporpammupoBaHne 35
Bbixog 10 B nocT. Toka 79
Bbixog 24 B nocT. Toka 78 C
Bbixopn pene 78 (CeeToBOW MHAMKATOP 36,36
CepTnduKaTbl 1 paspeLueHns 7
il CvmBonbl 8
Lvcnned 35 CHMKEHE HOMUHAIbHDBIX XaPAKTEPUCTUK..uevreerrrenreresnessssnsenes 75,75
[1ONONHUTENbHBIE NCTOUHIKIA 6 CootBeTcTBUE UL/6ev3 cootBeTcTBUA UL 28
Cxema nogknoyeHun 34
3 T
3awuTa 76 .
3awuTa gBuratena ot neperpysKkm 76 Temnepatypa okpyxaloLuei cpefbl 7>
3awmTa OT KOPOTKOrO 3amblKaHuWA 28 Tok yTeudkm
3awmTa OT NneperpysKu no ToKy. 28
3awpmTa napannienbHbix Lenemn 28 y
YcnosuA okpy»atoLer cpefbl 79
n
NHTepdenc nocneaoBaTeNibHOM CBA3N RS485......veeveeneeesnseensrennns 78 U
Lndpposoin Bxog 77
K Linpposoii Bbixog 77
KeBanuduumpoBaHHbI nepcoHan 6,8
Knacc sHeprosadpdekTMBHOCTH go
KHonka meHio 35 Yacrtora kommyTauum 75
KHonka ynpasneHua 36
P
M DNeKTPUYECKNIA MOHTaX 14
MoHTax INEeKTPNYECKNIA MOHTaX C y4eToM TPe60BaHUA IMC......oveennnn. 31
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